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PROJECT DIRECTORYPROJECT INFORMATION

APPLICABLE CODES:

THE BUILDING IS A WAREHOUSE THAT HAS BEEN CONVERTED TO
ACCOMMODATE MIXED PRIMARY USE GROUPS INCLUDING:
     -  BUSINESS (B)
     -  ASSEMBLY (A-3 IN ACCORDANCE W/ CBC SECTION 508.3)
     -  STORAGE (S-1)

TOTAL POSTED OCCUPANCY: 217 TOTAL (SEE G003 FOR MORE INFORMATION)

OCCUPANCY CLASSIFICATION:

TYPE III-B CONSTRUCTION WITH NONCOMBUSTIBLE EXTERIOR WALLS AND COMBUSTIBLE
ROOF CONSTRUCTION.

TYPE OF CONSTRUCTION:

1 STORY - 27'-0"BUILDING HEIGHT:

TOTAL BUILDING AREA 23,974 SFBUILDING AREA:

55' - 0"ALLOWABLE HEIGHT:

Project Manager

Karen Wang
Direct: (510) 301- 8926
kwang@hntb.com

ARCHITECT

HNTB Architecture
601 W. 5th St. Suite 1000
Los Angeles, CA 90071
Main: (213)403-1000

Gregory Baker
gpbaker@hntb.com

Fernando Vazquez
fvazquez@hntb.com

CIVIL

HNTB Oakland
1111 Broadway, 9th Floor
Oakland, CA 94607

John Mountin
jmountin@hntb.com

CONSULTANTS

STRUCTURAL

Forell/Elsesser
160 Pine St.
San Francisco, CA 94111
Main: (415)837-0700/3015
Fax: (415)837-0800

Rene Vegnos, Principal
rvignos@forell.com

Chris Petteys, Senior Associate
petteys@forell.com

MEP

WSP Group
405 Howard St. Suite 500
San Francisco, CA 94105
Main: (415)398-3833

Andrew Harrington, Project Manager
Direct: (415)402-5836
andrew.harrington@wspfk.com

LIGHTING

Horton Lees Brogden
8580 Washington Boulevard
Culver City, CA 90232
Main: (310)837-0929

Tina Aghassian, Project Manager
Main: (310)837-0929 x319
taghassian@hlblighting.com

LIFE SAFETY

The Fire Consultants, Inc.
1981 N. Broadway, Ste. 400
Walnut Creek, CA 94596
Main: (925) 588-8450

Jeff Maddox (TFC), Project Manager
Jmaddox@thefireconsultants.com

BAY AREA TOLL AUTHORITY
Andrew Fremier - Deputy Executive Director: afremier@mtc.ca.gov
Peter Lee: plee@mtc.ca.gov
Stephen Baker: sbaker@mtc.ca.gov

2013 BUILDING STANDARDS ADMINISTRATIVE CODE, PART 1, TITLE 24 C.C.R.
2013 CALIFORNIA BUILDING CODE (CBC), PART 2, TITLE 24 C.C.R.

(2012 INTERNATIONAL BUILDING CODE AND 2013 CALIFORNIA AMENDMENTS)
2013 CALIFORNIA ELECTRICAL CODE (CEC), PART 3, TITLE 24 C.C.R.

(2012 NATIONAL ELECTRICAL CODE AND 2013 CALIFORNIA AMENDMENTS)
2013 CALIFORNIA MECHANICAL CODE (CMC), PART 4, TITLE 24 C.C.R.

(2012 UNIFORM MECHANICAL CODE AND 2013 CALIFORNIA AMENDMENTS)
2013 CALIFORNIA PLUMBING CODE (CPC), PART 5, TITLE 24 C.C.R.

(2012 UNIFORM PLUMBING CODE AND 2013 CALIFORNIA AMENDMENTS)
2013 CALIFORNIA ENERGY CODE (CEC), PART 6, TITLE 24 C.C.R.
2013 CALIFORNIA FIRE CODE, PART 9, TITLE 24 C.C.R.

(2012 INTERNATIONAL FIRE CODE AND 2013 CALIFORNIA AMENDMENTS)
2013 CALIFORNIA GREEN BUILDING STANDARDS CODE (CALGREEN), PART 11, TITLE 24 C.C.R.
2013 CALIFORNIA REFERENCED STANDARDS, PART 12, TITLE 24 C.C.R.
TITLE 19 C.C.R., PUBLIC SAFETY, STATE FIRE MARSHAL REGULATIONS

NFPA 13 AUTOMATIC SPRINKLER SYSTEMS W/ CA AMENDMENTS 2013 EDITION
NFPA 14 STANDPIPE SYSTEMS W/ CA AMENDMENTS 2013 EDITION
NFPA 17a WET CHEMICAL SYSTEMS 2013 EDITION
NFPA 20 STATIONARY PUMPS 2013 EDITION
NFPA 24 PRIVATE FIRE MAINS W/ CA AMENDMENTS 2013 EDITION
NFPA 72 NATIONAL FIRE ALARM CODE W/ CA AMENDMENTS 2013 EDITION

REFERENCE CODE SECTION FOR NFPA STANDARDS ARE IN 2013 CBC CHAPTER 35 OR 2013 CFC
CHAPTER 80.  SEE CHAPTER 35 FOR STATE OF CALIFORNIA AMENDMENTS TO NFPA STANDARDS.

ORIGINAL CONSTRUCTION DATE: 1939

AUTOMATICFIRE ALARM:

FULLY SPRINKLEDSPRINKLER:

Sheet Number Sheet Name Final Bid Set

A413 ENLARGED SECTION - TYPICAL BAY AT GL C, 1-6 X
A500 SCHEDULES X
A600 INTERIOR DETAILS X
A601 INTERIOR DETAILS X
A602 INTERIOR DETAILS X
A603 INTERIOR DETAILS X
A604 ACCESSIBILITY DETAILS X
A605 EXTERIOR DETAILS X
A700 EXTERIOR TERRACE - PLAN X
A701 EXTERIOR TERRACE - DEMO SHEET X
A800 EXTERIOR TERRACE - ELEVATIONS X
A801 EXTERIOR TERRACE - PARTIAL ELEVATIONS X
A900 EXTERIOR TERRACE - DETAILS X
A901 EXTERIOR TERRACE - DETAILS X

06 - Structural
AS100 FOOTING X
AS401 ELEVATION AND DETAILS X

07 - Mechanical
M000 MECHANICAL LEGEND AND ABBREVIATIONS X
M001 MECHANICAL TITLE-24 COMPLIANCE FORMS X
M201 MECHANICAL CONSTRUCTION PLAN X

08 - Electrical
E000 ELECTRICAL LEGEND AND ABBREVIATIONS X
E001 ELECTRICAL LIGHTING FIXTURE SCHEDULE X
E100 ELECTRICAL SITE PLAN X
E101 ELECTRICAL TITLE 24 DOCUMENTATION X
E102 ELECTRICAL TITLE 24 DOCUMENTATION X
E103 ELECTRICAL TITLE 24 DOCUMENTATION X
E104 ELECTRICAL TITLE 24 DOCUMENTATION X
E105 ELECTRICAL TITLE 24 DOCUMENTATION X
E106 ELECTRICAL TITLE 24 DOCUMENTATION X
E201 ELECTRICAL POWER AND FIRE ALARM CONSTRUCTION PLAN X
E301 ELECTRICAL LIGHTING CONSTRUCTION PLAN X
E601 ELECTRICAL SCHEDULES AND PARTIAL RISER DIAGRAM X
E602 ELECTRICAL PANEL SCHEDULES X

09 - Plumbing & Fire Protection
P000 PLUMBING AND FIRE PROTECTION LEGEND AND

ABBREVIATIONS
X

P201 PLUMBING CONSTRUCTION PLAN X
10 - Structural - Seismic Retrofit

S001 GENERAL STRUCTURAL NOTES X
S101 REMOVAL PLAN X
S102 RIVETS REMOVAL PLAN AND DETAILS X
S103 ENCLOSURE AREAS FOR PAINT REMOVEL X
S201 PAINT REMOVAL LIMITS X
S202 PAINT REMOVAL SECTIONS X
S203 PAINT REMOVAL SECTIONS AND DETAILS NO.1 X
S204 PAINT REMOVAL SECTIONS AND DETAILS NO.2 X
S301 FLOOR LEVEL PLAN X
S302 TRUSS LEVEL PLAN AND LONGITUDINAL SECTION X
S303 TYPICAL TRANSVERSE SECTION X
S311 TRUSS SECTIONS AND DETAILS NO. 1 X
S312 TRUSS SECTIONS AND DETAILS NO. 2 X
S313 TRUSS SECTIONS AND DETAILS NO. 3 X
S321 COLUMN SECTIONS AND DETAILS NO. 1 X
S322 COLUMN SECTIONS AND DETAILS NO. 2 X
S323 COLUMN SECTIONS AND DETAILS NO. 3 X
S324 COLUMN SECTIONS AND DETAILS NO. 4 X
S325 COLUMN SECTIONS AND DETAILS NO. 5 X
S326 COLUMN SECTIONS X
S327 COLUMN SECTIONS AND DETAILS NO. 6 X
S328 COLUMN SECTIONS AND DETAILS NO. 7 X
S329 COLUMN DETAILS AT WINDOW AND SIDING FRAMING

ATTACHMENTS
X

S331 PEDESTAL ENLARGEMENT DETAIL @ COL. LINE B X
S332 PEDESTAL ENLARGEMENT DETAIL @ COL. LINE C X
S333 ANCHOR RODS & PEDESTAL ENLARGEMENT SECTIONS AND

DETAILS
X

11 - Structural - Exterior Terrace
S401 STRUCTURAL GENERAL NOTES X
S402 TYPICAL DETAILS NO. 1 X
S403 TERRACE FLOOR PLAN X
S404 WALL ELEVATIONS 1 X
S405 SECTIONS AND DETAILS 1 X
S406 SECTIONS X

12 - Geotechnical Survey
GT1 LOG OF TEST BORINGS 1 OF 1 X

Sheet Number Sheet Name Final Bid Set

01 - General
G000 COVER SHEET X
G001 PROJECT INFO X
G003 CODE/LIFE SAFETY X
G004 FIRE DEPARTMENT ACCESS X
G005 CONTRACTOR'S AREA OF USE X

02 - Demo
D101 DEMO - OVERALL FLOOR PLAN X
D201 DEMO - ENLARGED PLANS, GL 6-18 X
D202 DEMO - ENLARGED PLANS, GL 1-6 X
D210 DEMO - ENLARGED ROOF PLAN, GL 1-6 X
D301 DEMO - ENLARGED ELEVATIONS AT GL A X
D400 DEMO - OVERALL SECTIONS X
D401 DEMO - ENLARGED SECTIONS, GL 6-18 X
D402 DEMO - ENLARGED SECTIONS, GL 6 & 18 X
D403 DEMO - ENLARGED SECTIONS, GL 1-6 X
D404 DEMO - ENLARGED BAY AT GL B, GL 9-16 X
D410 DEMO - ENLARGED  BAY AT GL B, GL 6-18, TYP. X
D411 DEMO - ENLARGED BAY AT GL C, GL 6-18, TYP. X
D501 NON-STRUCTURAL ITEM REMOVAL SHEET 1 X
D502 NON-STRUCTURAL ITEM REMOVAL SHEET 2 X
D503 NON-STRUCTURAL ITEM REMOVAL SHEET 3 X

DE101 ELECTRICAL DEMOLITION PLANS, GL 6-18 X
DE102 ELECTRICAL DEMOLITION PLANS, GL 1-6 X
DM101 MECHANICAL DEMOLITION PLAN, GL 1-6 X
DP101 PLUMBING DEMOLITION PLAN X

03 - Civil
L-1 CIVIL SITE LAYOUT X
C-1 CIVIL DEMOLITION PLAN X
C-2 CIVIL GRADING PLAN X
C-3 CIVIL DETAILS X
C-4 CIVIL DETAILS X
C-5 CIVIL DETAILS X

PD-1 CIVIL SIGNING AND STRIPING PLAN X
U-1 CIVIL UTILITY PLAN X

04 - Caltrans Revised Standard Plans
RSP A10B ABBREVIATIONS (2 OF 2) X
RSP A85 CHAIN LINK FENCE X

RSP A87A CURBS AND DRIVEWAYS X
RSP A87B HOT MIX ASPHALT DIKES X
RSP A88A CURB RAMP DETAIL X

05 - Architectural
A100 SITE PLAN X
A101 OVERALL FLOOR PLAN X
A201 ENLARGED PLANS, GL 6-18 X
A202 ENLARGED PLANS, GL 1-6 X
A210 ENLARGED ROOF PLAN, GL 6-18 X
A211 ENLARGED ROOF PLAN, GL 1-6 X
A300 OVERALL EXTERIOR ELEVATIONS X
A301 ENLARGED EXTERIOR ELEVATIONS, GL 6-18 X
A302 ENLARGED EXTERIOR ELEVATIONS, GL 1-6 X
A310 ENLARGED ELEVATIONS - EAST & WEST X
A311 ENLARGED PARTIAL WEST ELEVATION X
A312 ENLARGED SIGNAGE ELEVATION X
A400 OVERALL SECTIONS X
A401 ENLARGED SECTIONS, GL 6-18 X
A402 ENLARGED SECTIONS, GL 6 & 18 X
A403 ENLARGED SECTIONS, GL 1-6 X
A404 ENLARGED BAY AT GL B, GL 9-16 X
A410 ENLARGED SECTION - TYPICAL BAY AT GL B, 6-18 X
A411 ENLARGED SECTION - TYPICAL BAY AT GL C, 6-18 X
A412 ENLARGED SECTION - TYPICAL BAY AT GL B, 1-6 X

210 BURMA ROAD, OAKLAND, CA 94607BUILDING ADDRESS:

STRUCTURAL - SEISMIC

Parsons Brinckerhoff, Inc.
Brady Nadell
Main: (415) 243-4680
Mobile: (510) 541-7767
Fax: (415) 243-9501
nadell@pbworld.com

Roupen Donikian
Main: (415) 243-4680
Mobile: (510) 541-7767
Fax: (415) 243-9501
donikianl@pbworld.com

CLIENT:

BASIC WIND SPEED: 110 MPH
EXPOSURE CATEGORY: D
LW = 1.0

STRUCTURAL CALCULATIONS:

SCOPE OF WORK: SEISMIC RENOVATION OF THE BUILDING; DEMOLITION OF EXISTING PARTITIONS, ELECTRICAL,
LIGHTING, AND HVAC AS REQUIRED; RENOVATION OF INFRASTRUCTURE REPLACEMENT IN
AFFECTED AREAS; MITIGATION OF THE HAZARDOUS POTENTIAL OF THE EXISTING TRANSITE
SIDING AND LOW ROOF AREAS; ADA AND MINOR IMPROVEMENTS IN THE WEST SIDE OF THE
BUILDING. EXISTING A-3 OCCUPANCY USE PREVIOUSLY APPROVED CHANGE OF USE FROM F-1
TO S-1 OCCUPANCY IN THE WEST PORTION OF THE BUILDING.

FIRE ALARM
SPRINKLER
CURTAIN WALL
CUSTOM WOOD DOOR

DEFERRED SUBMITTALS:

NOFIRE HAZARD SEVERITY ZONE:

NOSEISMIC JOINTS:

REVISIONS
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 1/16" = 1'-0" 1OCCUPANCY DIAGRAM

CODE:
TOTAL BUILDING AREA: 23,974 SF

TYPE III B, A-3, B, AND S-1, 1 STORY BUILDING.
SPRINKLERS PROVIDED THROUGHOUT BUILDING.

NON-SEPARATED USE APPROACH PER CBC 508.3:
BASIC ALLOWABLE AREA = 9500 SF
INCREASE FOR SPRINKLERS OF I  = 3: 28,500. 9,500 + 28,500 = 38,000 SF ALLOWABLE.

S OCCUPANCY:

17 OCCUPANTS
8360 SF @ 1:500
STORAGE IS INTENDED TO BE LIMITED TO TABLES,
CHAIRS AND MISCELLANEOUS ITEMS SUPPORTING
THE ADJACENT A OCCUPANCY. NO RACK OR SHELF
STORAGE. STORAGE WILL COMPLY WITH NFPA 13
FOR ORDINARY HAZARD GROUP 2.

NUMBER OF EXITS REQUIRED = 1

EXIT WIDTH REQUIRED = 2.6"
(17 OCCUPANTS x .15")

B OCCUPANCY: A OCCUPANCY:

MAXIMUM OCCUPANCY:
4 ASSEMBLY EXITS PROVIDE CAPACITY FOR
ENTIRE 12,640 SF @ 7 SF / PERSON = 1806 + 30 B OCCUPANTS =
1836 OCCUPANTS

NUMBER OF EXITS REQUIRED = 4

NUMBER OF EXITS PROVIDED = 4

EXIT WIDTH REQUIRED = 276"
(1836 OCCUPANTS x .15")

EXIT WIDTH PROVIDED = 296.5"

30 OCCUPANTS
2974 SF @ 1:100

NUMBER OF EXITS REQUIRED = 1

EXIT WIDTH REQUIRED = 4.5"
(30 OCCUPANTS x .15")

THEREFORE, OCCUPANCY SEPARATIONS NOT REQUIRED PER CBC 508.3.3.

MAX. TRAVEL DISTANCE = 250 FT

MIN. EXIT SEPARATION = 1/3 DIAGONAL BETWEEN 2 EXITS IS REQUIRED WITH
3RD AND 4TH EXITS REASONABLY SEPARATED.

MAX. COMMON PATH OF TRAVEL = 75 FT IN A-3 PER 1014.3, 100 FT IN S-1 AND B

POSTED OCCUPANCY: A OCCUPANCY 170 PERSONS + B OCCUPANCY 30 PERSONS + S OCCUPANCY 17 PERSONS = 217 TOTAL.
POSTED OCCUPANCY IS BASED ON TABLE 4-1 MINIMUM PLUMBING FACILITIES, 2013 CALIFORNIA PLUMBING CODE.
OCCUPANCY IS NOT TO EXCEED THIS LIMIT.

s
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 3/64" = 1'-0" 1SITE PLAN

NOTE:

PROVIDE KNOX BOX AT LOCATIONS SHOWN.
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DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE
SEISMIC RETROFIT DEMO. COORDINATE WITH SCOPE OF
RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS,
TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF
LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING
AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE
SEISMIC RETROFIT DEMO. COORDINATE WITH SCOPE OF
RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS,
TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF
LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING
AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).A
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DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE
SEISMIC RETROFIT DEMO. COORDINATE WITH SCOPE OF
RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS,
TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF
LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING
AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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(E) TO REMAIN

TO BE DEMOLISHED

 3/32" = 1'-0" 2ENLARGED RCP

 3/32" = 1'-0" 1ENLARGED PLAN

NOTES:

• ALL CEILINGS BETWEEN GL A-B
FROM GL 2-9 ARE (E) TO REMAIN.

• REFERENCES TO DEMO IMAGES
SHOWN REPRESENT SAMPLE
LOCATIONS; SEE NOTE 3 IN D500
SERIES FOR DETAILS.

DOOR AND HARDWARE:

A. REMOVE (E) HISTORIC DOOR AND
TRACK; SAVE AND STORE FOR FUTURE
REINSTALLATION.

B. (E) TRACK TO REMAIN FOR FUTURE
USE.

C. REMOVE (E) HINGE SHAFTS AS
SHOWN IN PHOTO 12/D503; (E) JAMB
PORTION OF DOOR HINGE TO REMAIN
FOR FUTURE USE.

D. REMOVE (E) TRANSITE COVER AS
SHOWN IN PHOTO 12/D503.
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A
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(E) FLUE DEMO

.13 .13(E) FLUES, ASSOCIATED CURBS
AND ROOFING TO REMAIN IN
PLACE ABOVE ROOF LEVEL

(E) FLUES, ASSOCIATED CURBS
AND ROOFING TO REMAIN IN
PLACE ABOVE ROOF LEVEL

DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE
SEISMIC RETROFIT DEMO. COORDINATE WITH SCOPE OF
RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS,
TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF
LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING
AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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TOWER

DEMO PARTIAL (E) FENCING
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D301
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SIM. OPP.
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EXTERIOR
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DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE
SEISMIC RETROFIT DEMO. COORDINATE WITH SCOPE OF
RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS,
TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF
LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING
AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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UNDERNEATH ANGLE

GRIND AND SMOOTH
REMAINING (E) STEEL TUBE

DEMO (E) METAL ANGLE
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N
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D301
DEMO - ENLARGED ELEVATIONS AT GL A

10

10

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/8" = 1'-0" 1PARTIAL SOUTH ELEVATIONs

 1/2" = 1'-0" 3FENCE DEMO AT GL A, GL 3 - PLAN
 1/2" = 1'-0" 2FENCE DEMO AT GL A, GL 14 - PLAN

 3" = 1'-0" 4EXITING DOOR FENCE DEMO DETAIL, TYP.

(E) TO REMAIN

TO BE DEMOLISHED
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REPLACED
IN PHASE 1

D401
1

D403
3

4 5 6 7 8 9 10 11 12 13 14 15 16 17 18321

D401
2

D403
4

B C

D403
2

BC

D402
2 DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE
SEISMIC RETROFIT DEMO. COORDINATE WITH SCOPE OF
RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS,
TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF
LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING
AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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DEMO - OVERALL SECTIONS

11

11

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/16" = 1'-0" 1LOOKING SOUTH

 1/16" = 1'-0" 2LOOKING NORTH

 1/16" = 1'-0" 3LOOKING WEST
 1/16" = 1'-0" 4LOOKING EAST
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. .1 2 . .1 2

.15

D410
2

TYP. BAY

.16 TYP..5 TYP..21 TYP. .21 TYP..21TYP.

6 7 8 9 10 11 12 13 14 15 16 17 18

.1 TYP.
.2.2.1

D411
2 TYP. BAY

.16 TYP. .5 TYP.

DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE SEISMIC
RETROFIT DEMO. COORDINATE WITH SCOPE OF RIVET
REMOVAL. SAVE AND STORE FOR FUTURE RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS, TYP.
SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW
ROOF LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION
FRAMING AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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D401
DEMO - ENLARGED SECTIONS, GL 6-18

12

12

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/8" = 1'-0" 1LOOKING SOUTH

 1/8" = 1'-0" 2LOOKING NORTH
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BC

.17

A B C

.2 TYP.

.16 20 .20 16

8' - 0" 8' - 0"(E) SLIDING DOOR16 20

WALL AT GL 6

DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE
SEISMIC RETROFIT DEMO. COORDINATE WITH SCOPE OF
RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS,
TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF
LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING
AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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D402
DEMO - ENLARGED SECTIONS, GL 6 & 18

13

13

BAN JUNG GREGORY BAKER

124
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FRANK THOMAS

08/17/15
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08/24/15

 1/8" = 1'-0" 2LOOKING EAST

 1/8" = 1'-0" 1LOOKING WEST
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456 3 2 1

A603
4

4 5 6321

B C

.17.18 NOTES: A & C;
COORDINATE WITH DOOR
SCHEDULE ON A500

25

ABC

.16 20

8' - 0" 8' - 0"

. 1620

(E) SLIDING DOOR16 20

WALL AT GL 6

DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE
SEISMIC RETROFIT DEMO. COORDINATE WITH SCOPE OF
RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS,
TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF
LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING
AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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D403
DEMO - ENLARGED SECTIONS, GL 1-6
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 1/8" = 1'-0" 3LOOKING SOUTH
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 1/8" = 1'-0" 1LOOKING EAST
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9 10 11 12 13 14 15 16

.5.5

.6 TYP.

RAILINGS,
EACH SIDE

15

TYP.

TYP.21 TYP.21

TYP.21 TYP.21

.20
4' - 0"

.20
TYP.

21

DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE SEISMIC
RETROFIT DEMO. COORDINATE WITH SCOPE OF RIVET
REMOVAL. SAVE AND STORE FOR FUTURE RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS
REQUIRED TO COMPLETE SEISMIC DEMO. COORDINATE
WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR
FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO
DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS
TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL
VISIBLE PARTITION FACES INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR
REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL,
HARDWARE, AND DEVICES FROM COLUMN FLANGES AND
WEB; COORDINATE WITH SEISMIC RETROFIT DETAILS, TYP.
SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT
HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND
HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW
ROOF LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF
COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE
OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION
CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION
FRAMING AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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D404
DEMO - ENLARGED BAY AT GL B, GL 9-16
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TRACK, TYP.
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.5
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4' - 0"

.21.21

.21.21 .21

GL GL

B

(E) STRUCTURE
CONDUIT 3/4

.5

.5

DEVICES 7

GL

(E) HSS TUBE

DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE SEISMIC RETROFIT DEMO.
COORDINATE WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS REQUIRED TO COMPLETE
SEISMIC DEMO. COORDINATE WITH SCOPE OF RIVET REMOVAL. SAVE AND
STORE FOR FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL VISIBLE PARTITION FACES
INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL, HARDWARE, AND
DEVICES FROM COLUMN FLANGES AND WEB; COORDINATE WITH SEISMIC
RETROFIT DETAILS, TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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C

CONDUIT. (E) SIDING

GYPSUM
BOARD

3/45

.5

GL

Level 1
0' - 0"

Bottom of Truss
22' - 5"

HEATERS, TYP.1

LIGHTING TRACK, TYP.2

CONDUIT3

DEVICES7 DEVICES7

CONDUIT3

.5 .5

1

D411

1

D411

.5

4' - 0"

TYP.

.20.20

GL GL

DEMOLITION KEYNOTES:

1. REMOVE HEATERS AS REQUIRED TO COMPLETE SEISMIC RETROFIT DEMO.
COORDINATE WITH SCOPE OF RIVET REMOVAL. SAVE AND STORE FOR FUTURE
RENOVATION.

2. REMOVE LIGHTING FIXTURES/LIGHTING TRACK AS REQUIRED TO COMPLETE
SEISMIC DEMO. COORDINATE WITH SCOPE OF RIVET REMOVAL. SAVE AND
STORE FOR FUTURE RENOVATION.

3.  CUT BACK FULL HEIGHT CONDUIT WHERE OCCURS TO DATUM LINE 22' - 5".

4. CUT BACK PARTIAL HEIGHT CONDUIT WHERE OCCURS TO DATUM LINE 11' - 3".

5. REMOVE GYPSUM BOARD AND PLYWOOD FROM ALL VISIBLE PARTITION FACES
INCLUDING TOP.

6. REMOVE (E) ACOUSTIC BOARDS. SAVE AND STORE FOR REINSTALL.

7. REMOVE ALL CONDUIT, DATA, GAS, AND MISC. STEEL, HARDWARE, AND
DEVICES FROM COLUMN FLANGES AND WEB; COORDINATE WITH SEISMIC
RETROFIT DETAILS, TYP.  SAVE AND STORE FOR FUTURE REINSTALLATION.

8. DEMO MEZZANINE AND SUPPORT STRUCTURE, TYP.

9. DEMO STAIRS AND SUPPORT STRUCTURE, TYP.

10. DEMO ALL FENCING, GATES, AND ATTACHMENT HARDWARE, TYP.

11. DEMO PARTITIONS, FRAMING, DOORS, AND HARDWARE, TYP.

12. DEMO (E) LIGHTING FIXTURES AND CONDUIT, TYP.

13. DEMO (E) HEATERS, CONDUIT, AND FLUE BELOW ROOF LEVEL.

14. DEMO ALL (E) TOILET AND SHOWER PARTITIONS.

15. REMOVE S.S. RAILINGS FOR ACCESS TO BASE OF COLUMN.

16. REMOVE (E) GYPSUM BOARD OR PLYWOOD WHERE OCCURS AS SHOWN.

17. DEMO (E) ROLLUP DOOR AND FRAME.

18. DEMO (E) DIVIDED GLAZING, DOOR, AND MULLION CONSTRUCTION.

19. DEMO (E) LOCKERS AND WOODEN BENCH.

20. REMOVE (E) FRAMING AS SHOWN.

21. REMOVE (E) TEMPORARY 2 1/2" PARTITION FRAMING AND GYPSUM BOARD.

22. DEMO (E) RAISED CONCRETE SLAB AND CURB.

23. PATCH (E) CONCRETE FLOOR.

24. GRIND (E) CONCRETE FLOOR.

25. SEE NOTE: DOOR AND HARDWARE (D202).
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PHOTO  #1 PHOTO  #2 PHOTO  #3
NON-STRUCTURAL PLATE ATTACHED

TO COLUMN FLANGES
(IMAGE AT COLUMN 1B)

NON-STRUCTURAL BARS ATTACHED
TO COLUMN FLANGES

(IMAGE AT COLUMN 1C)

UTILITY ATTACHMENTS TO COLUMNS
(IMAGE AT COLUMN LINE C, PAINT SHOP AREA)

NOTES:

1. ALL NON-STRUCTURAL ITEMS ATTACHED TO COLUMNS SHALL
BE REMOVED TO FACILIATE SEISMIC RETROFIT.

2. ALL UTILITIES THAT INTERFERE WITH SEISMIC RETROFIT OF
COLUMNS, TRUSSES AND FOUNDATIONS SHALL BE REMOVED AS
SHOWN ON PLANS, OR APPROVED BY ENGINEER.

3. SAMPLES OF TYPICAL NON-STRUCTURAL ATTACHMENTS THAT
ARE PRESENT AT VARIOUS LOCATIONS ON COLUMNS AND
TRUSSES ARE SHOWN ON PHOTOGRAPHS #1 THROUGH #10.

TYPICAL EXAMPLE

TYPICAL EXAMPLE

TYPICAL EXAMPLE

PHOTO  #4
NON-STRUCTURAL FRAMING ATTACHED

TO COLUMNS AND DOOR FRAMING
(IMAGE AT COLUMN 1B)

TYPICAL EXAMPLE

REVISIONS
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PHOTO  #5 PHOTO  #6 PHOTO  #7
NON-STRUCTURAL FRAMING ATTACHED

TO DOOR FRAMING
(IMAGE AT COLUMN LINE 1)

UTILITY PIPING ATTACHED
TO COLUMNS

(IMAGE IN PAINT SHOP AREA)

UTILITY PIPING NEAR
COLUMNS

(IMAGE IN PAINT SHOP AREA)

NOTES:

1. ALL NON-STRUCTURAL ITEMS ATTACHED TO COLUMNS SHALL
BE REMOVED TO FACILIATE SEISMIC RETROFIT.

2. ALL UTILITIES THAT INTERFERE WITH SEISMIC RETROFIT OF
COLUMNS, TRUSSES AND FOUNDATIONS SHALL BE REMOVED AS
SHOWN ON PLANS, OR APPROVED BY ENGINEER.

3. SAMPLES OF TYPICAL NON-STRUCTURAL ATTACHMENTS THAT
ARE PRESENT AT VARIOUS LOCATIONS ON COLUMNS AND
TRUSSES ARE SHOWN ON PHOTOGRAPHS #1 THROUGH #10.

TYPICAL EXAMPLE

TYPICAL EXAMPLE

TYPICAL EXAMPLE

PHOTO  #8
NON-STRUCTURAL PARTITION WALL

ATTACHED TO COLUMN
(IMAGE AT GRIDLINE 6)

TYPICAL EXAMPLE

REVISIONS
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08/24/15

PHOTO  #9

PHOTO  #10

UTILITY PIPING NEAR
RIVETED GUSSET PLATE CONNECTIONS

NON-STRUCTURAL BRACING
ATTACHED TO TRUSS

(IMAGE IN PAINT SHOP AREA)

PHOTO  #11
FENCING AND SUPPORTING

COLUMN
(IMAGE IN PAINT SHOP AREA)

NOTES:

1. ALL NON-STRUCTURAL ITEMS ATTACHED TO COLUMNS SHALL
BE REMOVED TO FACILIATE SEISMIC RETROFIT.

2. ALL UTILITIES THAT INTERFERE WITH SEISMIC RETROFIT OF
COLUMNS, TRUSSES AND FOUNDATIONS SHALL BE REMOVED AS
SHOWN ON PLANS, OR APPROVED BY ENGINEER.

3. SAMPLES OF TYPICAL NON-STRUCTURAL ATTACHMENTS THAT
ARE PRESENT AT VARIOUS LOCATIONS ON COLUMNS AND
TRUSSES ARE SHOWN ON PHOTOGRAPHS #1 THROUGH #10.

TYPICAL EXAMPLE

TYPICAL EXAMPLE

TYPICAL EXAMPLE

(E) HINGE SHAFT , TYP.

(E) TRANSITE COVER

PHOTO  #12
(E) HINGE SHAFTS ARE LOCATED AT LEFT BOTTOM,

RIGHT BOTTOM, AND LEFT 3RD FROM BOTTOM,
FACING THE ROLLUP DOOR ON EAST FACADE

(IMAGE AT GL B, GL 18)
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NUMBERED NOTES

SHEET NOTES

A. FOR FIXTURES AND DEVICES BEING REMOVED FROM STRUCTURAL
UPGRADES, CONTRACTOR SHALL EXERCISE CARE AND STORE OFFSITE IN A
SAFE LOCATION FOR FUTURE REINSTALLATION.
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ELECTRICAL DEMOLITION PLANS, GL 6-18
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21

21

CATALINO ENRIQUEZ

08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

21

21 124

124

08/24/15

08/24/15

08/17/15



4 5 6 7 8 9321

A

B

C

(X) CONNECTION TO
MOTORIZED DOOR

21

3

(X)

TT

7

(E) PANEL P3

(E) PANEL P1PPPP1PP

(E) PANEL P2PAAPAAAAAAAAAAAAAANEL P2AAA(E) PAANNNPEE PAAAPPPAAAAPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPP

6

55 5555 55(E)

(E)( )

(E))(E)

(E)4

4

8 9

(X)(XX)

(E) S (E) (E)
(E)

(E) S (E)

(E) (E) (E)

8

(E) (E E)
8

E)

9

S ( E)
(

(E) S )

SEE DE101 FOR THIS AREA

4 5 6 7 8 9321

A

B

C

(R)RR)R  (R(
777777777777777777777777 7777777777777777 77777777777777

3 TYP

21

3

(X) CONNECTION
TO HEATER

(R(R
777777777777

3 TYP

77777777 77777777

SEE DE101 FOR THIS AREA

NUMBERED NOTES

SHEET NOTES

A. WHERE EXISTING EQUIPMENT, FIXTURES, DEVICES AND CONTROLS ARE
BEING REMOVED, DEMOLISH ALL ASSOCIATED OUTLET BOXES, CONDUIT AND
WIRE BACK TO THE PANELBOARD OR TO THE NEAREST EXISTING
CONNECTED DEVICE SCHEDULED TO REMAIN. CONTRACTOR SHALL NOT
LEAVE ABANDONED BACKBOXES AND/OR BLANK FACEPLATE COVERS IN NEW
FINISHED SURFACES.

B. CONTRACTOR SHALL FIELD VERIFY EXISTING CONDITIONS AND ADD OR
REMOVE EQUIPMENT, FIXTURES AND DEVICES AS REQUIRED.

C. WHERE INTERIOR (E) RLM LIGHTS ARE BEING REMOVED, REMOVE AND
HANDLE CAREFULLY AND STORE IN A SAFE AND SECURE LOCATION FOR
FUTURE RE-INSTALLATION.

D. (E) PANELS P1, P2, AND P3 TO CONTINUE TO SERVE ANY (E) EQUIPMENT NOT
REMOVED IN THIS SCOPE OF WORK. NO NEW EQUIPMENT OR CIRCUITS
SHALL BE CONNECTED TO THESE PANELS.
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MECHANICAL DEMOLITION PLAN, GL 1-6

 3/32" = 1'-0" 1PHASE 2 DEMO - ENLARGED PLAN, GL 1-6
 3/32" = 1'-0" 2PHASE 2 DEMO - ENLARGED RCP, GL 1-6
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NUMBERED NOTES

SHEET NOTES
A. DEMOLITION SHALL BE PERFORMED IN SUCH A MANNER

THAT WILL NOT DAMAGE ADJOINING SURFACES OR
EQUIPMENT INDICATED TO REMAIN.

B. WHERE DEMOLITION WOULD AFFECT THE STRUCTURAL
INTEGRITY OF THE BUILDING, THE CONTRACTOR SHALL
NOTIFY THE ARCHITECT/ENGINEER PRIOR TO PROCEEDING
WITH DEMOLITION.

C. REMOVE ALL EXISTING PIPING AND EQUIPMENT NOT
REQUIRED FOR RE-USE. SEE NOTE "A" ABOVE.

REMOVE PIPING AS SHOWN AND CAP AT NEAREST VALVE OR
MAIN LINE. REMOVED PIPING, FIXTURES, AND TRIM SHALL
REMAIN THE PROPERTY OF THE OWNER AND THE CONTRACTOR
SHALL STORE ON SITE OR REMOVE FROM SITE FIXTURES AS
DIRECTED BY OWNER.

EXISTING WATER HEATER, VALVES AND ASSOCIATED PIPING
NOT REQUIRED FOR RE-USE TO BE REMOVED. NOTE THAT
WATER HEATER IS LOCATED ON SECOND FLOOR / MEZZANINE.

REMOVE ALL EXISTING WATER CLOSETS AND PARTITIONS,
URINALS, FLUSHOMETERS, LAVATORIES, FAUCETS, SHOWER
HEADS, KITCHEN SINKS, DRINKING FOUNTAINS, CONTROLS AND
ASSOCIATED EXPOSED WASTE, VENT AND COLD/HOT WATER
PIPING NOT REQUIRED FOR RE-USE.  CAP ALL SUPPLY AND
DRAIN LINES BELOW FLOOR, BEHIND FINISHED WALL AND/OR
ABOVE CEILING.  EXISTING FLOOR SINIKS/FLOOR DRAINS AND
ASSOCIATED SANITARY, VENT PIPING AND TRAP PRIMER
VALVES WITH TRAP PRIMER LINES ARE TO REMAIN.

REMOVE EXISTING HEATERS AND ASSOCIATED VALVING AND
PIPING NOT REQUIRED FOR RE-USE AND AS REQUIRED TO
COMPLETE SEISMIC RETROFIT. REFER TO ARCHITECTURAL
DEMOLITION PLANS FOR ACTUAL HEATER LOCATION.

EXISTING JANITORS SINK, FAUCET, ASSOCIATED VALVING AND
PIPING TO REMAIN.

CONTRACTOR TO DEMOLISH ALL SUPPLEMENTARY SPRINKLER
SYSTEMS BENEATH MEZZANINES AND WITHIN MISCELLANEOUS
STRUCTURES WITH THE HIGH BAY, WHICH THEMSELVES ARE TO
BE DEMOLISHED. THIS INCLUDES ALL DROPS AND ASSOCIATED
PIPING. DEMO SPECIFIC HIGH BAY CONDITIONS AS REQUIRED
TO PERFORM THE SEISMIC PORTION OF THE WORK.
CONTRACTOR IS RESPONSIBLE FOR ALL WORK ASSOCIATED
WITH PERFORMING THE SEISMIC STRENGTHENING.

EXISTING 2" GAS LINE LOCATED IN CENTER OF BUILDING SHALL
BE REMOVED FOR ACCESS TO RIVETS AND REPLACED WITH
NEW GAS PIPING.

4 5 6 7 8 9 10 11 12 13 14 15 16 17 18321

A

B

C

PREVIOUSLY
RENOVATED AREA

(E) WATER PIPINGI
TO REMAIN

(E) HOSE BIBB
TO REMAIN

1
CAP

2

4

4

4

(E) CW-DN
TO REMAIN

(E) WATER SERVICE
TO REMAIN

3 333333

(E)G

4

4

6

5

7 (E)2"G TO BE REPLACED
WITH NEW GAS PIPING

CAP

33

G GG

(E)GAS P.O.C.

4 5 6 7 8 9 10 11 12 13 14 15 16 17 18321

A

B

C

PREVIOUSLY
RENOVATED AREAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAA
(N.I.C)

2.0

SHEET

10
/2

9/
20

14
 1

0:
09

:4
3 

A
M

I:\60366 - Bridge Yard\Discip\Arch\Revit\Model\141006_60366_Bridge Yard - Central.rvt

REVISIONS
MARK DATE DESCRIPTIONS BY CH'D

Pl
ott

ed
:

Fil
en

am
e:

123

123

DP101
PLUMBING DEMOLITION PLAN

NTS 3EXISTING WATER HEATER TO BE REMOVED

 1/16" = 1'-0" 1PHASE 2 DEMO - ENLARGED PLAN

1/16" = 1'-0" 2PHASE 2 DEMO - ENLARGED RCP

CHRIS FARIA

24

24

24

24 124

124

08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

08/24/15

08/24/15

08/17/15



08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

25

25 124

124

08/24/15

08/24/15

08/17/15



08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

26

26 124

124

08/24/15

08/24/15

08/17/15



08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

27

27 124

124

08/24/15

08/24/15

08/17/15



08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

28

28 124

124

08/24/15

08/24/15

08/17/15



08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

29

29 124

124

08/24/15

08/24/15

08/17/15



08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

30

30 124

124

08/24/15

08/24/15

08/17/15



08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

31

31 124

124

08/24/15

08/24/15

08/17/15



08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

32

32 124

124

08/24/15

08/24/15

08/17/15



33 124



34 124



35 124



36 124



37 124



EXISTING BUILDING

B   U   R   M   A      R   O   A   D

(E) PLAZA

ACCESSIBLE PATH
OF TRAVEL 48"

WIDE MIN

ACCESSIBLE
ENTRANCE

(E) ELEVATED PLATFORM

(E) UTILITY
COVERELEC.

ENCLOSURE

ACCESSIBLE
ENTRANCE

PARKING AREA (78 SPACES / 4 ADA SPACES)

FENCE

(E) FENCE

FENCE

ACCESS GATE - FOR LOCATION
AND DETAIL SEE CIVIL L-1

(E) CONCRETE
WALKWAY

(E) UTILITY POLE

(E) FENCE

ACCESSIBLE
ENTRANCE

(E) STAIRS AND
BLEACHERS

(E) CROSS WALK TO BIKE PATH

(E)   B   I   K   E      P   A   T   H

ACCESSIBLE PATH
OF TRAVEL, TYP.

A604
1 TYP.

(E) BIKE PARKING

V.I.F.
263' - 5 3/4"

STOP

40' DOUBLE ENTRY SWING
GATE - FOR LOCATION

AND DETAIL SEE CIVIL L-1

LIMITS OF WORK

ACCESSIBLE PATH
OF TRAVEL 48"

WIDE MIN

(E) GRAVEL

(E) ASPHALT

BIKE PARKING

M  A  I  N  T  E  N  A  N  C  E      R  O  A  D

M
  A  I  N

  T  E  N
  A  N

  C
  E      R

  O
  A  D

FENCE AND ACCESS
GATE AT TOWER - FOR
LOCATION AND DETAIL

SEE CIVIL L-1

ST
OP

STOP

ACCESS GATE -
FOR LOCATION
AND DETAIL SEE
CIVIL L-1

LIGHT POLES, TYP. 3 - FOR
STRUCTURAL DETAIL SEE 1/AS100

FUTURE PORTABLE RESTROOMS;
FOR SIGNAGE RELATED TO
ACCESSIBILITY, SEE 3/A604
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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NOTES:
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BETWEEN GL B & C FROM GL 1-9, SEE
NOTES ON SHEETS: A403, A412, A413.
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD
REMOVED IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL DRAWINGS
AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL DRAWINGS
AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD OR
PLYWOOD WHERE OCCURS TO MATCH (E) CONSTRUCTION. PROVIDE
PENETRATIONS FOR ALL ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO PHASE UPON
COMPLETION OF GYPSUM BOARD AND PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS OVER
(E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0" U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING COATING
OVER (E) VERTICAL AND SLOPED TRANSITE PANELS ABOVE
A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD
BACKING FOR ELECTRICAL PANELS AS
SHOWN.
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A301
ENLARGED EXTERIOR ELEVATIONS, GL 6-18
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 1/8" = 1'-0" 2PARTIAL SOUTH ELEVATION
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51. a) USE BONDO FIBERGLASS REPAIR PATCH BY
3M COMPANIES. USED TO FILL IN CRACKS, VOIDS
AND HOLE IN TRANSITE PANEL. ALLOW TO CURE
72-HOURS PRIOR TO COATING APPLICATION OF
TBC TRANSITE ELASTOMERIC THERMOPLASTIC
COATING TO ENCAPSULATE PANEL.

b) FOR MISC. PIPE PENETRATION HOLES, SEE
DETAIL 9/A603.

NOTE:

• REPLACE ALL BROKEN GLAZING LITES, TYP.
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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A302
ENLARGED EXTERIOR ELEVATIONS, GL 1-6
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 1/8" = 1'-0" 2PARTIAL SOUTH ELEVATION

 1/8" = 1'-0" 1PARTIAL NORTH ELEVATION

51. a) USE BONDO FIBERGLASS REPAIR PATCH
BY 3M COMPANIES. USED TO FILL IN CRACKS,
VOIDS AND HOLE IN TRANSITE PANEL. ALLOW TO
CURE 72-HOURS PRIOR TO COATING
APPLICATION OF TBC TRANSITE ELASTOMERIC
THERMOPLASTIC COATING TO ENCAPSULATE
PANEL.

b) FOR MISC. PIPE PENETRATION HOLES, SEE
DETAIL 9/A603.

NOTE:

• REPLACE ALL BROKEN GLAZING LITES, TYP.
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.

HNTB Corporation
Engineers Architects Planners

HNTB CORPORATION
1111 BROADWAY
9TH FLOOR
OAKLAND, CA 94607

DIST COUNTY ROUTE POST MILES
TOTAL PROJECT

SHEET
No

TOTAL
SHEETS

04 ALA 80 2.0

REGISTERED ARCHITECT DATE

PLANS    APPROVAL    DATE

The state of California or its officers or agents
shall not be responsible for the accuracy or
completeness of scanned copies of this plan sheet.

SHEET

DISREGARD PRINTS BEARING
EARLIER REVISION DATES

UNIT:  04
PROJECT NUMBER AND PHASE: 04-15000182 CONTRACT NO.:  04-01413

ORIGINAL SCALE IN INCHES
FOR REDUCED PLANS

0 1 2 3

KAREN Y. WANG
PROJECT ENGINEER

BRIDGE NO

POST MILES

2.0

PREPARED FOR THE

BAY AREA
TOLL AUTHORITY

DESIGN

DETAILS

QUANTITIES

BY

BY

BY

CHECKED

CHECKED

CHECKED

DESIGN DETAIL SHEET (ENGLISH) (REV. 03/14/12)

DESIGN OVERSIGHT

SIGN OFF DATE

SHEET OFREVISION DATES

08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

BRIDGE YARD (IERBYS)
SEISMIC AND RENOVATION PROJECT

10/31/15

8/
28

/2
01

5 
12

:0
0:

22
 P

M

C:\Users\bjung\Documents\HNTB Projects\Revit Local Files\150817_60366_Bridge Yard_Final Bid Set_bjung.rvt

A310
ENLARGED ELEVATIONS - EAST & WEST
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51. a) USE BONDO FIBERGLASS REPAIR PATCH BY
3M COMPANIES. USED TO FILL IN CRACKS, VOIDS
AND HOLE IN TRANSITE PANEL. ALLOW TO CURE
72-HOURS PRIOR TO COATING APPLICATION OF
TBC TRANSITE ELASTOMERIC THERMOPLASTIC
COATING TO ENCAPSULATE PANEL.

b) FOR MISC. PIPE PENETRATION HOLES, SEE
DETAIL 9/A603.

NOTE:

• REPLACE ALL BROKEN GLAZING LITES, TYP.
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ENLARGED PARTIAL WEST ELEVATION
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD
REMOVED IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL DRAWINGS
AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL DRAWINGS
AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD OR
PLYWOOD WHERE OCCURS TO MATCH (E) CONSTRUCTION. PROVIDE
PENETRATIONS FOR ALL ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO PHASE UPON
COMPLETION OF GYPSUM BOARD AND PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS OVER
(E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0" U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING COATING
OVER (E) VERTICAL AND SLOPED TRANSITE PANELS ABOVE
A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD
BACKING FOR ELECTRICAL PANELS AS
SHOWN.
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51. a) USE BONDO FIBERGLASS REPAIR PATCH BY
3M COMPANIES. USED TO FILL IN CRACKS, VOIDS
AND HOLE IN TRANSITE PANEL. ALLOW TO CURE
72-HOURS PRIOR TO COATING APPLICATION OF
TBC TRANSITE ELASTOMERIC THERMOPLASTIC
COATING TO ENCAPSULATE PANEL.

b) FOR MISC. PIPE PENETRATION HOLES, SEE
DETAIL 9/A603.

NOTE:

• REPLACE ALL BROKEN GLAZING LITES, TYP.
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OVERALL SECTIONS
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD
REMOVED IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL DRAWINGS
AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL DRAWINGS
AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD OR
PLYWOOD WHERE OCCURS TO MATCH (E) CONSTRUCTION. PROVIDE
PENETRATIONS FOR ALL ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO PHASE UPON
COMPLETION OF GYPSUM BOARD AND PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS OVER
(E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0" U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING COATING
OVER (E) VERTICAL AND SLOPED TRANSITE PANELS ABOVE
A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD
BACKING FOR ELECTRICAL PANELS AS
SHOWN.
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ENLARGED SECTIONS, GL 6-18

51

51

BAN JUNG GREGORY BAKER
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FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/8" = 1'-0" 2LOOKING NORTH

 1/8" = 1'-0" 1LOOKING SOUTH

SCOPE OF INTERIOR PAINTING BETWEEN
GL A & C FROM GL 6-18 TO INCLUDE:

• ALL COLUMNS GL B & C, FULL HEIGHT
• ALL WINDOW MULLIONS AND TRIM IN

AREAS OF GLAZING REPAIR.
• TOUCH UP REPAIR TO ALL OVERHEAD

METAL AND WOOD COMPONENTS
AFFECTED BY SEISMIC WORK.

• ALL GYPSUM BOARD AREAS AFFECTED
BY DEMO AND RENOVATION WORK.

• ALL NEW AND REFURBISHED DOORS
AND FRAMES.

REVISIONS

MARK DATE DESCRIPTIONS BY CH'D
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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ENLARGED SECTIONS, GL 6 & 18

52
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FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/8" = 1'-0" 2LOOKING EAST

 1/8" = 1'-0" 1LOOKING WEST

SCOPE OF INTERIOR PAINTING BETWEEN
GL A & C FROM GL 6-18 TO INCLUDE:

• ALL COLUMNS GL B & C, FULL HEIGHT
• ALL WINDOW MULLIONS AND TRIM IN

AREAS OF GLAZING REPAIR.
• TOUCH UP REPAIR TO ALL OVERHEAD

METAL AND WOOD COMPONENTS
AFFECTED BY SEISMIC WORK.

• ALL GYPSUM BOARD AREAS AFFECTED
BY DEMO AND RENOVATION WORK.

• ALL NEW AND REFURBISHED DOORS
AND FRAMES.
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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A403
ENLARGED SECTIONS, GL 1-6

53

53

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/8" = 1'-0" 4LOOKING NORTH

 1/8" = 1'-0" 3LOOKING SOUTH

 1/8" = 1'-0" 2LOOKING WEST

 1/8" = 1'-0" 1LOOKING EAST

SCOPE OF INTERIOR PAINTING BETWEEN GL B & C
FROM GL 1-9 TO INCLUDE:

• ALL CORRUGATED SIDING
• ALL WINDOW MULLIONS AND TRIM (P-2, U.N.O.)
• ALL STEEL STRUCTURAL COMPONENTS,

INCLUDING COLUMNS, BEAMS, GIRTS, AND
MISCELLANEOUS METAL (P-2, U.N.O.)

• ALL SLOPED AND VERTICAL WOOD FRAMING
MEMBERS AND DECKING (P-2, U.N.O.)

• ALL WALLS AND PARTITIONS (P-1, U.N.O.)
• ALL NEW AND REFURBISHED DOORS AND

FRAMES.

THERE IS NO SCOPE OF INTERIOR PAINTING BETWEEN
GL A & B FROM GL 2-9.

REVISIONS

MARK DATE DESCRIPTIONS BY CH'D



9 10 11 12 13 14 15 16

OPEN BEYOND OPEN BEYOND

OPEN BEYOND
.26 .26

.34 TYP.

P3P3

RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD
REMOVED IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL DRAWINGS
AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL DRAWINGS
AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD OR
PLYWOOD WHERE OCCURS TO MATCH (E) CONSTRUCTION. PROVIDE
PENETRATIONS FOR ALL ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO PHASE UPON
COMPLETION OF GYPSUM BOARD AND PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS OVER
(E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0" U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING COATING
OVER (E) VERTICAL AND SLOPED TRANSITE PANELS ABOVE
A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD
BACKING FOR ELECTRICAL PANELS AS
SHOWN.
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A404
ENLARGED BAY AT GL B, GL 9-16

54

54

BAN JUNG GREGORY BAKER

124
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FRANK THOMAS

08/17/15

08/24/15

08/24/15

 3/16" = 1'-0" 1LOOKING NORTH AT GL B, GL 9-16

SCOPE OF INTERIOR PAINTING BETWEEN
GL A & C FROM GL 6-18 TO INCLUDE:

• ALL COLUMNS GL B & C, FULL HEIGHT
• ALL WINDOW MULLIONS AND TRIM IN

AREAS OF GLAZING REPAIR.
• TOUCH UP REPAIR TO ALL OVERHEAD

METAL AND WOOD COMPONENTS
AFFECTED BY SEISMIC WORK.

• ALL GYPSUM BOARD AREAS AFFECTED
BY DEMO AND RENOVATION WORK.

• ALL NEW AND REFURBISHED DOORS
AND FRAMES.
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MARK DATE DESCRIPTIONS BY CH'D
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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A410
ENLARGED SECTION - TYPICAL BAY AT GL B, 6-18

55

55

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/2" = 1'-0" 1TYPICAL BAY AT GL B, GL 6-18

SCOPE OF INTERIOR PAINTING BETWEEN
GL A & C FROM GL 6-18 TO INCLUDE:

• ALL COLUMNS GL B & C, FULL HEIGHT
• ALL WINDOW MULLIONS AND TRIM IN

AREAS OF GLAZING REPAIR.
• TOUCH UP REPAIR TO ALL OVERHEAD

METAL AND WOOD COMPONENTS
AFFECTED BY SEISMIC WORK.

• ALL GYPSUM BOARD AREAS AFFECTED
BY DEMO AND RENOVATION WORK.

• ALL NEW AND REFURBISHED DOORS
AND FRAMES.

REVISIONS

MARK DATE DESCRIPTIONS BY CH'D



RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.

Level 1
0' - 0"

Bottom of Truss
22' - 5"

HEATERS21

LIGHTING TRACK23

CONDUIT, TYP.25

DEVICES, TYP.28
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A411
ENLARGED SECTION - TYPICAL BAY AT GL C, 6-18

56

56

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/2" = 1'-0" 1TYPICAL BAY AT GL C, GL 6-18

SCOPE OF INTERIOR PAINTING BETWEEN
GL A & C FROM GL 6-18 TO INCLUDE:

• ALL COLUMNS GL B & C, FULL HEIGHT
• ALL WINDOW MULLIONS AND TRIM IN

AREAS OF GLAZING REPAIR.
• TOUCH UP REPAIR TO ALL OVERHEAD

METAL AND WOOD COMPONENTS
AFFECTED BY SEISMIC WORK.

• ALL GYPSUM BOARD AREAS AFFECTED
BY DEMO AND RENOVATION WORK.

• ALL NEW AND REFURBISHED DOORS
AND FRAMES.

REVISIONS

MARK DATE DESCRIPTIONS BY CH'D



RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.
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A412
ENLARGED SECTION - TYPICAL BAY AT GL B, 1-6

57

57

BAN JUNG GREGORY BAKER
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FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/2" = 1'-0" 1TYPICAL BAY AT GL B, GL 1-6

SCOPE OF INTERIOR PAINTING BETWEEN GL B & C
FROM GL 1-9 TO INCLUDE:

• ALL CORRUGATED SIDING
• ALL WINDOW MULLIONS AND TRIM (P-2, U.N.O.)
• ALL STEEL STRUCTURAL COMPONENTS,

INCLUDING COLUMNS, BEAMS, GIRTS, AND
MISCELLANEOUS METAL (P-2, U.N.O.)

• ALL SLOPED AND VERTICAL WOOD FRAMING
MEMBERS AND DECKING (P-2, U.N.O.)

• ALL WALLS AND PARTITIONS (P-1, U.N.O.)
• ALL NEW AND REFURBISHED DOORS AND

FRAMES.

THERE IS NO SCOPE OF INTERIOR PAINTING BETWEEN
GL A & B FROM GL 2-9.
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RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.

Level 1
0' - 0"

Bottom of Truss
22' - 5"

TRANSITE35

TRANSITE36

HEATERS22 LIGHTING TRACK, SEE 2/A2-202
FOR LAYOUT

24

WINDOWS, TYP.43

NEW EMERGENCY
LIGHTING, TYP.
ALIGN AT
(E) LIGHTS IN
EAST SIDE OF
BUILDING

28

WINDOWS, TYP.43 WINDOWS, TYP.43

NEW EMERGENCY
LIGHTING, TYP.

28

4

A600

4

A600

A605
9

P2

P2 TRANSITE36 P2

TRANSITE35 P2TRANSITE 35 P2

TRANSITE 35 P2

TYP.46

TYP.46

GL GL

3

A601
TYP.
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A413
ENLARGED SECTION - TYPICAL BAY AT GL C, 1-6

58

58

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1/2" = 1'-0" 1TYPICAL BAY AT GL C, GL 1-6

SCOPE OF INTERIOR PAINTING BETWEEN GL B & C
FROM GL 1-9 TO INCLUDE:

• ALL CORRUGATED SIDING
• ALL WINDOW MULLIONS AND TRIM (P-2, U.N.O.)
• ALL STEEL STRUCTURAL COMPONENTS,

INCLUDING COLUMNS, BEAMS, GIRTS, AND
MISCELLANEOUS METAL (P-2, U.N.O.)

• ALL SLOPED AND VERTICAL WOOD FRAMING
MEMBERS AND DECKING (P-2, U.N.O.)

• ALL WALLS AND PARTITIONS (P-1, U.N.O.)
• ALL NEW AND REFURBISHED DOORS AND

FRAMES.

THERE IS NO SCOPE OF INTERIOR PAINTING BETWEEN
GL A & B FROM GL 2-9.
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TYPE D TYPE E
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WIDTH
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TYPE G

GLASS

WOOD

TYPE A TYPE B TYPE C

H
EI

G
H

T

WIDTH

H
EI

G
H

T

WIDTH

H
EI

G
H

T

WIDTH

43
" M

AX
.

FINISH SCHEDULE

FLOOR
F1 POLISHED CONCRETE

P2
P1 BAY BRIDGE WHITE
PAINT

P3

ID NAME SPEC

99-033524

DESCRIPTION NOTES

99-099000
99-099000

F4 SEALED CONCRETE 99-033500

M1 MULLION COLOR
MULLION FINISH

99-084413 DURANAR SUNLIGHT SILVER UC106681F

AT JANITOR 2
(SEE 1/A201)

-

BETWEEN GL B & C,
GL 1-6 & GL 16-17
(SEE 1/A201, 1/A202)

SEE SPECIFICATIONS FOR
STATIC COEFFICIENT
FRICTION REQUIREMENTS

-

-ALUMI-NON
99-099000 - -

-

GRAY DOLPHIN

-

W2
W1 -
WINDOW

W3

99-088000
99-088000

TRANSPARENT
GRAPHIC-

99-088000 TRANSLUCENT PRIVACY

SEISMIC

-
SIGNAGE

DOOR TYPES
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A500
SCHEDULES

59

59

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

DOOR SCHEDULE

Room Name
Door

Number Type Hardware
Door Frame Interior/

Exterior Detail CommentsWidth Height Thickness Material Material

STORAGE 1 01A E 02 14' - 0" 18' - 0" 0' - 2" WOOD EXT 10/A603 (E) RESTORED WOOD DOOR
STORAGE 1 01B D 01 6' - 0 1/4" 7' - 6 3/4" 0' - 0 3/4" GLASS AL EXT 1/A605 PANIC HARDWARE, DOOR CONTACT, NOTE 3
STORAGE 1 01C E 02 14' - 0" 18' - 0" 0' - 2" WOOD EXT 10/A603 (E) RESTORED WOOD DOOR, RELOCATED.
STORAGE 4 03B B 07 3' - 0" 7' - 0" 0' - 1 3/4" METAL METAL INT 6/A603
STORAGE 4 03D A 03 3' - 0" 7' - 0" 0' - 1 3/4" METAL/GLASS METAL EXT
CORRIDOR 1 05A B - 3' - 0" 7' - 0" 0' - 1 3/4" EXISTING EXISTING INT (E) DOOR - NOT USED; SECURE IN PLACE
ASSEMBLY 09A D 08 6' - 0 1/4" 7' - 2 7/8" 0' - 0 3/4" EXISTING EXISTING EXT (E) DOOR - ADD WEATHERSTRIPPING, DOOR CONTACT, NOTE 3
OFFICE 1 11A D 08 6' - 0" 7' - 0" 0' - 1 3/4" GLASS METAL EXT (E) DOOR - ADD WEATHERSTRIPPING, DOOR CONTACT, NOTE 3
OFFICE 1 13A B 05 2' - 6" 7' - 0" 0' - 2" METAL EXISTING EXT PANIC HARDWARE, NOTE 1
OFFICE 2 14C C 09 4' - 0" 7' - 6" 0' - 1 3/4" WOOD WOOD INT 7/A602 TOUCH LATCH
ASSEMBLY 15A G 06 5' - 8" 6' - 8" 0' - 1 3/4" WOOD EXISTING EXT 1/A603 (E) RESTORED WOOD DOOR - PANIC HARDWARE, DOOR

CONTACT, NOTES 1 & 3
ASSEMBLY 18A E 02 14' - 0" 18' - 0" 0' - 2" WOOD EXISTING EXT 10/A603 (E) RESTORED WOOD DOOR
ASSEMBLY 18B D 08 6' - 0 1/4" 7' - 6 3/4" 0' - 0 3/4" EXISTING EXISTING EXT (E) DOOR - ADD WEATHERSTRIPPING, DOOR CONTACT, NOTES

2 & 3
ASSEMBLY 18C E 02 14' - 0" 18' - 0" 0' - 2" WOOD EXISTING EXT 10/A603 CUSTOM WOOD DOOR, NOTE 4

EXISTING DOORS - NO MODIFICATIONS

Room Name
Door

Number Type Hardware
Door Frame Interior/

Exterior CommentsWidth Height Thickness Material Material

STORAGE 3 02A B - N/A N/A N/A INT (E) DOOR - NO MODIFICATIONS
STORAGE 3 02B A - N/A N/A N/A METAL/GLASS INT (E) DOOR - NO MODIFICATIONS
STORAGE 1 03A C - N/A N/A N/A METAL EXT (E) DOOR - NO MODIFICATIONS
STORAGE 4 03C B - N/A N/A N/A INT (E) DOOR - NO MODIFICATIONS
CORRIDOR 1 04A B - N/A N/A N/A INT (E) DOOR - NO MODIFICATIONS
CORRIDOR 1 05B B - N/A N/A N/A INT (E) DOOR - NO MODIFICATIONS
STORAGE 6 05C B - N/A N/A N/A INT (E) DOOR - NO MODIFICATIONS
JANITOR 1 06A B - N/A N/A N/A INT (E) DOOR - NO MODIFICATIONS
STORAGE 6 06B A - N/A N/A N/A METAL EXT (E) DOOR - NO MODIFICATIONS
STORAGE 7 07A A - N/A N/A N/A METAL/GLASS EXT (E) DOOR - NO MODIFICATIONS
ASSEMBLY 08A B - N/A N/A N/A METAL EXT (E) DOOR - NO MODIFICATIONS
CORRIDOR 2 08C A - N/A N/A N/A METAL INT (E) DOOR - NO MODIFICATIONS

NOTES:

1. PROVIDE DOOR FRAME HINGE FILLER PLATES AS REQUIRED; FILL GAPS, SAND SMOOTH AND REPAINT.
2. REMOVE ALUMINUM SILL AND RESET IN BED OF MASTIC; WATER TEST FOR LEAKS.
3. ALL DOOR CONTACTS ARE OWNER FURNISHED / OWNER INSTALLED (O.F.O.I.).
4. REINSTALL STORED TRACK FROM DEMO PHASE FOR CUSTOM WOOD DOOR.

REVISIONS

MARK DATE DESCRIPTIONS BY CH'D



GL

B

(E) STRUCTURE

GYPSUM BOARD

CONDUIT

26

25

RENOVATION KEYNOTES:

21. REPLACE STORED HEATERS FROM DEMO PHASE
UPON COMPLETION OF SEISMIC RETROFIT.

22. INSTALL NEW HEATERS.

23. REPLACE STORED LIGHTING TRACK AND FIXTURES
UPON COMPLETION OF SEISMIC RETROFIT.

24. INSTALL NEW LIGHTING TRACK AND FIXTURES.

25. RE-ROUTE CUT-BACK CONDUIT AS REQUIRED TO
POWER DEVICES AND LIGHTING.

26. REPLACE GYPSUM BOARD AND PLYWOOD REMOVED
IN DEMO PHASE.

27. RE-INSTALL FIRE ALARMS AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

28. RE-INSTALL EMERGENCY LIGHTING AS SHOWN ON
ELECTRICAL DRAWINGS AND DETAILS.

29. RE-INSTALL STROBES AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

30. RE-INSTALL EXIT SIGN AS SHOWN ON ELECTRICAL
DRAWINGS AND DETAILS.

31. REPLACE FIRE EXTINGUISHERS.

32. NEW ACCESS PANEL.

33. REPLACE REMOVED FRAMING AND GYPSUM BOARD
OR PLYWOOD WHERE OCCURS TO MATCH (E)
CONSTRUCTION. PROVIDE PENETRATIONS FOR ALL
ELECTRICAL AND UTILITIES AS REQ.

34. REPLACE STORED ACOUSTIC BOARDS FROM DEMO
PHASE UPON COMPLETION OF GYPSUM BOARD AND
PLYWOOD REPLACEMENT.

35. TRANSITE - PROVIDE NEW METAL WALL PANELS
OVER (E) TRANSITE PANELS BELOW A HEIGHT OF 6'-0"
U.N.O.

36. TRANSITE - PROVIDE FIBER ENCAPSULATING
COATING OVER (E) VERTICAL AND SLOPED TRANSITE
PANELS ABOVE A HEIGHT OF 6'-0" U.N.O.

37. RE-PUTTY ALL (E) GLAZING.

38. PATCH AND REPAIR ROOF PENETRATIONS.

39. NEW LIGHT FIXTURE.

40. ADA RAILING.

41. PATCH, REPAIR, AND PAINT (E) GYPSUM BOARD.

42. METAL LINEAR GRILLE.

43. W1 GLAZING FILM.

44. W2 GLAZING FILM.

45. W3 GLAZING FILM.

46. WINDOW HARDWARE.

47. INSTALL NEW DRINKING FOUNTAIN.

48. NEW FENCE AT TOWER.

49. SIGN LIGHT TRACK FIXTURE.

50. PROVIDE FULL HEIGHT PLYWOOD BACKING FOR
ELECTRICAL PANELS AS SHOWN.

GL

C

CONDUIT
GYPSUM
BOARD TRANSITE

GYPSUM
BOARD26

2526 35

9 
3/

4"

A601
4

GL

B
(E) STRUCTURE

CONDUIT25

GL

C

CONDUITTRANSITE 2535

A601
4

14

EMERGENCY
LIGHTING,
TYP.

28 STROBES,
TYP.29

24" X 24" TYP. 2 LOCATIONS

ELEVATION LOOKING NORTH

6

A600

(E) LIGHT FIXTURE CAVITY (E) LIGHT
FIXTURE
CAVITY

32

1' - 0"

(E) ACOUSTIC PANEL

10 SIM. OP. HAND

4"

GL

B

0' - 1"

0'
 - 

1" 0' - 1"

0'
 - 

1"

PLAN

EMERGENCY
LIGHTING,
TYP.

28 STROBES, TYP.29

CONDUIT25

ELEV.

7
-

1' 
- 0

"

4"

ALIGN

TYP. 2 LOCATIONS42
CONDUIT CONCEALED
WITHIN WALL, TYP.

1 1/4" DIA. S.S.
RAIL, TYP.

5' - 0"

2'
 - 

11
 1

/1
6"

4"

S.S. POST  AT
4'-0" O.C. TYP.

1/4' x 4" S.S.
GUIDE RAIL
EACH SIDE

4"

2 1/2" DIA. CORE DRILL FOR
VERTICALS - FILL WITH
NON-SHRINK GROUT
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INTERIOR DETAILS
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08/17/15

08/24/15

08/24/15

 1 1/2" = 1'-0" 1PARTITION WALL CONNECTION AT COLUMN

 1 1/2" = 1'-0" 2PARTITION WALL CONNECTION AT COLUMN

 1 1/2" = 1'-0" 3PARTITION WALL CONNECTION AT COLUMN

 1 1/2" = 1'-0" 4PARTITION WALL CONNECTION AT COLUMN

 1" = 1'-0" 7DEVICES - LOCATIONS, TYP.

 1" = 1'-0" 6DEVICES - LOCATIONS, TYP.

 1" = 1'-0" 5DETAIL AT HANDRAIL, GL 2-3
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11

B

(E) DIAGONAL CABLE BRACING

6' - 0"

POST

4" RADIUS

1' - 0"

(E) COLUMN

1 1/4" DIA STAINLESS
STEEL RAILING

(E) FOOTING BELOW

STEEL TUBE
BELOW

CABLE = RAILING

12 OPP. HAND

3" CLR.

Level 1
0' - 0"

2'
 - 

10
"

(E) FOOTING

(E) COLUMN BEYOND

WALL BEYOND

(E) CABLE BRACING BEYOND

STEEL TUBE BEYOND

2 1/2" DIA. CORE DRILL FOR
VERTICALS - FILL WITH
NON-SHRINK GROUT

1 1/4" DIA S.S. RAILING
AND POST

12 OPP. HAND

4"

11

(E) WINDOW AND
FRAME

(E) STEEL ANGLE

T.O. NEW METAL SIDING - LAP
UNDER (E) LEAD FLASHING, TYP.

(E) LEAD FLASHING

METAL WALL PANEL

(E) STEEL TRACK

(E) CORRUGATED
SIDING (TRANSITE)

Window Sill
5' - 2"

(E) COLUMN BEYOND

EXTERIOR INTERIOR

(E) METAL FRAME
BEYOND

SEALANT

PAINTED 16 GA GALV
CLOSURE AT 1/2" RETURN

1"x1"x1/8"
STEEL ANGLE

RE-USE SALVAGED BOLT

1 1/4"x1 1/4"x1/8"
STEEL ANGLE

4

A601

(E) CORRUGATED SIDING
FASTENING SYSTEM

EXISTING

NEW

EXTERIOR

INTERIOR

PAINTED METAL
WALL PANEL

(E) CORRUGATED
SIDING (TRANSITE)

(E) STEEL ANGLE

NOTES:

1. REMOVE BOLT
2. INSTALL NEW EXTERIOR METAL WALL PANEL
3. RE-USE (E) BOLT
4. INSTALL INTERIOR METAL WALL PANEL

PAINTED METAL
WALL PANEL

1 1/4"x1 1/4"x1/8"
STEEL ANGLE

3

A601

(E) BOLT

EXISTING

NEW

5

STRUT BEAM CLAMP

(E) COLUMN BEYOND

(E) CONDUIT

(E) STEEL BEAM

LIGHT FIXTURE TRACK

SIGNAGE LIGHT FIXTURE

(E) WINDOW SYSTEM

RING BOLT

1/8" S.S. WIRE BRACE

2' - 6"

1 5/8" UNISTRUT

NOTE:

COORDINATE WITH LAYOUT OF
(E) CONDUIT AND SUPPORTS.

O.C.

6"

TRACK FOR
EMERGENCY

CONDUIT

6

A601

SIGNAGE LIGHT FIXTURE

LIGHT FIXTURE TRACK

1 5/8" UNISTRUT

STRUT BEAM CLAMP

(E) STEEL BEAM BEYOND

1/8" S.S. WIRE BRACE

RING BOLT

NOTE:

COORDINATE WITH LAYOUT OF
(E) CONDUIT AND SUPPORTS.
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A601
INTERIOR DETAILS

61

61

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1" = 1'-0" 1ADA RAILING - PLAN

 1" = 1'-0" 2ADA RAILING - ELEVATION

 6" = 1'-0" 3WALL PANEL INSTALLATION AT WINDOW AT GL C, TYP.
 6" = 1'-0" 4METAL WALL PANEL INSTALLATION SEQUENCE

 3" = 1'-0" 6SIGNAGE AND EMERGENCY LIGHT FIXTURE, TYP.

 3" = 1'-0" 5SIGNAGE LIGHT FIXTURE - ELEVATION, TYP.
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BOTTOM OF STRUCTURE

PAINTED MDF BASE -
MATCH EXISTING

CONT. RUNNER CHANNEL

8" 22 GA METAL
FRAMING AT 16" O.C.

6"

SLIP TRACK ATTACHED
TO BLOCKING

INSULATION

CONT. RUNNER
CHANNEL ATTACHED
WITH SHOT PIN, TYP.

Scheduled Ceiling
Where Occurs

Level 1
0' - 0"

6"

MOLD RESISTANT
GYPSUM BOARD
2 SIDES

16 GA GALVANIZED
BACKING AS REQUIRED

10

A

PARTITION

2' - 6"

4'
 - 

0"

2' - 0"  MIN.

1'
 - 

7"

CLEAR FLOOR SPACE

4

A602

2'
 - 

0"

OF ALCOVE =
OF DRINKING FOUNTAIN

ELEV.

"LOW" FOUNTAIN

"HI" FOUNTAIN

PROVIDE FULL WIDTH
16 GA GALVANIZED
BACKING AS REQUIRED

.

(E) MOP SINK

F4

1

A602

AD
A 

R
EQ

U
IR

EM
EN

T

2'
 - 

3"

2' - 0"
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 - 

10
"

7

A602

THIS PORTION OF WALL
TO REMAIN IN EXISTING
LOCATION (NOT FURRED)

EQ EQ

SHIM

PAINTED HARDWOOD

METAL FRAMING

PAINTED DOOR

5/8" GYPSUM BOARD

J-MOLD

3/8"

3/
8"

(E) WALL
TO REMAIN

DOOR

A602
7

(E) CONDITIONS
INSIDE TO REMAIN

ELEV.

14C

5
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INTERIOR DETAILS
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62

BAN JUNG GREGORY BAKER
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08/17/15
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08/24/15

 3" = 1'-0" 4DRINKING FOUNTAIN WALL - SECTION
 1" = 1'-0" 3ADA - DRINKING FOUNTAIN - PLAN

 1" = 1'-0" 1ADA - DRINKING FOUNTAIN - ELEVATION
 3/4" = 1'-0" 5DOOR 14C - ELEVATION

 6" = 1'-0" 7DOOR 14C - JAMB

 3/4" = 1'-0" 6DOOR 14C - PLAN
 1" = 1'-0" 2ADA - DRINKING FOUNTATION - ELEVATION
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DEMO (E) GIRT, CONCRETE
CURB, STEEL CHANNEL,
METAL PANELS, GYPSUM WALL,
AND OTHER MISC. METALS

DEMO (E) LUMBER
AND MISC.

METALS, TYP.

M
IN

.

5'
 - 

0"

ADA CLEARANCE REQUIREMENT

B

3

4

A603 ELEV.
EXISTING TO REMAIN

NEW

DEMO

A603
8

1' - 6"

DEMO (E) GYPSUM
WALL BOARD

NEW CONCRETE PEDESTAL

(E) DOOR

GYPSUM WALL
BOARD; MATCH (E)

METAL STUD;
MATCH (E)

(E) STEEL COLUMN

(E) METAL PANELS
(TRANSITE) TO REMAIN

METAL WALL PANELS

GYPSUM WALL
BOARD; MATCH (E)

METAL STUD;
MATCH (E)

STEEL CHANNEL

(E) METAL PANEL
(TRANSITE) TO REMAIN

METAL WALL PANEL

DEMO (E) STEEL
CHANNEL DOOR HEAD

DEMO (E) STEEL
CHANNEL

DEMO (E)
STEEL ANGLE

DEMO PARTIAL
(E) STEEL GIRT

DEMO (E)
LUMBER, TYP.

(E) COLUMN, STEEL GIRTS,
FRAMES, METAL PANELS, AND
CONCRETE CURB TO REMAIN

DEMO PARTIAL (E)
CONCRETE CURB

DEMO PARTIAL
(E) STEEL GIRT

STEEL CHANNELS

3

EXISTING TO REMAIN

NEW

DEMO

7

A603

6

A603

8

A603

STEEL CHANNEL
DOOR HEAD

METAL WALL
PANEL, TYP.

(E) STEEL GIRT
TO REMAIN

(E) STEEL GIRT
TO REMAIN

NEW CONCRETE
PEDESTAL

(E) STEEL CHANNEL
TO REMAIN

(E) COLUMN

(E) STEEL GIRT
TO REMAIN

(E) STEEL GIRT TO REMAIN(E) CONCRETE
CURB TO REMAIN

1' - 0"

STEEL GIRT

STEEL GIRT

NOTE:

FOR STRUCTURAL, SEE SHEET AS401

(E) COLUMN BEYOND

(E) CONCRETE
BASE BEYOND

FLOOR SEAM BINDING(E) TILE FLOOOR

(E) CONCRETE FLOOR

(E) DOORSTEEL CHANNEL

3/4"x1/2" DEEP
STEEL DOOR STOP

SLOPE

EXTERIORINTERIOR

1:2 MAX BEVEL
AT THRESHOLD

PIVOT HINGE
SYSTEM AT SILL

THRESHOLD

(E) STEEL ANGLE

(E) DOOR FRAME

M
AX

.
0'

 - 
0 

1/
2"

(E) DOOR STOP

(E) STEEL DOOR FRAME

(E) WOODEN HISTORIC DOOR

PIVOT HINGE SYSTEM

(E) METAL PANELS

(E) STEEL GIRT

(E) STEEL ANGLE

NOTES:

• REMOVE (E) HARDWARE, AND PATCH,
REPAIR, AND PAINT.

• SET DOOR FOR MINIMUM CLEARANCE
AT STEEL ANGLE BELOW.

• CONFIRM 90 DEGREES DOOR OPENING;
TRIMDOORS AS REQUIRED.

INTERIOR

EXTERIOR

EXTERIORINTERIOR

ALUMINUM DOOR
TOP WEATHERSTRIP

(E) GLASS AND
WINDOW SYSTEM

(E) STEEL GIRT

PIVOT HINGE SYSTEM AT HEAD

(E) WOODEN HISTORIC DOOR

(E) DOOR FRAME

(E) DOOR STOP

DOOR CONTACT
TRANSMITTER -

O.F.O.I.
3/4"x1/2" DEEP
STEEL DOOR STOP

(E) COLUMN BEYOND

STEEL GIRT

(E) DOOR

STEEL CHANNEL

STEEL CHANNEL

(E) DOOR

3/4"x1/2" DEEP
STEEL DOOR STOP

0'
 - 

2"

GYPSUM WALL
BOARD; MATCH (E)

METAL STUD; MATCH (E)

METAL WALL PANEL

EXTERIORINTERIOR

(E) CORRUGATED
SIDING (TRANSITE)

TBC TRANSITE COATING

BONDO FIBERGLASS;
3:1 RATIO

(E) MISC. PIPE; SIZE
VARIES BY LOCATION

SILICONE SEALANT

OPEN CELL BACKER ROD

3/
4"

 M
AX

.
1/

4"
 M

IN
.

EXTERIORINTERIOR

(E) BI-FOLD WOOD DOOR

AUTOMATIC DOOR
BOTTOM ROUTED IN, TYP.

NOTE:

PROVIDE BLOCKING
OPPOSITE FROM DOOR
BOTTOM PIN AS REQUIRED
FOR SMOOTH OPERATION.

M
AX

.

0'
 - 

0 
1/

2"

SLOPE

(E) BI-FOLD WOOD DOOR

WEATHERSTRIP AND BACKING
ROUTED IN, TYP.
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INTERIOR DETAILS

63

63

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/17/15

08/24/15

08/24/15

 1" = 1'-0" 5DOOR 3B - PLAN

 1" = 1'-0" 4DOOR 3B - ELEVATION
 3" = 1'-0" 6DOOR 3B - SILL

 3" = 1'-0" 1DOOR 15A - SILL

 3" = 1'-0" 3DOOR 15A - JAMB AT 5'-0" A.F.F.

 3" = 1'-0" 2DOOR 15A - HEAD
 3" = 1'-0" 7DOOR 3B - HEAD

 3" = 1'-0" 8DOOR 3B - JAMB

 6" = 1'-0" 9MISC. TRANSITE PATCH ABOVE 6'-0" HEIGHT

 12" = 1'-0" 10BI-FOLD DOOR BOTTOM, TYP.

 12" = 1'-0" 11BI-FOLD DOOR JAMB - HEAD SIM., TYP.
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MAX O.C.
3' - 0"

18
' -

 0
"

4" BLUE LINE
BORDERS

NO
PARKING

12" HIGH
PAINTED LETTERS

WHEEL STOP

ADA PARKING
SIGNAGE

TOW AWAY
SIGNAGE

ADA PARKING
SIGNAGE

PAVEMENT SYMBOL
36" X 36"

OF PARKING STALL =
OF PAVEMENT SYMBOL =

ADA SIGNAGE

ALIGN

M
IN

.

2'
 - 

0"

4" WHITE DIAGONALS

O.C.

9' - 0"

O.C.

9' - 0"

O.C.

9' - 0"

NOTE:

FOR DETAIL OF THE CURB RAMP, SEE CALTRANS STANDARD PLAN A88A.

VAN
ACCESSIBLE

2'
 - 

0"

1' - 0"

6"

PARKING
ONLY

MINIMUM
FINE $250

REFLECTORIZED
METAL

Bottom of the Signage
7' - 0"

UNAUTHORIZED VEHICLES PARKED IN
DESIGNATED ACCESSIBLE SPACES NOT
DISPLAYING DISTINGUISHING PLACARDS

OR SPECIAL LICENSE PLATES ISSUED
FOR PERSONS WITH DISABILITIES WILL

BE TOWED AWAY AT THE OWNER'S
EXPENSE. TOWED VEHICLES MAY BE

RECLAIMED AT:

SAN FRANCISCO OAKLAND
BAY BRIDGE TOLL PLAZA

OR BY TELEPHONING:
(510) 286 - 6359

WHITE ON DARK
BLUE BACKGROUND

2'
 - 

0"

2' - 0"

1" HIGH MIN.
LETTERING

ADA PARKING SIGNAGE WITH
VAN ACCESSIBILITY

TOW AWAY SIGNAGE

WHITE BORDER

BO
TT

O
M

 O
F 

SI
G

N

60
" M

AX

9" TYP

MEN

WOMEN

RESTROOM
RESTROOM

MEN

WOMEN

INTERNATIONAL SYMBOL OF
ACCESSIBILITY (ISA), RAISED

LETTERS AND BRAILLE AT 60"
ON LATCH SIDE OF DOOR

GEOMETRIC
SYMBOL SIGNAGE

ON DOOR

SIGNAGE REQUIREMENT NOTES:

• PROVIDE 3/8" TO 1/2" GAP BETWEEN TACTILE TEXT AND BRAILLE.
• PROVIDE (1) SIGN PER TOILET COMPLYING WITH ADA LOCAL

CODE. SIGN TO HAVE TACTILE AND GRADE 2 BRAILLE
CHARACTERS AND ISA PICTOGRAM. SIGN SIZE 8" X 8". COLOR:
GREY WITH WHITE CHARACTERS, TYP.

• ALL SIGNAGE SHALL BE FIELD INSPECTED BY DSA.

WOMEN WOMEN - ACCESSIBLE

MEN MEN - ACCESSIBLE

UNISEX UNISEX - ACCESSIBLE

GEOMETRIC SYMBOL INTERNATIONAL
ACCESSIBILITY

SYMBOL

BO
TT

O
M

 O
F 

BR
AI

LL
E

48
" M

IN

INTERNATIONAL SYMBOL OF ACCESSIBILITY (ISA)

12
" D

IA
.

12
" D

IA
.

GENERAL NOTES:

• TOILET ROOM DOOR SIGNAGES SHOWN ARE FOR
FUTURE USE AND REFERENCE ONLY.

• RESTROOMS TO BE OWNER FURNISHED, OWNER
INSTALLED IN THE FUTURE.

• LOCATE AND PROVIDE TACTILE BRAILLE EXIT SIGN
AT EACH EXTERIOR EXIT DOOR THAT DOES NOT
HAVE ONE.

EXIT

TACTILE EXIT SIGN

5/8" HIGH
LETTERING

N
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 1/4" = 1'-0" 1ACCESSIBLE PARKING DETAIL

 1 1/2" = 1'-0" 2ADA - PARKING SIGNAGE

NTS 3EXIT AND TOILET ROOM DOOR SIGNAGE
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INSULATED METAL GAS

FLUE VENT

SEALANT BEAD

GALV. METAL SKIRT

FLASHING

FLASHING MEMBRANE

CLAMPING RING

INSULATION GLASS FIBER

EXISTING BUILT

UP ROOFING

NOTE: TEAR BACK EXISTING

ROOF MIN 18" STRIP IN NEW

ROOF TO MATCH EXISTING

MANUF. METAL CURB

1
'
 
-
 
0

"

MIN. 8' - 0" TO NEAREST VERTICAL

5/8" TEMPERED

GLASS DOOR

THRESHOLD

SET IN MASTIC

M
A

X

0
'
 
-
 
0

 
1

/
2

"

SLOPE

O
F

F
S

E
T

0
'
 
-
 
0

 
1

/
4

"

EXTERIOR INTERIOR

MATERIAL VARIES

BY LOCATION

0
'
 
-
 
4

"

1:2 MAX BEVEL

AT THRESHOLD

0
'
-
4

"

CONCEALED

OVERHEAD CLOSER

5/8" TEMPERED

GLASS DOOR

SILICONE SEALANT

AND BACKER ROD

DOOR TOP RAIN DRIP

PAINT TO MATCH (E) MULLION

INSULATED GLASS

ALUMINUM WINDOW

WALL MULLION

DOOR CONTACT

TRANSMITTER -

(O.F.O.I.)

EXTERIOR INTERIOR

INSULATED GLASS

ALUM WINDOW

WALL MULLION

SLOPE

O
F

F
S

E
T

0
'
 
-
 
0

 
1

/
4

"

MATERIAL VARIES

BY LOCATION

3/8"∅ x 3 1/2" POWER'S

POWER STUD+ SD1

W/ 2 3/8" MIN EMBED.

(1) EACH SIDE OF VERT

(2) AT JAMB

ICC-ES ESR-2818

TORQUE TO 20 FT/LBS

SEALANT AND

BACKER ROD

SEALANT AND

BACKER ROD

.080" FORMED ALUM

BREAK METAL PANEL

SEALANT AND

BACKER ROD

SEALANT AND

BACKER ROD

1" x 1" x 1/8" CONT

ALUM CHANNEL

#10 x 3/4" PPH SMS

@ 36" O.C.

#10 x 3/4" PPH SMS

@ 36" O.C.

1 3/16" x 1" x 1/8" CONT

ALUM CHANNEL

1" x 5/8" x 1/8" CONT

ALUM ANGLE

#10 x 3/4" PPH SMS

@ 24" O.C.

#10 x 3/4" PFH SMS

@ 24" O.C.

STRUCTURAL GRAY SILICONE SEALANT

AND SINGLE SIDED STRUCTURAL TAPE

(E) STEEL

#10 x 3/4" PPH SMS

@ 36" O.C.

1" x 1" x 1/8" CONT

ALUM CHANNEL

#10 x 3/4" PPH SMS

@ 36" O.C.

#10 x 3/4" PPH SMS

@ 36" O.C.

#12 x 1 1/2" HWH SELF-

DRILLER @ 36" O.C.

(2) #12 x 1/2" PFH SMS

SEALANT AND

BACKER ROD

SEALANT AND

BACKER ROD

7 7/8" x 1/4" CONT ALUM PLATE

3 3/4" x 1/4" CONT

ALUM PLATE #10 x 3/4" PFH SMS @ 12" O.C.

#10 x 1/2" PPH SMS @ 24"

O.C. - CAP SEAL W/ SEALANT

(2) 1/4-28 x 3" HWH SELF-

DRILLER @ 24" O.C. MAX

3/4" x 1 1/4" x 1/8"

ALUM ANGLE

1 1/4" x 1 7/16" x 1/8"

ALUM ANGLE

A
L

I
G

N

(E) CHANNEL

(E) CHANNEL

INSULATEDGLASS

SEALANT AND BACKER ROD

PIVOT POINT

0' - 2 3/4"

5/8" TEMPERED GLASS

ALUM WINDOW

WALL MULLION

ALUM WINDOW WALL

INSULATED GLASS

SILICONE SEALANT

AND BACKER ROD

STRUCTURAL

GRAY SILICONE

BACKER ROD

INSULATED GLASS

ALUM WINDOW

WALL MULLION
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A605

EXTERIOR DETAILS

 1 1/2" = 1'-0"

9

DETAIL AT FLUE

 3" = 1'-0"

1

DOOR SILL

 3" = 1'-0"

2

DOOR HEAD

 3" = 1'-0"

3

INFILL GLAZING AT SILL

 3" = 1'-0"

4

INFILL GLAZING AT HORIZONTAL MULLION

 3" = 1'-0"

5

INFILL GLAZING AT HEAD

 3" = 1'-0"

6

INFILL GLAZING AT JAMB

 3" = 1'-0"

7

INFILL GLAZING AT DOOR JAMB

 3" = 1'-0"

8

INFILL GLAZING AT VERTICAL MULLION
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A800

A800 4

A8002

1

A800

3

13
 1

/2
" T

YP

TY
P

3'
 - 

4 
1/

2"

BENCH

7

A901

10

A901

UP

UP

UP

UP

UP

SYNTHETIC LAWN

0' - 0"

0' - 8"

7' - 2"

8' - 0"
FINISH

7' - 10 3/4"
T.O.C.

F.O. CMU

8' - 0"

F.O
. C

M
U

8' - 0"

F.O. CMU
7' - 11 1/2"

SL
OP

E 
= 

1 
: 1

5
SL

OP
E 

= 
1 

: 1
2.

3

SLOPE = 1 : 12.57

SLOPE = 1 : 12.57

SLOPE = 1 : 17.7

CONCRETE
'

A901
1

5' - 0"

2' - 8"

A801
2

IPE HARDWOOD SEATING

CONCRETE SIDEWALK BELOW

MECH AND ELEC ENCLOSURE

UP

IPE HARDWOOD
STAIRS

LENGTH = 29' - 0"

LENGTH = 29' - 4"

LENGTH = 10' - 0"

LE
NG

TH
 =

 2
4' 

- 8
"

LE
NG

TH
 =

 1
0' 

- 0
"

R
  O

  A  D
  W

  A  Y

52' - 0"

41
' -

 4
"

44
' -

 4
"

67' - 1"

1' 
- 4

"

IERBYS BUILDING

PLAZA

NOTE: FOR RAILING DETAILS AND DIMENSIONS
AND RAMP PLAN DIMENSIONS, SEE A900.

FOR ELEVATIONS, SEE A800 AND A801.

29' - 3"

LINE OF SUPPORT WALL BELOW

CONCRETE
SIDEWALK

10.25°

11' - 6"

11' - 6"

8' - 0"
IPE HARDWOOD

ASPHALT

6 
R

IS
ER

S 
AT

 1
6"

6 
TR

EA
D

S 
AT

 4
0 

1/
2"

SEWER COVER 23' - 8"

T.O. WALL

T.O. WALL

ACCESSIBLE PATH

84' - 8"

53
' - 

4"

EXISTING

NEW CONSTRUCTION

V.I.F.
HANDRAIL

V.I.F.

HANDRAIL

2' - 8"

A701
1 DEMO

IMAGE

LIGHT FIXTURE, TYP.

GENERAL NOTE:

• SCREENED LINEWORK AND TEXT ARE EXISTING AND SHOWN
FOR CONTEXT ONLY.

• BURNISHED CMU FACE ON ALL SIGHT EXPOSED FACES.
LOCATE ALL OPENINGS IN CMU WITHIN BLOCK MODULE.

• FOR ALL ITEMS WITH PAINTED CALL OUT, REFER TO HIGH
PERFORMANCE COATINGS SECTION OF SPECIFICATIONS.
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(E) PLYWOOD LANDING

(E) WOODEN POST

(E) WOODEN HANDRAIL AND
SUPPORT BRACKET

(E) WOODEN GUARD RAIL

HNTB Corporation
Engineers Architects Planners

HNTB CORPORATION
1111 BROADWAY
9TH FLOOR
OAKLAND, CA 94607

DIST COUNTY ROUTE POST MILES
TOTAL PROJECT

SHEET
No

TOTAL
SHEETS

04 ALA 80 2.0

REGISTERED ARCHITECT DATE

PLANS    APPROVAL    DATE

The state of California or its officers or agents
shall not be responsible for the accuracy or
completeness of scanned copies of this plan sheet.

SHEET

DISREGARD PRINTS BEARING
EARLIER REVISION DATES

UNIT:  04
PROJECT NUMBER AND PHASE: 04-15000182 CONTRACT NO.:  04-01413

ORIGINAL SCALE IN INCHES
FOR REDUCED PLANS

0 1 2 3

KAREN Y. WANG
PROJECT ENGINEER

BRIDGE NO

POST MILES

2.0

PREPARED FOR THE

BAY AREA
TOLL AUTHORITY

DESIGN

DETAILS

QUANTITIES

BY

BY

BY

CHECKED

CHECKED

CHECKED

DESIGN DETAIL SHEET (ENGLISH) (REV. 03/14/12)

DESIGN OVERSIGHT

SIGN OFF DATE

SHEET OFREVISION DATES

08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

BRIDGE YARD (IERBYS)
SEISMIC AND RENOVATION PROJECT

10/31/15

8/
28

/2
01

5 
12

:0
9:

52
 P

M

C:\Users\bjung\Documents\HNTB Projects\Revit Local Files\150520_60366_Bridge Yard_Exterior Terrace As-Built_bjung.rvt
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EXTERIOR TERRACE - DEMO SHEET
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08/11/15

08/24/15

08/24/15

PHOTO #1

DEMO ALL WOODEN HANDRAIL, GUARDRAIL,
POSTS AND SUPPORT BRACKETS,

PLYWOOD LANDING, CHAIN LINK FENCE,
AND MISCELLANEOUS SUPPORT
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Level 1
0' - 0"

T.O. Terrace
8' - 0"

T.O. Wall
11' - 6"

A901
3

CMU CAP

2"X2" SS WELDED WIRE MESH

SS HANDRAIL BEYOND

PAINTED STEEL ANGLE

PAINTED STEEL ANGLE

14

A900
SIM

BURNISHED CMU CAP AT
LOCATIONS AS INDICATED

EQ EQ

Level 1
0' - 0"

T.O. Terrace
8' - 0"

T.O. Wall
11' - 6"

CMU CAP BEYOND 2"x2" SS WELDED WIRE MESH

PAINTED STEEL ANGLE

IPE HARDWOOD SEATING IPE HARDWOOD STAIR

IPE HARDWOOD BENCH BEYOND

EQEQEQEQEQEQ

TOP OF CMU WALL
BEHIND MESH

SS HANDRAIL

2"X2" SS WELDED
WIRE MESH
BEYOND

10

A901

Level 1
0' - 0"

T.O. Terrace
8' - 0"

T.O. Wall
11' - 6"

CMU BURNISHED CAP AT
LOCATIONS AS INDICATED

2"x2" SS WELDED
WIRE MESH

PAINTED STEEL ANGLE

PAINTED STEEL
ANGLE

SS HANDRAIL BEYOND

16" X 32" PAINTED LOUVER,
TYP, EQUALLY SPACED

4' X 4' PAINTED FLUSH MOUNTED ACCESS DOOR,
PROVIDE PIANO HINGE WITH  DEADBOLT

8

A901
TYP

EQ EQ EQ EQ

LIGHT FIXTURES - MOUNT
O.C. OF CMU UNIT, TYP.

V.
I.F

.

6' 
- 4

"

OF FIXTURE =
    ACCESS DOOR BELOW, TYP.

Level 1
0' - 0"

T.O. Terrace
8' - 0"

T.O. Wall
11' - 6"

CMU CAP

WIRE MESH BEYOND

16" X 32" PAINTED LOUVER,
TYP, EQUALLY SPACED

LIGHT FIXTURES - MOUNT
O.C. OF CMU UNIT, TYP.

OF FIXTURE =
    LOUVER BELOW, TYP.

V.
I.F

.

6' 
- 4

"

GENERAL NOTE:

• SCREENED LINEWORK AND TEXT ARE EXISTING AND SHOWN
FOR CONTEXT ONLY.

• BURNISHED CMU FACE ON ALL SIGHT EXPOSED FACES.
LOCATE ALL OPENINGS IN CMU WITHIN BLOCK MODULE.

• FOR ALL ITEMS WITH PAINTED CALL OUT, REFER TO HIGH
PERFORMANCE COATINGS SECTION OF SPECIFICATIONS.
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EXTERIOR TERRACE - ELEVATIONS
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08/11/15
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08/24/15

 3/16" = 1'-0" 4WEST ELEVATION

 3/16" = 1'-0" 1NORTH ELEVATION

 3/16" = 1'-0" 3SOUTH ELEVATION

 3/16" = 1'-0" 2EAST ELEVATION
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Level 1
0' - 0"

T.O. Terrace
8' - 0"

T.O. Wall
11' - 6"

2"X2" SS WELDED WIRE MESH

PAINTED STEEL ANGLE

SS HANDRAIL

PAINTED CHANNEL LINE OF CMU WALL BEYOND

Level 1
0' - 0"

T.O. Terrace
8' - 0"

T.O. Wall
11' - 6"

2"x2" SS WELDED
WIRE MESH

PAINTED
STEEL ANGLE

SS HANDRAIL

A901
6 TYP, AT CMU

EQ EQ EQ EQ EQ EQ EQ EQ

BURNISHED CMU CAP AT
LOCATIONS AS INDICATED; 7

DIVISIONS, EQUALLY SPACED

1' 
- 1

" T
YP

.

NOTE: CL OF FIXTURE = CL OF
RAILING VERTICAL ABOVE

LIGHT FIXTURE, TYP.

Level 1
0' - 0"

T.O. Terrace
8' - 0"

T.O. Wall
11' - 6"

2"x2" SS WELDED WIRE MESH

PAINTED STEEL ANGLE

SS HANDRAIL

A901
3SIM

A901
6 TYP16" X 32" PAINTED

LOUVER, CENTER
OVER LANDING

BURNISHED CMU CAP AT
LOCATIONS AS INDICATED; 3

DIVISIONS, EQUALLY SPACED

14' - 9 1/2" 14' - 9 1/2" 14' - 9"

EQ EQ

LIGHT FIXTURE, TYP.

8' - 0" O.C.

1' 
- 1

" T
YP

.

LIGHT FIXTURE, TYP.

T.O. Terrace
8' - 0"

T.O. Wall
11' - 6"

CMU CAPBENCH BEYOND

Level 1
0' - 0"

LIGHT FIXTURE, TYP.

GENERAL NOTE:

• SCREENED LINEWORK AND TEXT ARE EXISTING AND SHOWN
FOR CONTEXT ONLY.
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EXTERIOR TERRACE - PARTIAL ELEVATIONS

69

69

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/11/15

08/24/15

08/24/15

 3/16" = 1'-0" 1PARTIAL EAST ELEVATION

 3/16" = 1'-0" 3PARTIAL SOUTH ELEVATION

 3/16" = 1'-0" 4PARTIAL WEST ELEVATION

 3/16" = 1'-0" 2PARTIAL EAST ELEVATION
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0' - 1 1/4"

2"X2"X1/4"
PAINTED ANGLE

2"X2" SS WELDED WIRE
MESH - WELD TO
HORIZONTAL AND
VERTICAL ANGLES AT
PERIMETER OF EACH
PANEL TYP, SIMILAR TO (E)
WIRE MESH

2 1/2"X2"X1/4" PAINTED
STEEL ANGLE

PAINTED STEEL
BRACKET - WELD
TO ANGLE, TYP.

1 1/2" DIA SS HANDRAIL

SUPPORT PLATE
WITH FASTENERS

SS EDGE, TYP 4 SIDES

RAMP

SEALANT, BACKER ROD,
AND EXP JT FILLER
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CONT SEALANT

3/4" DIA x 8"
GALVANIZED
HEADED ANCHOR
BOLT WITH 3/16"
FILLET WELD ALL
AROUND, 12" O.C.
STAGGERED

CONT
SEALANT

METAL BASE PLATE

BURNISHED CMU CAP

PAINTED STEEL
ANGLE; MATCH (E)

SS EDGE, TYP 4
SIDES

4"
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AX
.

2"
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.

SYNTHETIC
LAWN

0'
 - 
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0'

 - 
0 
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COMPRESSED
SYNLAWN

PLASTIC
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RAMP
WHERE

OCCURS
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2"X2"X1/4" PAINTED ANGLE

2"X2" SS WELDED WIRE MESH

2 1/2"X2"X1/4" PAINTED
STEEL ANGLE

0' - 1 1/4"

1 1/2" DIA. SS HANDRAIL
WHERE OCCURS

7' -10 3/4"
T.O.C.

PAINTED STEEL BRACKET
WHERE OCCURS - WELD

TO ANGLE, TYP.

SS EDGE, TYP 4
SIDES

3"X3"X1/4" BASEPLATE
WHERE OCCURS

11' - 6"
T.O. GUARDRAIL
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2"

CONCRETE
COMPOSITE

METAL DECK
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BURNISHED CMU CAP

CONT
SEALANT

3/4" DIA x 8"
GALVANIZED
HEADED ANCHOR
BOLT WITH 3/16"
FILLET WELD ALL
AROUND, 12" O.C.
STAGGERED

CONT SEALANT

16 GA CLOSURE PLATE

METAL BASE PLATE

BURNISHED CMU
CAP BELOW

2"X2"X1/4" PAINTED
STEEL ANGLE

LINE OF HANDRAIL
BRACKET

LINE OF SS
HANDRAIL ABOVE

LINE OF BOTTOM
RAIL ABOVE

RAMP BELOW

1/4" MIN SEALANT AT
STEEL ANGLE, TYP.

MORTAR JOINT

2"X2"X1/4" PAINTED STEEL ANGLE

0' 
- 0

 1/
2"

LINE OF BOTTOM
RAIL ABOVE

LINE OF SS HANDRAIL ABOVE

HANDRAIL BRACKET ABOVE

1/4" MIN SEALANT AT
STEEL ANGLE, TYP.

MORTAR JOINT
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4

1' - 2"
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8' - 1"

8 BALUSTERS, EQ SPACING

0' - 2 7/8"

7 BALUSTERS, EQ SPACING

8 BALUSTERS, EQ SPACING
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13 TYP
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SIM
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4 SIM

14

A900
SIM

14
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SIM
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5

BURNISHED CMU

CAP BELOW

2"X2"X1/4" PAINTED
STEEL ANGLE

LINE OF BOTTOM
RAIL ABOVE

LINE OF SS HANDRAIL ABOVE

0' - 0 1/2"

HANDRAIL BRACKET
AND 1/4" STEEL

PLATE ABOVE

MORTAR JOINT

1/4" MIN SEALANT AT
STEEL ANGLE, TYP.

0' - 1 1/2" FROM CMU CAP TO FACE OF SS HANDRAIL

BURNISHED CMU
CAP BELOW

2"X2"X1/4" PAINTED
STEEL ANGLE

LINE OF SS HANDRAIL ABOVE

ALIGN

0' - 2"

BURNISHED CMU

NOTE: BURNISHED CMU FACE
ON ALL SIGHT EXPOSED FACES

RAMP BELOW

FACE OF BLOCK TO HANDRAIL

0' - 1 1/2"

1/4" MIN SEALANT AT
STEEL ANGLE, TYP.

GROUT

2"X2"X1/4" PAINTED
STEEL ANGLE

2"X2" PAINTED
WELDED WIRE MESH

LINE OF HANDRAIL
BRACKET

LINE OF SS
HANDRAIL ABOVE

LINE OF BOTTOM
RAIL ABOVE

RAMP BELOW

TOP OF TERRACE

COUNTERSUNK SS
FASTENER

GENERAL NOTE:

• SCREENED LINEWORK AND TEXT ARE EXISTING AND SHOWN
FOR CONTEXT ONLY.

• BURNISHED CMU FACE ON ALL SIGHT EXPOSED FACES.
LOCATE ALL OPENINGS IN CMU WITHIN BLOCK MODULE.

• FOR ALL ITEMS WITH PAINTED CALL OUT, REFER TO HIGH
PERFORMANCE COATINGS SECTION OF SPECIFICATIONS.
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EXTERIOR TERRACE - DETAILS

70

70
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08/11/15

08/24/15

08/24/15

 3" = 1'-0" 11HANDRAIL AT RAMP EDGE LOOKING WEST
 3" = 1'-0" 14CURB AT EDGE OF RAISED PLATFORM

 3" = 1'-0" 4TYP. HANDRAIL VERTICAL
 3" = 1'-0" 10CORNER AT HANDRAIL - PLAN

 3/16" = 1'-0" 2RAMP AT RAISED TERRACE

 3" = 1'-0" 7DETAIL AT ACUTE CORNER
 3" = 1'-0" 1CORNER AT HANDRAIL AT CMU

 3" = 1'-0" 13TYP. HANDRAIL VERTICAL AT BALUSTER
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11' - 6"

BURNISHED CMU CAP

BURNISHED CMU

NOTE: BURNISHED CMU FACE ON
ALL SIGHT EXPOSED FACES

SYNTHETIC LAWN

0'
 - 

0 
3/

4"
0'

 - 
0 

1/
2"

0'
 - 

1 
1/

2"

COMPRESSED SYNTHETIC
LAWN

PLASTIC DRAINAGE
TILE

2"X2" SS WELDED WIRE
MESH

2" X 2" X 1/4" PAINTED STEEL
ANGLE

PAINTED WT4X6.5, STOPS AT TOP OF CMU;
CONNECT TO CMU W/ 3/8 DIA X 2 1/2" ANCHOR
DEPTH HILTI KWIK BOLT 3 ST STL @ 16" OC MAX.
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A901

0'
 - 

2"

2"X2"X1/4" PAINTED STEEL ANGLE

2"X2" SS WELDED WIRE MESH

2 1/2"X2"X1/4" PAINTED
STEEL ANGLE

SS EDGE AT WIRE
MESH

CONCRETE COMPOSITE
METAL DECK

7X4X3/8 ANGLE

SS EDGE

0' - 0"

CONT SEALANT WITH
GALVANIZED ANGLE
BACKER, BOTH SIDES

8'-0"

2X2X1/4 CONTINUOUS STEEL
ANGLE - SEGMENT AS REQ'D.

CMU CAP

ALIGN

TYP. AT EACH GUARDRAIL3/16

3/4" DIA x 8" GALVANIZED
HEADED ANCHOR BOLT
WITH 3/16" FILLET WELD
ALL AROUND, 12" O.C.
STAGGERED

SILICONE SEALANT
DOW CORNING 795; COLOR - LIMESTONE

0'
 - 

8"

PAINTED METAL CHANNEL BELOW

2"X2"X1/4" PAINTED
STEEL ANGLE

2"X2" SS WELDED WIRE
MESH

0'
 - 

2 
1/

4"

WT4X6.5 BELOW

COUNTERSUNK GALVANIZED
FASTENER

OPEN OPEN

1' - 0"

SS HANDRAIL
BEYOND

BURNISHED
CMU

2"X2" SS WELDED WIRE MESH -
WELD TO HORIZONTAL AND

VERTICAL ANGLES AT
PERIMETER OF EACH PANEL TYP,

SIMILAR TO (E) WIRE MESH

0' - 4"

LINE OF RAMP BEYOND

DRILL AND
EPOXY AT

BASE OF
RAIL

BURNISHED
CMU CAP

BURNISHED
CMU BEYOND

Level 1
0' - 0"

0'
 - 

8"

2 1/2"X2"X1/4"
PAINTED

STEEL ANGLE

PAINTED
STEEL ANGLE;

MATCH (E)

5

A901 LIGHT FIXTURE, BEYOND
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 - 
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3/
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 - 
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 - 

1 
1/

2"

LINE OF COMPRESSED
SYNTHETIC LAWN

PLASTIC DRAINAGE TILE

8'-0"

RAISED PLATFORM RAMP

CONCRETE COMPOSITE
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RAMP

7'-10 3/4"
T.O.S.

SYNTHETIC LAWN
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 - 

0 
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 - 
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1/
2"

LINE OF COMPRESSED
SYNTHETIC LAWN

PLASTIC DRAINAGE
TILE

8' - 0"

RAISED PLATFORMWOOD SURFACE

IPE HARDWOOD
TREAD

2"X2" PRESSURE
TREATED SLEEPERS
BEYOND WITH
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1/
8"

, T
YP

SLOPE 1/8" / FT

2"1"

CONTRASTING STRIPE, TYP
ALL STAIR TREADS;
AMERICAN SAFETY TREAD
COMPANY, TYPE 24H, COLOR
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T.O.S.
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1' 
- 0

"

2'
 - 
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3' - 6"

0' - 0"

10' - 9"

8' - 0"

CONTRASTING
STRIPE, TYP

CONTRASTING STRIPE, TYP ALL
STAIR TREADS; AMERICAN
SAFETY TREAD COMPANY, TYPE
24H, COLOR BY ARCH

3"X3"X1/4" PAINTED
BASEPLATE

1/4" FLAT HEAD PHILLIPS
EXPANDING MASONRY
ANCHORS WITH 2"
EMBEDMENT

SHOP PAINTED
HANDRAIL BRACKET
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SS HANDRAIL
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BURNISHED CMU

NOTE: LOCATION WHERE OCCURS

COUNTERSUNK SS
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LOUVER
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NOTE:BURNISHED CMU
FACE ON ALL SIGHT
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4"
1' 

- 0
"

R
AM

P

BU
R

N
IS

H
ED

 C
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2"X2"X1/4" PAINTED
STEEL ANGLE

LINE OF BOTTOM
RAIL ABOVE 1 1/2"  FROM CMU CAP TO FACE OF SS HANDRAIL

LINE OF SS
HANDRAIL ABOVE

1 1/2" DIA SS
HANDRAIL

GROUT

1/4" MIN SEALANT AT
STEEL ANGLE, TYP.
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D
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G

MORTAR JOINT

F.O. CURB TO ALIGN WITH ADJACENT CMU WALL
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• SCREENED LINEWORK AND TEXT ARE EXISTING AND SHOWN
FOR CONTEXT ONLY.
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A901
EXTERIOR TERRACE - DETAILS

71

71

BAN JUNG GREGORY BAKER

124

124

FRANK THOMAS

08/11/15

08/24/15

08/24/15

 3" = 1'-0" 9TOP CAP AT CMU

 3" = 1'-0" 10CURB AT NORTH FACE

 3" = 1'-0" 12CONNECTION AT NORTH FACE - PLAN
 1 1/2" = 1'-0" 3END RAIL CONDITION

 3" = 1'-0" 7INTERSECTION AT TOP OF RAMP
 3" = 1'-0" 4INTERSECTION AT TOP OF STAIR

 1/4" = 1'-0" 1ENLARGED PLAN AT STAIR

 6" = 1'-0" 6HANDRAIL BRACKET AT CMU

 3" = 1'-0" 8TYP LOUVER
 3" = 1'-0" 5END RAIL CONDITION - PLAN
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1-WAY BLOW 3-WAY BLOW

4-WAY BLOW2-WAY BLOW

MECHANICAL LEGEND AND ABBREVIATIONS

R

D

18x12

18x12

DUCTWORK LEGEND

UU

MISCELLANEOUS

18

18

LD-A,48x1,8Ø
(300) (300)

LD-A,48x1,8Ø

#P

2
M3.1

CT
1-1

SR-A,12x8,

1
M2.1

WO-SIZE

(200)

SR-A,12x8,
(200)

(200)
ER-C,12x8,

(200)
ER-C,12x8,

T #

H #

S

CD-1,12x12
(550)

CD-1,12x12
(550)

CM #

B

DUCTWORK LEGEND (CONTINUED) CONTROLS LEGEND

#

TH #

18

18

RETURN/EXHAUST REGISTER OR GRILLE  WITH
FLEXIBLE DUCT CONNECTION

CEILING DIFFUSER WITH FLEXIBLE DUCT
CONNECTION

RETURN/EXHAUST REGISTER OR GRILLE

ROUND CEILING DIFFUSER WITH FLEXIBLE
DUCT CONNECTION

FLOOR SWIRL DIFFUSER

UNDERCUT DOOR

FIRE RATED ENCASED DUCT

TRANSFER GRILLES ON BOTH SIDES OF
PARTITION OR WALL (SIZE)

WALL OPENING ABOVE HUNG CEILING (SIZE)

SUPPLY REGISTER WITH AIR OUTLET DEVICE
DESIGNATION

RETURN OR EXHAUST REGISTER OR GRILLE
WITH AIR INLET DEVICE DESIGNATION

LINEAR DIFFUSER WITH PLENUM

LINEAR DIFFUSER

BACK DRAFT DAMPER WITH DUCT ACCESS
DOOR

COMBINATION FIRE AND SMOKE DAMPER
WITH DUCT ACCESS DOOR

SMOKE DAMPER WITH DUCT ACCESS DOOR

FUSIBLE LINK FIRE DAMPER WITH DUCT
ACCESS DOOR

AUTOMATIC CONTROL DAMPER

VOLUME DAMPER IN DUCT

DUCT SPLIT WITH SPLIT SIZE

RADIUS ELBOW

RECTANGULAR SUPPLY DUCT UP

RECTANGULAR SUPPLY DUCT DOWN

RECTANGULAR RETURN OR EXHAUST DUCT
UP

RECTANGULAR RETURN OR EXHAUST DUCT
DOWN

ROUND DUCT, UP

ROUND DUCT, DOWN

BEAM PENETRATION

SLOPING RISE IN DUCTWORK

SLOPING DROP IN DUCTWORK

DUCT SIZE (CLEAR INSIDE DIMENSION) FIRST
FIGURE INDICATES PLAN SIZE

ROUND DUCT DIAMETER SIZE (CLEAR INSIDE
DIMENSION)

OVAL DUCT SIZE

ACOUSTIC LINING IN DUCT (DUCT SIZE NOTED
INDICATES INSIDE DIMENSIONS)

FLEXIBLE CONNECTION

FLEXIBLE DUCT

DUCT COIL WITH ACCESS DOOR

TOTALIZING BTU METER

EMERGENCY BREAK GLASS SWITCH FOR EQUIPMENT
SHUT-DOWN

FLOW MEASURING STATION

FLOW SWITCH

CARBON MONOXIDE SENSOR WITH ZONE DESIGNATION

CARBON DIOXIDE SENSOR WITH ZONE DESIGNATION

TEMPERATURE SENSOR/THERMOSTAT WITH ZONE
OR EQUIPMENT DESIGNATION

HUMIDISTAT/HUMIDITY SENSOR WITH
HUMIDIFIER DESIGNATION

COMBINATION TEMPERATURE/HUMIDITY SENSOR

DUCT SMOKE DETECTOR SUPPLIED BY ELECTRICAL
TRADE, INSTALLED BY MECHANICAL TRADE

STATIC PRESSURE SENSOR WITH DESIGNATION

NEW WORK

EXISTING WORK
EXISTING WORK TO BE REMOVED

POINT OF NEW CONNECTION TO EXISTING WORK

OVAL

DIAMETER

RISER DESIGNATION

SECTION DESIGNATION

DETAIL DESIGNATION

EQUIPMENT  DESIGNATION

TERMINAL
DESIGNATION

AIR OUTLET/INLET
DEVICE
DESIGNATION

LINEAR DIFFUSER
DEVICE DESIGNATION

RISER SERVICE

RISER NUMBER

SECTION NUMBER
DRAWING NUMBER

DETAIL NUMBER
DRAWING NUMBER

EQUIPMENT TYPE
EQUIPMENT FLOOR
AND NUMBER

3-24
THE NUMBER ON THE FLOOR
FLOOR OR LEVEL

TYPE
NECK OR FACE
SIZE
CFM

TYPE
LENGTH & SLOT
SIZE
PLENUM INLET
SIZE
CFM

SIDE, TOP OR BOTTOM DUCT ACCESS DOOR

ELBOW WITH TURNING VANES

CD

T

C

#R REFRIGERANT SENSOR WITH DESIGNATION

RECTANGULAR OR SQUARE TO ROUND OR
OVAL TRANSITION

ROUND CEILING DIFFUSER

F

F

DIFFERENTIAL PRESSURE SWITCHDP

B

RECTANGULAR BRANCH TAKEOFF WITH
BALANCING DAMPER

DIFFERENTIAL PRESSURE SENSORDPDPPP

3-24

U

DUCT END/CAP

8x6

8x616x6

16x6

ABBREVIATIONS - MECHANICAL
ABV ABOVE

AC AIR CONDITIONING UNIT

ACD AUTOMATIC CONTROL DAMPER

AD ACCESS DOOR

AHU AIR HANDLING UNIT

AL ACOUSTICAL LINING

ARCH ARCHITECTURAL

BD BALANCING DAMPER

BDD BACK DRAFT DAMPER

BMS BUILDING MANAGEMENT SYSTEM

BHP BRAKE HORSE POWER

BTU BRITISH THERMAL UNIT

CFF CAP FOR FUTURE

CFM CUBIC FEET PER MINUTE

CU CONDENSING UNIT

DB DRY BULB

DIA DIAMETER

DN DOWN

DX DIRECT EXPANSION

(E) EXISTING TO REMAIN

EA EXHAUST AIR

EAT ENTERING AIR TEMPERATURE

EDB ENTERING DRY BULB

EF EXHAUST FAN

EFF EFFICIENCY

ELEV ELEVATOR

EWB ENTERING WET BULB

EWT ENTERING WATER TEMPERATURE

°F DEGREES FAHRENHEIT

F FILTER

FBO FURNISHED BY OTHERS

FC FLEXIBLE CONNECTION (DUCT OR PIPE)

FD FUSIBLE LINK FIRE DAMPER W/ DUCT ACCESS DOOR

FLR FLOOR

FLA FULL LOAD AMPS

FPI FINS PER INCH

FRE FIRE RATED ENCLOSURE

FSD COMBINATION FIRE AND SMOKE DAMPER

FT FEET

HP HORSE POWER

HR HOUR

HTW HEATWHEEL

HV HEATING AND VENTILATING UNIT

ID INSIDE DIMENSION

KW KILOWATT

KWH KILOWATT HOURS

LAT LEAVING AIR TEMPERATURE

LBS POUNDS

LRA LOCK ROTOR AMPS

LWS LOUVER WITH WIRE SCREEN

MAT MIXED AIR TEMPERATURE

MAX MAXIMUM

MBH THOUSAND BTU PER HOUR

MFG MANUFACTURER

MFS MAXIMUM FUSE SIZE

MIN MINIMUM

MOCP MAXIMUM OVERCURRENT PROTECTION

(N) NEW

NFA NET FREE AREA

NIC NOT IN THIS CONTRACT

NO NORMALLY OPEN

NTS NOT TO SCALE

OAI OUTSIDE AIR INTAKE

OBD OPPOSED BLADE DAMPER

OD OUTSIDE DIMENSION

PD PRESSURE DROP

PSI POUNDS PER SQUARE INCH (GAUGE)

PSIA POUNDS PER SQUARE INCH ABSOLUTE

(R) EXISTING TO BE RELOCATED

RF RETURN FAN

RH RELATIVE HUMIDITY

RPM REVOLUTIONS PER MINUTE

SA SUPPLY AIR

SAD SEE ARCHITECTURAL DRAWINGS

SF SUPPLY FAN

SED SEE ELECTRICAL DRAWINGS

SENS SENSIBLE

SM SHEET METAL

SP STATIC PRESSURE

SQFT SQUARE FEET

TX TOILET EXHAUST

TYP TYPICAL

UH UNIT HEATER

UON UNLESS OTHERWISE NOTED

VAR VARIABLE

VAV VARIABLE AIR VOLUME

VD VOLUME DAMPER

VFD VARIABLE FREQUENCY DRIVE

W/ WITH

WB WET BULB

WG WATER GAUGE

WMS WIRE MESH SCREEN

WO-SIZE WALL OPENING - [SIZE]

(X) EXISTING TO BE DEMOLISHED

(300) CUBIC FEET OR AIR PER MINUTE OR GALLONS PER MINUTE

DRAWING LIST
M000 MECHANICAL LEGEND AND ABBREVIATIONS

M001 MECHANICAL TITLE-24 COMPLIANCE FORMS

DM101 MECHANICAL DEMOLITION PLAN, GL 1-6

M201 MECHANICAL CONSTRUCTION PLAN

CEILING DIFFUSER
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PREVIOUSLY
RENOVATED AREA

1817161514131211109876

RRRRRRPPPPPP
OOOONNNNNNNN

P
N
P
N VVV

EE
EEE

(E)

12Ø

12Ø

UH

1-6
(E)

UH

1-5
(E)

UH

1-4
(E)

TF
1-2

(E)
UH

1-2
(E)

UH

1-1

6 (TYP-2)

5

7

UH

1-3

TF

1-1
7

6 (TYP-2)

5

(E)
CU
1-1

4

(E)
SF
1-1

(E)
FCU
1-1

(E)
EF
1-1(E)

FCU

1-2
(E)

FCU
1-3

(E)
EF

1-2

TTTTTT
TTTTTTTTTTTTTTTTTTTTT

TT88 88

NUMBERED NOTES

SHEET NOTES

GAS-FIRED INFRARED HEATER

DESIGNATION SERVICE /
LOCATION

MANUF.
MODEL

NUMBER

GAS HEATING

C
O

M
B

U
S

TI
O

N
A

IR
 D

U
C

T

V
E

N
T 

D
U

C
T

VOLTAGE/
PHASE NOTES

M
B

H

LE
N

G
TH

UH-1-7 STORAGE SCHWANK UHE-90-40 90.0 40'10" 4Ø 4Ø 120/1 1,2,3,4,5

UH-1-8 STORAGE SCHWANK UHE-90-40 90.0 40'10" 4Ø 4Ø 120/1 1,2,3,4,5

NOTES:
1. PROVIDE MANUFACTURER-RECOMMENDED CLEARANCES TO COMBUSTIBLE MATERIALS.
2. REFER TO MANUFACTURER RECOMMENDATIONS FOR FLUE LENGTH AND FITTING LIMITATIONS.
3. PROVIDE MANUFACTURER-SUPPLIED COMBUSTION AIR AND VENT DUCT TERMINATIONS FOR ABOVE ROOF.
4. MAINTAIN ALL MANUFACTURER-RECOMMENDED CLEARANCES FOR COMBUSTION AIR AND VENT DUCT TERMINATIONS.
5. NEW HEATERS SHALL BE INSTALLED AT ELEVATION TO MATCH EXISTING HEATERS.

FANS

C

B

A

1 2 3 654

33333 (TYP-2)(TYP(TYP(TYP(TYP

UH
1-8

UH
1-7

2 (TYP-2)
1T UH-1-7, 1-8

FAN AND DISCHARGE DUCT
NO SCALE

3

INLINE FAN (HUNG WITH VIBRATION ISOLATION)
6" FLEXIBLE CONNECTOR

ROUND PVC DUCT

TRANSITION FROM FLEXIBLE
CONNECTION TO ROUND
PVC DUCT
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M201
MECHANICAL CONSTRUCTION PLAN

 3/32" = 1'-0" 1CONSTRUCTION PLAN, GL 6-18

 3/32" = 1'-0" 2CONSTRUCTION PLAN, GL 1-6

CHRIS FARIA
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81
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WIRING DEVICE SUBSCRIPT LEGEND

AC    =   ABOVE COUNTER

GFI   =  GROUND FAULT INTERRUPTER

WP   =   WEATHERPROOF

a    =   LOWER CASE LETTER INDICATES SWITCH CONTROL

27   =   NUMBER INDICATES CIRCUIT NUMBER

IG    =   ISOLATED GROUND (ONE OF DOUBLE DUPLEX)

a    =   LOWER CASE INDICATES SWITCH CONTROL

WIRING DEVICE LEGEND

DUPLEX RECEPTACLE OUTLET: 125V; WALL MOUNTED

DUPLEX RECEPTACLE OUTLET: 125V TOP HALF SWITCHED

DUPLEX RECEPTACLE OUTLET: 125V, DEDICATED; WALL
MOUNTED

DOUBLE DUPLEX RECEPTACLE OUTLET: 125V; WALL MOUNTED

SPECIAL PURPOSE RECEPTACLE OUTLET:  RATING AS INDICATED;
WALL MOUNTED

CLOCK RECEPTACLE OUTLET: 125V, 15A

POWER CONNECTION TO ELECTRIFIED FURNITURE SYSTEM

DUPLEX RECEPTACLE OUTLET: 125V; CEILING MOUNTED

DUPLEX RECEPTACLE OUTLET: 125V, DEDICATED; CEILING
MOUNTED

DOUBLE DUPLEX RECEPTACLE OUTLET: 125V; CEILING MOUNTED

SPECIAL PURPOSE RECEPTACLE OUTLET: RATING AS INDICATED;
CEILING MOUNTED

PUSH BUTTON

BUZZER

BELL

POWER TYPE PLUGSTRIP OR SURFACE RACEWAY, LENGTH
APPROXIMATELY AS SHOWN

POWER/TELECOM TYPE PLUGSTRIP OR SURFACE RACEWAY,
LENGTH APPROXIMATELY AS SHOWN

TELECOM OUTLET

TELECOM CONNECTION TO ELECTRIFIED  FURNITURE SYSTEM

SINGLE POLE SWITCH

DOUBLE POLE SWITCH

THREE WAY SWITCH

FOUR WAY SWITCH

FAN SWITCH

ILLUMINATED HANDLE SWITCH

KEY SWITCH

MOMENTARY CONTACT SWITCH

TIMER SWITCH

WALL DIMMER

LOW VOLTAGE SWITCH

PHOTOCELL

OCCUPANCY SENSOR; WALL MOUNTED

2 WAY OCCUPANCY SENSOR; CEILING MOUNTED

1 WAY OCCUPANCY SENSOR; CEILING MOUNTED

CORRIDOR OCCUPANCY SENSOR; CEILING MOUNTED

ELECTRICAL LEGEND AND ABBREVIATIONS

ABBREVIATIONS
℄ CENTER LINE

AFF ABOVE FINISHED FLOOR

AIC AMPERES INTERRUPTING CAPACITY

AF/AS AMPERE RATING OF FUSE/SWITCH

AT/AF AMPERE RATING OF CIRCUIT,

A/V AUDIO/VISUAL

BMS BUILDING MANAGEMENT SYSTEM

CKT CIRCUIT

DPDT DOUBLE POLE DOUBLE THROW

DPST DOUBLE POLE SINGLE THROW

(E) EXISTING TO REMAIN

EC EMPTY CONDUIT

ELV ELECTRONIC LOW VOLTAGE

EMT ELECTRICAL METALLIC TUBING

FCC FIRE CONTROL CENTER

GFI GROUND FAULT INTERRUPTOR

GND GROUND

INV INVERTER

IG ISOLATED GROUND

LRC LIGHTING RELAY CABINET

MCP MOTOR CIRCUIT PROTECTOR

MIC MINERAL INSULATED CABLE

MS MAIN SWITCHBOARD

(N) NEW

NC NORMALLY CLOSED

NO NORMALLY OPEN

NTS NOT TO SCALE

PVC POLYVINYL CHLORIDE CONDUIT

(R) EXISTING TO BE RELOCATED

RAC RIGID ALUMINUM CONDUIT

RSC RIGID STEEL CONDUIT

SCC SECURITY CONTROL CENTER

SPDT SINGLE POLE DOUBLE THROW

SPST SINGLE POLE SINGLE THROW

TEL TELECOM

TVSS TRANSIENT VOLTAGE SURGE

TYP TYPICAL

UON UNLESS OTHERWISE NOTED

UPS UNINTERRUPTIBLE POWER SUPPLY

WP WEATHERPROOF

WT WATERTIGHT

(X) EXISTING TO BE REMOVED

XP EXPLOSION PROOF

Y

LIGHTING LEGEND

LIGHTING FIXTURE; CEILING MOUNTED

LIGHTING FIXTURE; WALL MOUNTED

LIGHTING FIXTURE, SIZE APPROXIMATELY AS SHOWN;
CEILING MOUNTED
LIGHTING FIXTURE, SIZE APPROXIMATELY AS SHOWN;
WALL MOUNTED

EMERGENCY LIGHTING FIXTURE WITH BATTERY BACKUP

LIGHTING FIXTURE, CONTINUOUS ROW; CEILING MOUNTED

LIGHTING FIXTURE, WALL WASHER; CEILING MOUNTED

LIGHTING FIXTURE(S); POLE MOUNTED

LIGHTING FIXTURE SUBSCRIPTIONS:
NUMBER INDICATES CIRCUIT,
LOWERCASE LETTER INDICATES SWITCH CONTROL
UPPERCASE LETTER INDICATES FIXTURE TYPE

LIGHTING TRACK WITH FIXTURES, LENGTH
APPROXIMATELY AS SHOWN

EXIT SIGNS ARROWS AS SHOWN, ILLUMINATED FACE AS INDICATED BY
SHADING, CONNECT TO EMERGENCY POWER SYSTEM

EXIT SIGN; WALL MOUNTED

EXIT SIGN; CEILING MOUNTED

EXIT SIGN; PENDENT MOUNTED

EXIT SIGN, LOW LEVEL; RECESSED IN WALL

RACEWAY LEGEND

CONDUIT CONCEALED ABOVE CEILING OR WITHIN WALL

CONDUIT BELOW GRADE OR EMBEDDED WITHIN SLAB

CONDUIT UP

CONDUIT DOWN

CONDUIT STUBBED OUT WITH BUSHING
NOTE: PROVIDE PULLSTRING IN EACH EMPTY RACEWAY
CONDUIT STUBBED OUT AND CAPPED
NOTE: PROVIDE PULLSTRING IN EACH EMPTY RACEWAY

AUDIO/VISUAL SYSTEM RACEWAY

FIRE ALARM SYSTEM RACEWAY

CONDUIT HOMERUN, MAXIMUM OF (3) BRANCH CIRCUITS,
UON
NOTE: MAXIMUM OF THREE BRANCH CIRCUITS FOR EACH
HOMERUN, UON

EQUIPMENT NAMING LEGEND

PANEL NAME

POWER LEGEND

ELECTRICAL DISTRIBUTION EQUIPMENT, SIZE APPROX.
AS SHOWN. DOUBLE LINE INDICATES FRONT.

SURFACE MOUNTED EQUIPMENT,
SIZE APPROXIMATELY AS SHOWN

RECESSED MOUNTED EQUIPMENT,
SIZE APPROXIMATELY AS SHOWN

SURFACE MOUNTED 120/208V PANELBOARD,
SIZE APPROXIMATELY AS SHOWN

RECESSED MOUNTED 120/208V PANELBOARD,
SIZE APPROXIMATELY AS SHOWN

STEP DOWN TRANSFORMER

HEAVY DUTY DISCONNECT SWITCH

HEAVY DUTY DISCONNECT SWITCH WITH FUSE

MOTOR STARTER

MOTOR STARTER, NOT PROVIDED UNDER ELECTRICAL
SCOPE

COMBINATION MOTOR STARTER/DISCONNECT SWITCH

COMBINATION MOTOR STARTER/DISCONNECT SWITCH,
NOT PROVIDED UNDER ELECTRICAL SCOPE

VFD WITH DISCONNECT, NOT PROVIDED UNDER
ELECTRICAL SCOPE

VFD WITHOUT DISCONNECT, NOT PROVIDED UNDER
ELECTRICAL SCOPE

MOTORIZED DOOR CONTROLLER (FURNISHED WITH
DOOR)

MOTORIZED SHADE CONTROLLER (FURNISHED WITH
SHADES)

PROJECTION SCREEN CONTROLLER (FURNISHED WITH
SCREEN)

SPEED CONTROLLER (FURNISHED WITH EQUIPMENT)

THERMAL OVERLOAD/DISCONNECT SWITCH

MOTOR CONNECTION

JUNCTION BOX, CEILING MOUNTED

JUNCTION BOX, WALL MOUNTED

PULL BOX

GROUND BUS CABINET

CIRCUIT BREAKER

SWITCH AND FUSE

CIRCUIT BREAKER IN ENCLOSURE

NORMALLY OPEN CONTACT

NORMALLY CLOSED CONTACT

RELAY OR CONTACTOR:  CONTACTS SHOWN WITH COIL
DEENERGIZED

TRANSFORMER

EQUIPMENT DESIGNATION
POWER SOURCE

FIRE ALARM LEGEND

MANUAL PULL STATION

AREA SMOKE DETECTOR, CEILING MOUNTED
(SMOKE DETECTOR, SEMI-FLUSH MOUNTED IN CEILING)

AREA SMOKE DETECTOR, WALL MOUNTED

DUCT TYPE SMOKE DETECTOR

HEAT DETECTOR, CEILING MOUNTED

BEAM DETECTOR: R = RECEIVER,
T = TRANSMITTER

SPRINKLER WATER FLOW SWITCH

SPRINKLER TAMPER SWITCH

FIRE ALARM SPEAKER; CEILING MOUNTED

FIRE ALARM SPEAKER; WALL MOUNTED

COMBINATION FIRE ALARM SPEAKER/VISUAL ALARM; WALL
MOUNTED

VISUAL ALARM; CEILING MOUNTED

VISUAL ALARM; WALL MOUNTED

MAGNETIC DOOR HOLDER

FIRE ALARM BELL

FIRE/SMOKE DAMPER

SMOKE DAMPER

FIRE ALARM AND CONTROL PANEL

FIRE ALARM REMOTE PANEL

FIRE ALARM TERMINAL CABINET

FIRE ALARM REMOTE ANNUNCIATOR

COMBINATION FIRE ALARM SPEAKER/VISUAL ALARM; CEILING
MOUNTED

MW   =   MICROWAVE

UH UNIT HEATER

BREAKER TRIP/FRAME

SUPPRESSION

CIRCUIT NUMBER(S)
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LIGHTING FIXTURE SCHEDULE

TYPE DESCRIPTION MANUFACTURER
CATALOG NUMBER

LAMP INPUT
VOLTS

FIXTURE
INPUT
WATTS

REMARKS
DESCRIPTION WATTS QTY

F1
(E)

DIMMABLE LINEAR FLUORESCENT
DOWNLIGHT WITH LENS AND (3)
MR16 LED ACCENT LIGHTS
(EXISTING FIXTURES SHOWN HERE
FOR REFERENCE ONLY)

EXISTING

(4) 28W T5
(3) 12.2W MR16

LED
SEE 26 51 00

28
12.2

4
3 120 162 REPLACE EMERGENCY BATTERY BALLAST

WITH NEW, PER E101 AND E301.

F6/F6T 120V TRACK SYSTEM WITH 39W LED
TRACK MOUNTED LIGHTS SEE 26 51 00 INTEGRAL LED

SEE 26 51 00 39 1 120 39 WATTS FOR ENERGY CODE DETERMINED BY
RATING OF CIRCUITS SERVING TRACK.

F6a 39W LED MONOPOINT FOR
EMERGENCY EGRESS LIGHTING SEE 26 51 00 INTEGRAL LED

SEE 26 51 00 39 1 120 39

MOUNT FIXTURE TO UNISTRUT PER
ARCHITECTURAL DETAIL #6 ON SHEET A601.
FIXTURES SHALL BE NORMALLY OFF AND
AIMED OUT THE WINDOW TO THE NORTH
SIDEWALK. UPON LOSS OF UTILITY POWER,
FIXTURES SHALL AUTOMATICALLY
ILLUMINATE TO PROVIDE EMERGENCY
EGRESS LIGHTING AT THE NORTH
SIDEWALK AREA.

F8
(E)

SURFACE MOUNTED LED STRIP
(EXISTING FIXTURES SHOWN FOR
REFERENCE ONLY)

EXISTING INTEGRAL LED
SEE 26 51 00

2.4
PER 1' - 120 3.2

PER 1'
PROVIDE NEW INVERTERS TO POWER
FIXTURES PER ELECTRICAL DRAWINGS

FX1

WALL SURFACE MOUNTED RLM
DOWNLIGHT, COMPACT
FLUORESCENT WITH INTEGRAL
BALLAST

SEE 26 51 00 42W CFL 42 1 120 46

FOR ALL FIXTURES, PROVIDE REMOTE
BALLAST LOCATED ON INTERIOR SIDE OF
WALL IN ACCORDANCE WITH
MANUFACTURER'S RECOMMENDATIONS.
WHERE INDICATED, PROVIDE BATTERY
BACKUP BALLAST SUITABLE FOR LAMP
TYPE, BODINE B75C OR APPROVED EQUAL.
COORDINATE MOUNTING LOCATION WITH
ARCHITECT AND PROVIDE NEMA 3R
WEATHERPROOF ENCLOSURE IF REQUIRED.

FIXTURE TO BE RATED FOR WET
LOCATIONS.

FX4

POLE MOUNTED EXTERIOR AREA
LIGHT, SINGLE FIXTURE HEAD WITH
TYPE III LIGHT DISTRIBUTION
MOUNTED TO 16' ROUND ALUMINUM
POLE WITH CONCRETE BASE PER
STRUCTURAL, INTEGRAL OUTDOOR
OCCUPANCY SENSOR FOR
MOUNTING UP TO 30' WITH 0-10V
DIMMING

SEE 26 51 00 INTEGRAL LED
SEE 26 51 00 70 1 120 70 FIXTURE TO BE RATED FOR WET

LOCATIONS.

FX5

POLE MOUNTED EXTERIOR AREA
LIGHT, DOUBLE FIXTURE HEADS
WITH TYPE III LIGHT DISTRIBUTION
MOUNTED ON OPPOSITE SIDES
(180˚) OF 16' ROUND ALUMINUM
POLE WITH CONCRETE BASE PER
ARCHITECTURAL, INTEGRAL
OUTDOOR OCCUPANCY SENSOR
FOR MOUNTING UP TO 30' WITH
0-10V DIMMING

SEE 26 51 00 INTEGRAL LED
SEE 26 51 00 70 2 120 140 FIXTURE TO BE RATED FOR WET

LOCATIONS.

FX6 WALL RECESSED LED SHIELDED
STEPLIGHT SEE 26 51 00 INTEGRAL LED

SEE 26 51 00 3.5 1 120 3.5

FIXTURE TO BE INSTALLED IN RECESSED
SINGLE-GANG BOX. REFER TO
ARCHITECTURAL DRAWINGS FOR
MOUNTING HEIGHTS AFF.

FIXTURE TO BE RATED FOR WET
LOCATIONS.

FX7 SURFACE MOUNTED LED ADA
LENSED WALL SCONCE SEE 26 51 00 INTEGRAL LED

SEE 26 51 00 12 1 120 14 FIXTURE TO BE RATED FOR WET
LOCATIONS.

W3 ARCHITECTURAL LED EMERGENCY
LIGHT WITH INTEGRAL BATTERY

DUAL-LITE
EV-2-()-()-() INTEGRAL LED 2 2 120 2

FIXTURE SHALL BE NORMALLY OFF AND
SHALL AUTOMATICALLY ILLUMINATE UPON
UTILITY POWER LOSS

EXIT
SIGN

EDGE-LIT LED, RED LETTERS ON
MIRRORED FACE, BRUSHED
ALUMINUM HOUSING, WITH
NICKEL-CADMIUM BATTERY

LITHONIA
LRP-()-1-RC-()-
120/277-ELN-()

LED ASSEMBLY
INCLUDED 2 1 120/277 3

CONTRACTOR TO COORDINATE
DIRECTIONAL INDICATORS AND REQUIRED
MOUNTING CONFIGURATIONS WITH
ELECTRICAL DRAWINGS AND FIELD
CONDITIONS PRIOR TO RELEASE. VERIFY
HOUSING FINISH WITH ARCHITECT.

TITLE 24 NOTES

EXTERIOR LIGHTING CONTROL

A. NEW  "FX1" FIXTURES ARE CONSIDERED BUILDING FACADE LIGHTING.

B. BUILDING FACADE LIGHTING IS CONTROLLED VIA PROGRAMMABLE LIGHTING RELAY CABINET LRC-2
WITH INTEGRAL ASTRONOMICAL TIMECLOCK  THAT AUTOMATICALLY TURNS LIGHTING OFF WHEN
DAYLIGHT IS AVAILABLE [130.2(c)1]  AND CAN FUNCTION AS A PART-NIGHT OUTDOOR LIGHTING
CONTROL [130.2(c)5.A].

C. BUILDING FACADE LIGHTING IS EXEMPT FROM MOTION SENSOR REQUIREMENT OF 130.2(c)3, PER
EXCEPTION 2.

D. NEW  PARKING AREA LIGHTING IS CONTROLLED VIA PROGRAMMABLE LIGHTING RELAY CABINET LRC-2
WITH INTEGRAL ASTRONOMICAL TIMECLOCK  THAT AUTOMATICALLY TURNS LIGHTING OFF WHEN
DAYLIGHT IS AVAILABLE [130.2(c)1] .

E. NEW PARKING AREA LUMINAIRES ARE EQUIPPED WITH INTEGRAL OUTDOOR OCCUPANCY SENSORS
AND 0-10V DIMMING TO AUTOMATICALLY REDUCE LUMINAIRE POWER OF BETWEEN 40% AND 80%
WHEN SPACE IS UNOCCUPIED [130.2(c)3].

INTERIOR LIGHTING CONTROL

A. EXIT SIGNS ARE EXEMPT FROM TITLE 24 CONTROL REQUIREMENTS.

B. NEW W3 FIXTURES ARE NORMALLY OFF AND WILL AUTOMATICALLY ILLUMINATE UNDER LOSS OF
NORMAL UTILITY POWER. THESE ARE EXEMPT FROM TITLE 24 REQUIREMENTS.

C. IN THE HIGH BAY SPACE ON THE WEST END, NEW F6T TRACK LIGHTING IS BEING INSTALLED. ALL F6T
LIGHTING IS CONSIDERED TO BE GENERAL LIGHTING. THE APPROXIMATE AREA OF THIS ENCLOSED
SPACE IS APPROXIMATELY 5228 SQUARE FEET. THE MAXIMUM TOTAL WATTAGE OF THE NEW TRACK
LIGHTING IS 20A x 120V = 2400VA. THUS THE INSTALLED LIGHTING POWER DENSITY IN THIS ROOM WILL
2400W / 5228SF = 0.46 W/SF.

D. THE NEW F6T GENERAL TRACK LIGHTING IS CONTROLLED VIA PROGRAMMABLE LIGHTING RELAY
CABINET LRC-2 WITH INTEGRAL TIMECLOCK FOR AUTOMATIC SHUTOFF [130.1(c)1.A].

E. EACH ROW OF F6T GENERAL TRACK LIGHTING IS SEPARATED INTO A SEPARATE RELAY CONTROL
ZONE [130.1(c)1.C].

F. AN OVERRIDE CONTROL FOR EACH ZONE (ROW OF TRACK LIGHTING) IS PROVIDED [130.1(c)3].

G. AREA CONTROLS ARE PROVIDED VIA THE DIMMERS AND TIMECLOCK OVERRIDE SWITCHES. THESE
CONTROLS ARE LOCATED WITHIN THE SPACE AND ALLOW USES TO TURN THE LIGHTS OFF
REGARDLESS OF THE OCCUPANCY STATUS OF THE ROOM [130.1(a)].

H. THE LIGHTING POWER DENSITY IN THIS HIGH BAY AREA IS LESS THAN 0.5W/SF, THUS MULTI-LEVEL
CONTROL REQUIREMENTS DO NOT APPLY [130.1(b)].

I. AN INDOOR PHOTOCELL IS PROVIDED THAT WILL AUTOMATICALLY TURN OFF ONE OR MORE ROWS OF
TRACK LIGHTING IN THIS SPACE IN RESPONSE TO AVAILABLE DAYLIGHT. AUTOMATIC DIMMING OF
THESE ZONES IS NOT REQUIRED SINCE MULTI-LEVEL CONTROLS DO NOT APPLY [130.1(d)].

J. THE PROGRAMMABLE LIGHTING CONTROL SYSTEM IS CAPABLE OF ACCEPTING AN AUTOMATIC
DEMAND RESPONSE SIGNAL FROM THE UTILITY AND CAN BE PROGRAMMED TO TURN OFF ONE ROW
OF TRACK LIGHTING UPON RECEIPT OF THIS SIGNAL FOR A 33% REDUCTION OF LIGHTING POWER IN
THIS SPACE [130.1(e)].

SIGNAGE LIGHTING CONTROL

A. NEW TYPE "F6/F6T" FIXTURES LABELED AND INTENDED SPECIFICALLY TO ILLUMINATE "IERBYS"
SIGNAGE SHALL BE CONSIDERED SIGNAGE LIGHTING.

B. NEW SIGNAGE LIGHTING FIXTURES ARE CONTROLLED VIA LRC-2, WITH ASTRONOMICAL TIMECLOCK
CONTROL  [130.3].

NORMALLY OFF EMERGENCY LIGHTING

A. NEW TYPE "F6a" FIXTURES SHALL BE NORMALLY OFF AND SHALL AUTOMATICALLY ILLUMINATE UPON
LOSS OF UTILITY POWER TO PROVIDE EMERGENCY EGRESS ILLUMINATION AT EXTERIOR NORTH
SIDEWALK AREA.

B. NORMALLY OFF EMERGENCY LIGHTING IS NOT SUBJECT TO LIGHTING POWER DENSITY [140.6(a)3.K]
OR CONTROL REQUIREMENTS [130.2(c)EXCEPTION 1].
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EXISTING BUILDING

B   U   R   M   A      R   O   A   D

(E) PLAZA

(E) ELEVATED PLATFORM

ELEC.
ENCLOSURE

(E) UTILITY POLE

(E)   B   I   K   E      P   A   T   H P   A   T   H

M  A  I  N  T  E  N  A  N  C  E      R  O  A  D

1 1

1

1

J
WPP

44444

33333

2

5555 6

6

66666

6
(E

6

3#12+#12GND IN 3/4"C 2#

3#12+#12GND IN 3/4"C

NUMBERED NOTES

SHEET NOTES

A. ALL UNDERGROUND SITE CIRCUITS SHALL BE 2#12 + #12
GND IN 3/4"C, UON.

B. AT EACH LIGHT POLE (FX4, FX5, AND FX6), PROVIDE A
TRAFFIC-RATED NO. 3.5 PULLBOX ADJACENT TO EACH POLE
WITH AN IN-LINE FUSE FOR EACH CONDUCTOR SERVING
POLE  TO PROTECT FIXTURE.  SIZE FUSE AS RECOMMENDED
BY MANUFACTURER.
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X

SEE E301 2400VA

2.0

SHEET

10
/2

9/
20

14
 1

0:
09

:4
3 

A
M

I:\60366 - Bridge Yard\Discip\Arch\Revit\Model\141006_60366_Bridge Yard - Central.rvt

REVISIONS
MARK DATE DESCRIPTIONS BY CH'D

Pl
ott

ed
:

Fil
en

am
e:

123

123

E102
ELECTRICAL TITLE 24 DOCUMENTATION

CATALINO ENRIQUEZ

86

86

08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

81

81 124

124

08/24/15

08/24/15

08/17/15



E19367
03/16/2015

E19367
03/16/2015

X

X

X

X

X
X

X

X
X

2.0

SHEET

10
/2

9/
20

14
 1

0:
09

:4
3 

A
M

I:\60366 - Bridge Yard\Discip\Arch\Revit\Model\141006_60366_Bridge Yard - Central.rvt

REVISIONS
MARK DATE DESCRIPTIONS BY CH'D

Pl
ott

ed
:

Fil
en

am
e:

123

123

E103
ELECTRICAL TITLE 24 DOCUMENTATION

XXX

XXX

XXX

XXX
X

XXX
XXX

XXX

XXX
XXX

CATALINO ENRIQUEZ

87

87

82

82 124

124

08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

08/24/15

08/24/15

08/17/15



E19367
03/16/2015

E19367
03/16/2015

2.0

SHEET

10
/2

9/
20

14
 1

0:
09

:4
3 

A
M

I:\60366 - Bridge Yard\Discip\Arch\Revit\Model\141006_60366_Bridge Yard - Central.rvt

REVISIONS
MARK DATE DESCRIPTIONS BY CH'D

Pl
ott

ed
:

Fil
en

am
e:

123

123

E104
ELECTRICAL TITLE 24 DOCUMENTATION

X

X

X

X

X

CATALINO ENRIQUEZ

88

88

08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

83

83 124

124

08/24/15

08/24/15

08/17/15



120V, 1-PHASE COPPER WIRE
MAXIMUM LENGTH OF CONDUCTOR IN FT TO BE USED PER VA

AND WIRE SIZE

VA
CONDUCTOR SIZE

#12 #10 #8 #6 #4 #2 #1
100 1,240ft 2,055ft 3,125ft 4,890ft 7,525ft 11,850ft 14,550ft
200 620ft 1,025ft 1,560ft 2,440ft 3,760ft 5,920ft 7,270ft
300 410ft 685ft 1,040ft 1,625ft 2,505ft 3,945ft 4,845ft
400 310ft 510ft 780ft 1,220ft 1,880ft 2,960ft 3,635ft
500 245ft 410ft 625ft 975ft 1,500ft 2,365ft 2,905ft
600 205ft 340ft 520ft 810ft 1,250ft 1,970ft 2,420ft
700 175ft 290ft 445ft 695ft 1,075ft 1,690ft 2,075ft
800 155ft 255ft 390ft 610ft 940ft 1,480ft 1,815ft
900 135ft 225ft 345ft 540ft 835ft 1,315ft 1,615ft

1000 120ft 205ft 310ft 485ft 750ft 1,180ft 1,450ft
1100 110ft 185ft 280ft 440ft 680ft 1,075ft 1,320ft
1200 100ft 170ft 260ft 405ft 625ft 985ft 1,210ft
1300 95ft 155ft 240ft 375ft 575ft 910ft 1,115ft
1400 85ft 145ft 220ft 345ft 530ft 845ft 1,035ft
1500 80ft 135ft 205ft 325ft 500ft 785ft 965ft
1600 75ft 125ft 195ft 305ft 470ft 740ft 905ft
1700 70ft 120ft 180ft 285ft 440ft 695ft 855ft
1800 65ft 110ft 170ft 270ft 415ft 655ft 805ft
1900 65ft 105ft 160ft 255ft 395ft 620ft 765ft
2000 60ft 100ft 155ft 240ft 375ft 590ft 725ft
2100 55ft 95ft 145ft 230ft 355ft 560ft 690ft
2200 55ft 90ft 140ft 220ft 340ft 535ft 660ft
2300 50ft 85ft 135ft 210ft 325ft 515ft 630ft
2400 50ft 85ft 130ft 200ft 310ft 490ft 600ft
2500 N/A 80ft 125ft 195ft 300ft 470ft 580ft
2600 N/A 75ft 120ft 185ft 285ft 455ft 555ft
2700 N/A 75ft 115ft 180ft 275ft 435ft 535ft
2800 N/A 70ft 110ft 170ft 265ft 420ft 515ft
2900 N/A 70ft 105ft 165ft 255ft 405ft 500ft
3000 N/A 65ft 100ft 160ft 250ft 390ft 480ft
3100 N/A 65ft 100ft 155ft 240ft 380ft 465ft
3200 N/A 60ft 95ft 150ft 235ft 370ft 450ft
3300 N/A 60ft 90ft 145ft 225ft 355ft 440ft
3400 N/A 60ft 90ft 140ft 220ft 345ft 425ft
3500 N/A 55ft 85ft 135ft 210ft 335ft 415ft
3600 N/A 55ft 85ft 135ft 205ft 325ft 400ft
3700 N/A N/A 80ft 130ft 200ft 320ft 390ft
3800 N/A N/A 80ft 125ft 195ft 310ft 380ft
3900 N/A N/A 80ft 125ft 190ft 300ft 370ft
4000 N/A N/A 75ft 120ft 185ft 295ft 360ft

BASED ON 3% VOLTAGE DROP ALLOWED FOR BRANCH CIRCUITS
PER TITLE 24 2013.

VOLTAGE DROP = (CIRCUIT AMPS) X (TWICE THE LENGTH OF
CONDUCTOR) X (WIRE RESISTANCE)

208V, 1-PHASE COPPER WIRE
MAXIMUM LENGTH OF CONDUCTOR IN FT TO BE USED PER VA

AND WIRE SIZE

VA
CONDUCTOR SIZE

#12 #10 #8 #6 #4 #2 #1
100 3,735ft 6,180ft 9,395ft 14,685ft 22,605ft 35,590ft 43,705ft
200 1,865ft 3,090ft 4,695ft 7,340ft 11,300ft 17,795ft 21,850ft
300 1,245ft 2,060ft 3,130ft 4,895ft 7,535ft 11,860ft 14,565ft
400 930ft 1,545ft 2,345ft 3,670ft 5,650ft 8,895ft 10,925ft
500 745ft 1,235ft 1,875ft 2,935ft 4,520ft 7,115ft 8,740ft
600 620ft 1,030ft 1,565ft 2,445ft 3,765ft 5,930ft 7,280ft
700 530ft 880ft 1,340ft 2,095ft 3,225ft 5,080ft 6,240ft
800 465ft 770ft 1,170ft 1,835ft 2,825ft 4,445ft 5,460ft
900 415ft 685ft 1,040ft 1,630ft 2,510ft 3,950ft 4,855ft

1000 370ft 615ft 935ft 1,465ft 2,260ft 3,555ft 4,370ft
1100 335ft 560ft 850ft 1,335ft 2,055ft 3,235ft 3,970ft
1200 310ft 515ft 780ft 1,220ft 1,880ft 2,965ft 3,640ft
1300 285ft 475ft 720ft 1,125ft 1,735ft 2,735ft 3,360ft
1400 265ft 440ft 670ft 1,045ft 1,610ft 2,540ft 3,120ft
1500 245ft 410ft 625ft 975ft 1,505ft 2,370ft 2,910ft
1600 230ft 385ft 585ft 915ft 1,410ft 2,220ft 2,730ft
1700 215ft 360ft 550ft 860ft 1,325ft 2,090ft 2,570ft
1800 205ft 340ft 520ft 815ft 1,255ft 1,975ft 2,425ft
1900 195ft 325ft 490ft 770ft 1,185ft 1,870ft 2,300ft
2000 185ft 305ft 465ft 730ft 1,130ft 1,775ft 2,185ft
2100 175ft 290ft 445ft 695ft 1,075ft 1,690ft 2,080ft
2200 165ft 280ft 425ft 665ft 1,025ft 1,615ft 1,985ft
2300 160ft 265ft 405ft 635ft 980ft 1,545ft 1,900ft
2400 155ft 255ft 390ft 610ft 940ft 1,480ft 1,820ft
2500 145ft 245ft 375ft 585ft 900ft 1,420ft 1,745ft
2600 140ft 235ft 360ft 560ft 865ft 1,365ft 1,680ft
2700 135ft 225ft 345ft 540ft 835ft 1,315ft 1,615ft
2800 130ft 220ft 335ft 520ft 805ft 1,270ft 1,560ft
2900 125ft 210ft 320ft 505ft 775ft 1,225ft 1,505ft
3000 120ft 205ft 310ft 485ft 750ft 1,185ft 1,455ft
3100 120ft 195ft 300ft 470ft 725ft 1,145ft 1,405ft
3200 115ft 190ft 290ft 455ft 705ft 1,110ft 1,365ft
3300 110ft 185ft 280ft 445ft 685ft 1,075ft 1,320ft
3400 105ft 180ft 275ft 430ft 660ft 1,045ft 1,285ft
3500 105ft 175ft 265ft 415ft 645ft 1,015ft 1,245ft
3600 100ft 170ft 260ft 405ft 625ft 985ft 1,210ft
3700 100ft 165ft 250ft 395ft 610ft 960ft 1,180ft
3800 95ft 160ft 245ft 385ft 590ft 935ft 1,150ft
3900 95ft 155ft 240ft 375ft 575ft 910ft 1,120ft
4000 90ft 150ft 230ft 365ft 565ft 885ft 1,090ft

BASED ON 3% VOLTAGE DROP ALLOWED FOR BRANCH CIRCUITS
PER TITLE 24 2013.

VOLTAGE DROP = (CIRCUIT AMPS) X (TWICE THE LENGTH OF
CONDUCTOR) X (WIRE RESISTANCE)

208V, 3-PHASE COPPER WIRE
MAXIMUM LENGTH OF CONDUCTOR IN FT TO BE USED PER VA

AND WIRE SIZE

VA
CONDUCTOR SIZE

#12 #10 #8 #6 #4 #2 #1
100 7,475ft 12,365ft 18,795ft 29,375ft 45,210ft 71,180ft 87,410ft
200 3,735ft 6,180ft 9,395ft 14,685ft 22,605ft 35,590ft 43,705ft
300 2,490ft 4,120ft 6,265ft 9,790ft 15,070ft 23,725ft 29,135ft
400 1,865ft 3,090ft 4,695ft 7,340ft 11,300ft 17,795ft 21,850ft
500 1,495ft 2,470ft 3,755ft 5,875ft 9,040ft 14,235ft 17,480ft
600 1,245ft 2,060ft 3,130ft 4,895ft 7,535ft 11,860ft 14,565ft
700 1,065ft 1,765ft 2,685ft 4,195ft 6,455ft 10,165ft 12,485ft
800 930ft 1,545ft 2,345ft 3,670ft 5,650ft 8,895ft 10,925ft
900 830ft 1,370ft 2,085ft 3,260ft 5,020ft 7,905ft 9,710ft

1000 745ft 1,235ft 1,875ft 2,935ft 4,520ft 7,115ft 8,740ft
1100 675ft 1,120ft 1,705ft 2,670ft 4,110ft 6,470ft 7,945ft
1200 620ft 1,030ft 1,565ft 2,445ft 3,765ft 5,930ft 7,280ft
1300 575ft 950ft 1,445ft 2,255ft 3,475ft 5,475ft 6,723ft
1400 530ft 880ft 1,340ft 2,095ft 3,225ft 5,080ft 6,240ft
1500 495ft 820ft 1,250ft 1,955ft 3,010ft 4,745ft 5,825ft
1600 465ft 770ft 1,170ft 1,835ft 2,825ft 4,445ft 5,460ft
1700 435ft 725ft 1,105ft 1,725ft 2,655ft 4,185ft 5,140ft
1800 415ft 685ft 1,040ft 1,630ft 2,510ft 3,950ft 4,855ft
1900 390ft 650ft 985ft 1,545ft 2,375ft 3,745ft 4,600ft
2000 370ft 615ft 935ft 1,465ft 2,260ft 3,555ft 4,370ft
2100 355ft 585ft 895ft 1,395ft 2,150ft 3,385ft 4,160ft
2200 335ft 560ft 850ft 1,335ft 2,055ft 3,235ft 3,970ft
2300 325ft 535ft 815ft 1,275ft 1,965ft 3,090ft 3,800ft
2400 310ft 515ft 780ft 1,220ft 1,880ft 2,965ft 3,640ft
2500 295ft 490ft 750ft 1,175ft 1,805ft 2,845ft 3,495ft
2600 285ft 475ft 720ft 1,125ft 1,735ft 2,735ft 3,360ft
2700 275ft 455ft 695ft 1,085ft 1,670ft 2,635ft 3,235ft
2800 265ft 440ft 670ft 1,045ft 1,610ft 2,540ft 3,120ft
2900 255ft 425ft 645ft 1,010ft 1,555ft 2,450ft 3,010ft
3000 245ft 410ft 625ft 975ft 1,505ft 2,370ft 2,910ft
3100 240ft 395ft 605ft 945ft 1,455ft 2,295ft 2,815ft
3200 230ft 385ft 585ft 915ft 1,410ft 2,220ft 2,730ft
3300 225ft 370ft 565ft 890ft 1,370ft 2,155ft 2,645ft
3400 215ft 360ft 550ft 860ft 1,325ft 2,090ft 2,570ft
3500 210ft 350ft 535ft 835ft 1,290ft 2,030ft 2,495ft
3600 205ft 340ft 520ft 815ft 1,255ft 1,975ft 2,425ft
3700 200ft 330ft 505ft 790ft 1,220ft 1,920ft 2,350ft
3800 195ft 325ft 490ft 770ft 1,185ft 1,870ft 2,300ft
3900 190ft 315ft 480ft 750ft 1,155ft 1,825ft 2,240ft
4000 185ft 305ft 465ft 730ft 1,130ft 1,775ft 2,185ft

BASED ON 2% VOLTAGE DROP ALLOWED FOR FEEDERS PER TITLE
24 2013.

VOLTAGE DROP = (CIRCUIT AMPS) X (TWICE THE LENGTH OF
CONDUCTOR) X (WIRE RESISTANCE)
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BRIDGE YARD 01/19/15

  5245sqft

210 BURMA ROAD, OAKLAND CA 3 0

NOT REQUIRED. NO NEW ELECTRICAL SERVICE WAS INSTALLED.

208V PANEL: P6 MAIN ELEC DISTRIBUTION WIREWAY 45.0KVA
208V PANEL: P6L PANEL P6 21.6KVA

BRIDGE YARD 01/19/15BRIDGE YARD 01/19/15

ANDREW HARRINGTON

WSP, USA

405 HOWARD ST, STE 500

SAN FRANCISCO / CA / 94105 415-398-3833

ANDREW HARRINGTON

WSP, USA

405 HOWARD ST, STE 500 E19367

SAN FRANCISCO / CA / 94105 415-398-3833

BRIDGE YARD 01/19/15

BRIDGE YARD 01/19/15BRIDGE YARD 01/19/15

03/16/2015
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NUMBERED NOTES

SHEET NOTES

A. ALL EQUIPMENT AND DEVICES SHOWN ON THIS DRAWING ARE NEW (N), UON.

B. VERIFY EXACT LOCATION AND MOUNTING HEIGHT OF ALL DEVICES WITH
ARCHITECT, PRIOR TO INSTALLATION.

C. PROVIDE 1/2" CONDUIT AND 12 AWG WIRE FOR ALL CIRCUITING SHOWN, UON.

D. CONNECT ALL NEW FIRE ALARM SYSTEM DEVICES TO EXISTING FACP IN
ELECTRICAL CLOSET NEAR GRIDLINES B AND 14. EXPAND EXISTING SYSTEM
AS REQUIRED TO SERVE NEW FA DEVICES.

E. EXISTING PANELS P1, P2, AND P3 SHALL REMAIN TO SERVE ONLY EXISTING
LOADS NOT REMOVED IN THIS SCOPE OF WORK. NO NEW EQUIPMENT,
DEVICES, OR CIRCUITS SHALL BE CONNECTED TO THESE PANELS.

F. EXISTING FIRE ALARM SYSTEM CONNECTIONS TO SPRINKLER WATER FLOW
AND TAMPER SWITCHES SHALL REMAIN. VERIFY LOCATION IN THE FIELD.

A

B

C

(E)PANEL P3

(N)PANEL P6PEAN(N((NNNNN(((((( EEE

4

6

(N)PANEL P6L( ) 6A))(N)PA)N(N)PANN)PA)(NN(N)PA( )) AAAAAAAAAAAAAAAAAAAAAAAA PPPPPP6L6PPPP6LPPPPP6L6PPPPPP6LP
(N)LRC-2RRRRRRRRRRRR(N)LRC 2-22RRRNNN)LRRRRRR(NN

(N)

(N)(N)NN

(N)( )

(N)

(E)

(E)( )

(E))(E)

(E)
6

5

99

P6/01

P6/02

(N))

UH-1-8 UH-1-7

(E)

(E)

P1/24

P6/036/17 18

1555555515555155551

16 212111

TO EMERGENCY PARKING AREA LIGHTING TO NORMAL PARKINGLLLLLLL PARKINGL PARKINL NGL PARKINL NGNNNNNNNNMMM
AREA LIGHTING

(N)(N)))

77

J

23 P6/5

4 5 6321

2.0

SHEET

10
/2

9/
20

14
 1

0:
09

:4
3 

A
M

I:\60366 - Bridge Yard\Discip\Arch\Revit\Model\141006_60366_Bridge Yard - Central.rvt

REVISIONS
MARK DATE DESCRIPTIONS BY CH'D

Pl
ott

ed
:

Fil
en

am
e:

123

123

E201ELECTRICAL POWER AND FIRE ALARM
CONSTRUCTIONPLAN

 3/32" = 1'-0" 2ENLARGED PLAN, GL 6-18

 3/32" = 1'-0" 2ENLARGED PLAN, GL 1-6

CATALINO ENRIQUEZ

91

91

86

86 124

124

08
/2

8/
15

 F
IN

A
L 

B
ID

 S
ET

08/24/15

08/24/15

08/17/15



PREVIOUSLY
RENOVATED AREA

1817161514131211109876

W3

(E)(E)(E)(E)(E)(E)(E)(E)

2

(E)(E)(E) (E)

22

(E)

2

(E)

2

(E)

2 33

  (R)  (R)  (R)

1 TYPTTYP

1 TYP

1 TYP

  (R)
  (R)   (R)

W3WW3W3
W3  (R) W3W3(N)W3

R O S

1

4

W3

1 TYP

W3 (E)E)E) (E) (E) W3 W3 (E)(E)(E) (E) (E) W3 (E)E)E) (E)

W3
(R) (R) (R)

F88F88F88F88F8F88 (E)(E)(E)(E)(E)(E)5 F8FFF8FFF8FFF8FFF8F8FF (E)(E)(E)(E)(E)(E)5 F8F8F8F8F8F8F8F8 (E)(E)(E)(E)E(E)E(E)(E)E(E)E5 F8F8F8F8F8F8F8F8 (E)(E)(E)(E)E(E)E(E)(E)E(E)E5F8F8F8F8F8F8F8F8 (E)(E)(E)E(E)E(E)E(E)E(E)E(E)E5 F8F8FF8FF8FF8F (E)(E)(E)(E)(E)5

9

4

(N) (N)((( (N)
(N)( )( )( )( )

P6L/6

P6L/46LP6L/P6L/P666PP

D



11
3

12

(N)F6T(

12

(N)F6T

RRRRRR
Y

(N)

133
F6a
(N)(N(

F6a
(N)

F6a
(N)

F6a
(N)

F6a
(N)

F6a
(N)(N(

F6a
(N)

F6a
(N)

144

(E) (E)FX1 FX1

(E)
FX1

(E)
FX1

(E)
FX1

(E)FX2

(E)

(E)E)(E)

(N) ()

6

NUMBERED NOTES

SHEET NOTES

A. REINSTALL ALL FIXTURES AND DEVICES, OUTLET BOXES, AND CONDUIT AND
WIRE THAT WERE PREVIOUSLY REMOVED TO FACILITATE SEISMIC UPGRADES.

B. VERIFY EXACT LOCATION AND MOUNTING HEIGHTS FOR ALL LUMINAIRES AND
CONTROLS WITH ARCHITECT PRIOR TO INSTALLATION.

C. PROVIDE A COMPLETE CONDUIT AND CONDUCTOR SYSTEM FOR THE COMPLETE
POWER AND LIGHTING CONTROL SYSTEM SHOWN.

D. PROVIDE  2#12 + #12 GND IN 1/2"C FOR ALL LIGHTING CIRCUITS, UON.

E. CONNECT ALL 120/208V LIGHTING TO NEW PANEL P6L, VIA CONTROLS INDICATED.

F. DOUBLE LETTER CONTROL ZONE ("xx") INDICATES CONTROL VIA PROGRAMMABLE
LIGHTING CONTROL RELAY.

G. SINGLE LETTER CONTROL ZONE ("x") INDICATES LOCAL/LINE VOLTAGE CONTROL.

H. PROVIDE LOW VOLTAGE SWITCHES WITH A SEPARATE ON/OFF BUTTON FOR
EACH CONTROL ZONE SHOWN, PLUS A MASTER ON/OFF BUTTON.

I. REFER TO E001 FOR TITLE 24 COMPLIANCE NOTES.
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TO EXISTING EQUIPMENT TO REMAIN. NOT AFFECTED UNDER SCOPE OF WORK.

PROVIDE A NEW 120V, 250VA, SINGLE-PHASE UL 924 LISTED EMERGENCY LIGHTING INVERTER,
DUAL-LITE MODEL LG2S OR PHILIPS BODINE ELI-250-SD, OR APPROVED EQUAL.

CONNECT THREE (3) RUNS OF "F8" FIXTURE TO EACH INVERTER.
REFER TO E201 AND A201 FOR INVERTER LOCATIONS.
REFER TO E301 FOR LOCATION OF (E) F8 FIXTURES TO BE SERVED.
PROVIDE A NEW UNSWITCHED HOT LEAD TO EACH INVERTER FROM SAME CIRCUIT CURRENTLY
SERVING F8 FIXTURES (PANEL P5 CIRCUIT 7).
INTERCEPT EXISTING SWITCHED CIRCUIT TO FIXTURES, AND WIRE INVERTER AND F8 FIXTURES
AS AN EXTERNALLY SWITCHED LOAD."

EQUIPMENT AND DEVICES SERVING BASE TOWER SHALL REMAIN ENERGIZED AT ALL TIMES.
PROVIDE TEMPORARY POWER IF/AS REQUIRED AND COORDINATE ANY BRIEF SHUT DOWNS WITH
OWNER REP. BASE TOWER IS SERVED VIA (E) PANEL P3.

ELECTRICAL EQUIPMENT AND DEVICES SERVING SEWER LIFT STATION AND EXISTING FIRE ALARM
SYSTEM SHALL REMAIN ENERGIZED AT ALL TIMES. PROVIDE TEMPORARY POWER IF/AS REQUIRED
AND COORDINATE ANY BRIEF SHUTDOWNS WITH OWNER REP.

PROVIDE A NEW 120V, 250VA, SINGLE-PHASE UL 924 LISTED EMERGENCY LIGHTING INVERTER,
DUAL-LITE MODEL LG2S OR PHILIPS BODINE ELI-250-SD, OR APPROVED EQUAL.

CONNECT TO PARKING AREA EMERGENCY FX5 FIXTURE.
REFER TO E201 FOR INVERTER LOCATION.
REFER TO E100 FOR LOCATION OF FX5 FIXTURE TO BE SERVED.
PROVIDE AN UNSWITCHED HOT LEAD TO INVERTER FROM P6L/12.
PROVIDE A SWITCHED HOT FROM LRC-2 (P6L/12gg).
WIRE INVERTER AND FX5 FIXTURE AS AN EXTERNALLY SWITCHED LOAD.

PROVIDE A NEW 120V, 375VA OR 400VA,  SINGLE-PHASE UL 924 LISTED EMERGENCY LIGHTING
INVERTER, DUAL-LITE SYNCHRON MODEL DLS-400-120-N-A-20-01 OR LITHONIA MODEL
EAC-ISSM-375-120/277-SM, OR APPROVED EQUAL.

CONNECT TO F6M FIXTURES (NORMALLY OFF).
REFER TO E201 FOR INVERTER LOCATION.
REFER TO E301 FOR LOCATION OF F6M FIXTURE TO BE SERVED.
PROVIDE AN UNSWITCHED HOT LEAD TO INVERTER FROM P6L/3.
WIRE INVERTER AND F6M FIXTURES AS A NORMALLY OFF LOAD.

(N) 2#12 + #12 GND IN 1/2"C.

WIRING SCHEDULE - COPPER CONDUCTORS (0-600V)

CIRCUIT
RATING

CONDUIT SIZE (INCHES) CONDUCTOR SIZE

NONE G N NG NGI NNG NNGI PHASE/
NEUTRAL GND/*  IG

15 0.5 0.5 0.5 0.5 0.5 0.5 0.5 12 12

20 0.5 0.5 0.5 0.5 0.5 0.5 0.5 12 12

30 0.5 0.5 0.5 0.5 0.75 0.75 0.75 10 10

40 0.75 0.75 0.75 1 1 1 1 8 10

50 1 1 1 1.25 1.25 1.25 1.25 6 10

60 1 1.25 1.25 1.25 1.5 1.5 1.5 4 10

70 1 1.25 1.25 1.25 1.5 1.5 1.5 4 8

80 1.25 1.25 1.25 1.5 2 2 2 2 8

90 1.25 1.25 1.25 1.5 2 2 2 2 88

100 1.25 1.5 1.5 2 2 2 2.5 1 8

110 1.25 1.5 1.5 2 2 2 2.5 1 6

125 1.25 1.5 1.5 2 2 2 2.5 1 6

150 1.5 2 2 2 2.5 2.5 2.5 1/0 6

175 1.5 2 2 2 2.5 2.5 2.5 2/0 6

200 2 2 2 2.5 2.5 2.5 3 3/0 6

225 2 2.5 2.5 2.5 3 3 3 4/0 4

SUBSCRIPT KEY
SUBSCRIPT CONDUCTORS PER CONDUIT

NONE 3 PHASE CONDUCTORS, CONDUIT GROUND

G 3 PHASE CONDUCTORS, 1 GROUNDING CONDUCTOR

N 3 PHASE CONDUCTORS, 1 NEUTRAL CONDUCTOR, CONDUIT GROUND

NG 3 PHASE CONDUCTORS, 1 NEUTRAL CONDUCTOR, 1 GROUNDING CONDUCTOR

NGI 3 PHASE CONDUCTORS, 1 NEUTRAL CONDUCTOR, 1 GROUNDING CONDUCTOR, 1
ISOLATED GROUNDING CONDUCTOR

NNG 3 PHASE CONDUCTORS, 2 NEUTRAL CONDUCTORS*, 1 GROUNDING CONDUCTOR

NNGI 3 PHASE CONDUCTORS, 2 NEUTRAL CONDUCTORS*, 1 GROUNDING CONDUCTOR, 1
ISOLATED GROUNDING CONDUCTOR

PARALLEL CONDUCTORS ARE NOT PERMITTED UNDER 1/0. WHERE DOUBLE NEUTRAL CONDUCTORS ARE INDICATED,
PROVIDE AN OVERSIZED NEUTRAL CONDUCTOR IN ACCORDANCE WITH THE FOLLOWING TABLE:

CIRCUIT RATING 15 20 30 40 50 60

SINGLE NEUTRAL
CONDUCTOR SIZE 10 8 4 2 1 1/0

CIRCUIT RATING 70 80 90 100 125

SINGLE NEUTRAL
CONDUCTOR SIZE 2/0 3/0 4/0 250 250

1. SCHEDULE IS BASED ON 3 CURRENT CARRYING CONDUCTORS IN RACEWAY, CABLE OR EARTH,
AT AMBIENT AIR TEMPERATURE OF 30°C (86°F).

2. MODIFY IF USE OF 600MCM CONDUCTORS ARE DESIRED CONFIRM LUG SIZES ARE AVAILABLE.

225NG

DESIGNATION DESCRIPTION

CU CONDENSING UNIT

EF EXHAUST FAN

DESIGNATION DESCRIPTION

EWH ELECTRIC WATER HEATER

FCU FAN COIL UNIT

FSD FIRE/SMOKE DAMPER

GD GARBAGE DISPOSAL

DESIGNATION DESCRIPTION

MW MICROWAVE OVEN

PS PROJECTION SCREEN

REF REFRIGERATOR

SD SMOKE DAMPER

SE SEWAGE EJECTOR

SF SUPPLY FAN

SP SUMP PUMP

UH UNIT HEATER

VM VENDING MACHINE

VFD VARIABLE FREQUENCY DRIVE

TYPE FR FRACTIONAL HP MOTOR

TYPE M MOTOR WITH STARTER

TYPE SPC SINGLE POINT CONNECTION

TYPE VFD VARIABLE FREQUENCY DRIVE

TYPE FWS FURNISHED WITH STARTER

EQUIPMENT CONNECTION DESIGNATIONS LEGEND

PARTIAL RISER DIAGRAM
NOT TO SCALE1

(E)300KVA, 120/208V, 3Ø, 4W SERVICE FROM
CALTRANS CAMPUS DISTRIBUTION, VIA (3)
EXISTING 100KVA STEP-DOWN TRANSFORMERS
OUTSIDE BUILDING
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LIGHTING CONTROL SCHEMATIC DIAGRAM
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SHEET NOTES

A. PROVIDE MULTIPLE POLE CIRCUIT BREAKERS OR APPROVED HANDLE
TIE DEVICES FOR ALL MULTIWIRE BRANCH CIRCUITS TO
SIMULTANEOUSLY DISCONNECT ALL UNGROUNDED CONDUCTORS, IN
ACCORDANCE WITH THE CEC.

B. ALL NEW CIRCUIT BREAKERS, LOAD DESCRIPTIONS, AND ADDED LOAD
VALUES ARE SHOWN IN REGULAR BLACK TEXT. EXISTING BRANCH
CIRCUIT BREAKERS AND LOAD DESCRIPTIONS ARE SHOWN IN LIGHT
GRAY TEXT.

C. REPLACE OR ADD BRANCH CIRCUIT BREAKERS AS SHOWN ON THIS
DRAWING AND AS REQUIRED TO SERVE THE ELECTRICAL LOADS
ADDED IN THIS SCOPE OF WORK.

D. THE EXISTING ELECTRICAL DEMAND LOADS ON PANELBOARDS IN THIS
BUILDING ARE UNKNOWN. IN ACCORDANCE WITH THE CEC,
CONTRACTOR SHALL VERIFY THAT EXISTING EQUIPMENT HAS
SUFFICIENT CAPACITY TO SERVE THE NEW DEVICES AND EQUIPMENT.
PANELBOARD LOAD TOTALS ON THIS DRAWING SHOW ONLY NEW
ELECTRICAL LOADS ADDED AS PART OF THIS SCOPE OF WORK.

E. PROVIDE ACCURATE TYPEWRITTEN UPDATED PANELBOARD
DIRECTORIES FOR ALL AFFECTED PANELS. INDICATE NEW AND
EXISTING CIRCUITS, AS WELL AS SPARE CIRCUITS AND BREAKER
SPACES. TURN "OFF" ALL SPARE BREAKERS.

PANEL: (E) PANEL P3 120/208V, 3 PHASE-4 WIRE SURFACE MOUNTED
 MAIN: MLO BUS AMPACITY:  225A 10,000 AIC SYMMETRICAL
T
Y
P
E

DESCRIPTION DEVICE
C
K
T

LOAD/PHASE (VA)
C
K
T

DEVICE DESCRIPTION
T
Y
P
EA B C A B C

EXISTING LOAD (E)20/1 1 2 (E)20/1 EXISTING LOAD
EXISTING LOAD (E)20/1 3 4 (E)20/1 EXISTING LOAD
EXISTING LOAD (E)20/1 5 6 (E)20/1 EXISTING LOAD
EXISTING LOAD (E)20/1 7 8 (E)20/1 EXISTING LOAD
SPARE (E)20/1 9 10 (E)20/1 EXISTING LOAD
EXISTING LOAD (E)20/1 11 12 (E)20/1 EXISTING LOAD
SPARE (E)20/1 13 14 (E)20/1 EXISTING LOAD
SPARE (E)20/1 15 16 (E)20/1 SPARE
EXISTING LOAD (E)20/1 17 18 (E)20/1 SPARE
EXISTING LOAD (E)20/1 19 20 (E)20/3 SPARE
EXISTING LOAD (E)20/1 21 22 " "
SPARE (E)20/1 23 24 " "
SPARE (E)20/1 25 26 (E)20/2 EXISTING LOAD
EXISTING LOAD (E)20/1 27 28 " "
SPARE (E)20/2 29 30 (E)20/1 EXISTING LOAD
" " 31 32 (E)100/3 BASE TOWER, SW CORNER

SPARE 33 34 "
SPARE (E)20/1 35 36 "

SUBTOTAL (VA) 0 0 0 0 0 0 SUBTOTAL (VA)
TOTAL ALL PHASES (VA) PHASE A PHASE B PHASE C TOTAL ALL PHASES (AMPS)

0 0 0 0 0

LOAD SUMMARY BY TYPE CONNECTED LOAD DEMAND FACTOR NEC LOAD CONNECTED LOAD SUMMARY
E = EQUIPMENT 0 VA 1.00 0 VA 0 VA
H = ELECTRIC HEAT 0 VA 1.00 0 VA 0 AMPS
K = KITCHEN EQUIPMENT 0 VA 1.00 0 VA
L = LIGHTING 0 VA 1.25 0 VA
M = MOTOR 0 VA 1.00 0 VA
M = LARGEST MOTOR 0 VA 1.25 0 VA NEC LOAD SUMMARY
R = RECEPTACLE 0 VA 1.00 0 VA 0 VA

0 AMPS

PANEL: (N) PANEL P6 120/208V, 3 PHASE-4 WIRE SURFACE MOUNTED
 MAIN: 125A/3P BUS AMPACITY:  225A 10,000 AIC SYMMETRICAL
T
Y
P
E

DESCRIPTION DEVICE
C
K
T

LOAD/PHASE (VA)
C
K
T

DEVICE DESCRIPTION
T
Y
P
EA B C A B C

R CONVENIENCE RECEPTACLES 20/1 1 720 290 2 20/1 UNIT HEATERS E
R ELEC CONVENIENCE RECEPTACLE 20/1 3 180 610 4 20/1 TRANSFER FAN E
E SECURITY CAMERAS 20/1 5 1,250 6 20/1 SPARE

SPARE 20/1 7 8 20/1 SPARE
SPARE 20/1 9 10 20/1 SPARE
SPARE 20/1 11 12 20/1 SPARE
SPARE 20/1 13 14 20/1 SPARE
SPARE 20/1 15 16 20/1 SPARE
SPARE 20/1 17 18 20/1 SPARE
SPARE 20/1 19 20 20/1 SPARE
SPARE 20/1 21 22 20/1 SPARE
SPARE 20/1 23 24 20/1 SPARE
SPARE 20/1 25 26 20/1 SPARE
SPARE 20/1 27 28 20/1 SPARE
SPARE 20/1 29 30 20/1 SPARE
SPACE 31 32 SPACE
SPACE 33 34 SPACE
SPACE 35 36 SPACE
SPACE 37 38 60/3 PANEL P6L
SPACE 39 40 " "
SPACE 41 42 " "

SUBTOTAL (VA) 720 180 1,250 290 610 0 SUBTOTAL (VA)
TOTAL ALL PHASES (VA) PHASE A PHASE B PHASE C TOTAL ALL PHASES (AMPS)

3,050 1,010 790 1,250 8

LOAD SUMMARY BY TYPE CONNECTED LOAD DEMAND FACTOR NEC LOAD CONNECTED LOAD SUMMARY
E = EQUIPMENT 2,150 VA 1.00 2,150 VA 3,050 VA
H = ELECTRIC HEAT 0 VA 1.00 0 VA 8 AMPS
K = KITCHEN EQUIPMENT 0 VA 1.00 0 VA
L = LIGHTING 0 VA 1.25 0 VA
M = MOTOR 0 VA 1.00 0 VA
M = LARGEST MOTOR 0 VA 1.25 0 VA NEC LOAD SUMMARY
R = RECEPTACLE 900 VA 1.00 900 VA 3,050 VA

8 AMPS

PANEL: (N) PANEL P6L 120/208V, 3 PHASE-4 WIRE SURFACE MOUNTED
 MAIN: MLO BUS AMPACITY:  100A 10,000 AIC SYMMETRICAL
T
Y
P
E

DESCRIPTION DEVICE
C
K
T

LOAD/PHASE (VA)
C
K
T

DEVICE DESCRIPTION
T
Y
P
EA B C A B C

L HIGH BAY TRACK LIGHTING 20/1 1 1,755 126 2 20/1 HIGH BAY RLM LIGHTS L
L NORMALLY OFF F6M EMERGENCY 20/1 3 312 18 4 20/1 EXIT SIGNS L
L SIGNAGE LIGHTING 20/1 5 855 32 6 20/1 EM EGRESS LIGHTS L

SPARE 20/1 7 8 20/1 SPARE
SPARE 20/1 9 396 10 20/1 PARKING AREA LIGHTING L
SPARE 20/1 11 140 12 20/1 PARKING AREA EM LIGHTING L
SPARE 20/1 13 14 20/1 SPARE
SPARE 20/1 15 16 20/1 SPARE
SPARE 20/1 17 18 20/1 SPARE
SPACE 19 20 SPACE
SPACE 21 22 SPACE
SPACE 23 24 SPACE
SPACE 25 26 SPACE
SPACE 27 28 SPACE
SPACE 29 30 SPACE

SUBTOTAL (VA) 1,755 312 855 126 414 172 SUBTOTAL (VA)
TOTAL ALL PHASES (VA) PHASE A PHASE B PHASE C TOTAL ALL PHASES (AMPS)

3,634 1,881 726 1,027 10

LOAD SUMMARY BY TYPE CONNECTED LOAD DEMAND FACTOR NEC LOAD CONNECTED LOAD SUMMARY
E = EQUIPMENT 0 VA 1.00 0 VA 3,634 VA
H = ELECTRIC HEAT 0 VA 1.00 0 VA 10 AMPS
K = KITCHEN EQUIPMENT 0 VA 1.00 0 VA
L = LIGHTING 3,634 VA 1.25 4542 VA
M = MOTOR 0 VA 1.00 0 VA
M = LARGEST MOTOR 0 VA 1.25 0 VA NEC LOAD SUMMARY
R = RECEPTACLE 0 VA 1.00 0 VA 4,542 VA

13 AMPS

(N) LIGHTING RELAY CABINET SCHEDULE:  LRC-2

RELAY LIGHTING BRANCH CONTROL
NUMBER ZONE DESCRIPTION CIRCUIT ON OFF

1 HIGH BAY TRACK LIGHTING P6L/1aa TS, LV TS, SR, LV, PC

2 HIGH BAY TRACK LIGHTING P6L/1bb TS, LV TS, SR, LV, PC

3 HIGH BAY TRACK LIGHTING P6L/1cc TS, LV TS, SR, LV, PC

4 EXTERIOR FX1 LIGHTS P6L/2dd TS, LV TS, SR, LV, PC

5 F6M SIGNAGE LIGHTING P6L/5ee TS, PC TS, SR, PC

6 PARKING AREA LIGHTING P6L/10ff TS, PC TS, SR, PC

7 RAMP & SIDEWALK LIGHTING P6L/10hh TS, PC TS, SR, PC

8 PARKING AREA EM LIGHTING (VIA NEW INVERTER) P6L12/gg TS, PC TS, SR, PC

9 SPARE

10 SPARE

11 SPARE

12 SPARE

13 SPARE

14 SPARE

15 SPARE

16 SPARE

CONTROL TS = TIME SCHEDULE      SR = SWEEP REPEAT      LI = LINE INTERRUPT SWITCH

TYPES LV = LOW VOLTAGE SWITCH      OS = OCCUPANCY SENSOR      PC = PHOTOCELL
NUMBERED NOTES

EQUIPMENT AND DEVICES SERVING BASE TOWER SHALL REMAIN
ENERGIZED AT ALL TIMES. PROVIDE TEMPORARY POWER IF/AS
REQUIRED AND COORDINATE ANY BRIEF SHUT DOWNS WITH OWNER
REP. BASE TOWER IS SERVED VIA (E) PANEL P3.
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1

PLUMBING AND FIRE PROTECTION LEGEND AND ABBREVIATIONSP000

PLUMBING DRAWING LIST

TYP
UP

POC
(N)

SF
RISE

MAX
MIN

FL

IN
GPM

FT
G

FSK

EWH

(E)
EL

DROP
DWG

UP (PENETRATES FLOOR SLAB)
TYPICAL

POINT OF CONNECTION
RISE (WITH IN FLOOR)
SQUARE FEET

MAXIMUM

FLOOR

MINIMUM
NEW

GALLONS PER MINUTE
INCH

FEET
NATURAL GAS

FLOOR SINK

ELECTRIC WATER HEATER

DROP (WITHIN FLOOR)

EXISTING
DRAWING

ELEVATION

CONT

DN
DR

DIA

CLG

CW

CONN
CO

BLDG
CD CONDENSATE DRAIN

CONTINUATION

DIAMETER
DOWN
DRAIN

CONNECTION

COLD WATER

CLEANOUT
CEILING

UNION

BUILDING

P-TRAP

CAP

CHANGE IN PIPE ELEVATION

ARROW INDICATES DIRECTION OF FLOW

CLEANOUT/PLUG

PIPE DOWN

PIPE UP

TOP PIPE CONNECTION

BOTTOM PIPE CONNECTION

POINT OF CONNECTION (NEW TO EXISTING)

SLEEVE

FLOOR SINK

SHEET NOTE NUMBER

REVISION NUMBER

EQUIPMENT DESIGNATION

DETAIL NUMBER
DWG. SHEET NO.

DETAIL DESIGNATION

EQUIPMENT NO.
EQUIPMENT

VALVE (SPECIFICATION FOR TYPE)P =  SAN, VENT STACK OR DOMESTIC WATER RISER

MISCELLANEOUS

RISER NO.

NATURAL GAS PIPING

RISER

EXISTING PIPING TO BE REMOVED

EXISTING PIPING

CFF CAP FOR FUTURE

PLUMBING DEMOLITION PLAN, GL 1-6DP101

PLUMBING CONSTRUCTION PLANP201

A. THE BUILDING IS A WAREHOUSE THAT HAS BEEN
CONVERTED TO ACCOMMODATE MIXED
OCCUPANCY S1 AND A3 USES.

B. TYPE OF CONSTRUCTION: TYPE III-B CONSTRUCTION
WITH NONCOMBUSTIBLE EXTERIOR WALLS AND
COMBUSTIBLE ROOF CONSTRUCTION.

C. ORIGINAL CONSTRUCTION DATE: 1939.

D. BUILDING HEIGHT: 1 STORY (27'-0").

E. TYPE OF SPRINKLER SYSTEM: WET PIPE AUTOMATIC
SPRINKLER SYSTEM THROUGHOUT.

BUILDING CODE ANALYSIS:

G

FIRE PROTECTION GENERAL NOTES

PLUMBING GENERAL NOTES

PLUMBING APPLICABLE CODES AND
STANDARDS

A. THE CONTRACTOR FOR THIS DIVISION OF WORKS IS REQUIRED TO READ THE
REPORTS, SPECIFICATIONS AND REVIEW DRAWINGS FOR ALL DIVISIONS OF
WORK AND IS RESPONSIBLE FOR THE COORDINATION OF THIS WORK AND
THE WORK ALL SUBCONTRACTORS WITH ALL DIVISIONS OF WORK. IT IS
CONTRACTOR'S RESPONSIBILITY TO PROVIDE ALL SUBCONTRACTOR'S WITH
A COMPLETE SET OF BID DRAWINGS.

B. THE INFORMATION ON THESE PLANS IS SHOWN TO PROVIDE SCOPE FOR THE
DESIGN BUILD FIRE PROTECTION CONTRACTOR. FIRE PROTECTION
CONTRACTOR IS TO PROVIDE HYDRAULICALLY CALCULATED DESIGN.

C. SPRINKLER HEADS SHALL BE COORDINATED WITH THE LIGHTING FIXTURES
AND MECHANICAL DIFFUSERS. SPRINKLER HEAD AND FRAME ALIGNMENT IS
REQUIRED IN ALL AREAS. PRIOR TO INSTALLATION SPRINKLER FINAL FINISH
IS SUBJECT TO ARCHITECT'S APPROVAL. MISMATCHED POSITIONING OF
SPRINKLER HEADS WILL NOT BE AN ACCEPTABLE STANDARD TO THE
BUILDING.

D. SPRINKLER PIPING LAYOUT MUST BE COORDINATED WITH ALL OTHER
TRADES.

E. SPRINKLERS SHALL ONLY BE PAINTED BY THE SPRINKLER MANUFACTURER.

F. WHERE SPRINKLERS HAVE HAD PAINT APPLIED BY OTHER THAN THE
SPRINKLER MANUFACTURER OR OTHERWISE UNACCEPTABLE  BY AHJ, THEY
SHALL BE REPLACED WITH NEW LISTED SPRINKLERS OF THE SAME
CHARACTERISTICS, INCLUDING ORIFICE SIZE, THERMAL RESPONSE, AND
WATER DISTRIBUTION.

G. ESCUTCHEONS SHALL BE PART OF A LISTED SPRINKLER ASSEMBLY.

H. COVER PLATES USED WITH CONCEALED SPRINKLERS SHALL BE PART OF THE
LISTED SPRINKLER ASSEMBLY.

I. DURING CONSTRUCTION FOR THE TEMPORARY CONDITION OF PROTECTING
NEWLY INSTALLED SPRINKLERS IN AREAS WHERE THE CEILINGS, ROOMS OR
FIXTURES WILL BE PAINTED AN ORANGE PROTECTIVE CUP THAT PROTECTS
THE GLASS BULB FROM DAMAGE FOR ALL SPRINKLERS SHALL COME FROM
THE FACTORY.

J. THE CONDITION OF ALL SPRINKLERS MUST BE CONFIRMED AFTER CEILINGS
ARE INSTALLED AND ROOMS AND CEILINGS ARE PAINTED. ALSO REMOVE
PLASTIC PROTECTIVE COVERS PROVIDED BY THE MANUFACTURERS TO
PROTECT SPRINKLER HEADS DURING CONSTRUCTION. USE OF ANY
PROTECTIVE COVERING IS EXPRESSLY PROHIBITED.

K. AUTOMATIC SPRINKLER SYSTEMS WILL BE PROVIDED THROUGHOUT ALL
PORTIONS OF THE PROJECTS DESIGNED IN ACCORDANCE WITH THE NFPA 13,
2013.

L. CONCEALED SPACES OF EXPOSED COMBUSTIBLE CONSTRUCTION SHALL BE
PROTECTED BY SPRINKLERS EXCEPT IN CONCEALED SPACES WHERE
SPRINKLERS ARE NOT REQUIRED TO BE INSTALLED BY SECTIONS 8.15.1.2.1
(INCLUDING ANNEX A.8.15.1.2, A.8.15.1.2.6 & A.8.15.1.2.11)THROUGH 8.15.1.2.16
(INCLUDING ANNEX A.8.15.1.2.16)AND SECTION 8.15.6 OF THE NFPA 13, 2013,
SECTION 8.15.1 (CONCEALED SPACES).

M. WET-PIPE HYDRAULICALLY CALCULATED AUTOMATIC SPRINKLER SYSTEM
WILL BE PROVIDED THROUGHOUT ENTIRE PROJECT AREA.  NEW HYDRAULIC
CALCULATIONS SHALL BE SUBMITTED TO LANDLORD AND ITS MANAGER
BEFORE COMMENCEMENT OF THE WORK WHEN SPRINKLER SYSTEM
CHANGES ARE MADE THAT AFFECT PARTIAL OR ENTIRE SYSTEM HYDRAULIC
CALCULATION.

N. HANGERS, BRACING, AND RESTRAINT OF SYSTEM PIPING SHALL BE
INSTALLED PER 2013 NFPA 13 CHAPTER 9 AND "PROTECTION OF PIPING
AGAINST DAMAGE WHERE SUBJECT TO EARTHQUAKE" (2013 NFPA 13,
SECTION 9.3) AND 2013 CBC, CHAPTER 16 "STRUCTURAL DESIGN", SECTION
1613 "EARTHQUAKE LOADS", SUBSECTIONS 1613.1 "SCOPE", 1613.4
"ALTERNATES TO ASCE 7".

O. SPRINKLER WORK MUST BE APPROVED AND COORDINATED BY THE BUILDING
CHIEF ENGINEER. PROPER FIRE WATCH AND/OR SUPPLEMENTARY FIRE
SUPPRESSION EQUIPMENT IS REQUIRED FOR ANY HOT WORK.

P. CONTRACTOR MUST COORDINATE THE DRAIN DOWNS AND REFILLING OF THE
BRANCH PIPING.

Q. RESTORE ENTIRE SPRINKLER SYSTEM TO FULL OPERATION AT THE END OF
WORK EACH DAY. AT NO TIME WILL ANY AREA OF THE BUILDING BE WITHOUT
SPRINKLER COVERAGE WHEN TENANT'S CONTRACTOR IS NOT ON SITE.

R. MODIFICATION TO EXISTING SYSTEM WILL REQUIRE SEISMIC UPGRADES TO
ALL EXPOSED AND ACCESSIBLE PORTIONS WITHIN THE WORK AREA. THESE
UPGRADES SHALL BE TO THE CURRENT 2013 NFPA 13 AND 2013 CBC.

S. PROVIDE ON THE PLAN THE MINIMUM RATE OF WATER APPLICATION
(DENSITY), THE DESIGN AREA OF WATER APPLICATION, SPRINKLER DEMAND,
AND THE WATER REQUIRED FOR HOSE STREAMS.

T. PROVIDE ON THE PLAN THE TOTAL QUANTITY OF WATER AND THE PRESSURE
REQUIRED NOTED AT A COMMON REFERENCE POINT FOR SPRINKLER
SYSTEM.

U. ENOUGH OF THE EXISTING SYSTEM SHALL BE INDICATED ON THE PLANS TO
MAKE PLANS TO MAKE ALL CONDITIONS CLEAR.

GENERAL NOTES

FIRE PROTECTION DESIGN NOTES

FIRE PROTECTION APPLICABLE
CODES AND STANDARDS

A. 2013 CALIFORNIA BUILDING CODE (2012 IBC).

B. 2013 CALIFORNIA PLUMBING CODE (2012 UPC).

C. 2013 CALIFORNIA BUILDING STANDARD CODE - TITLE 24,
PART II CALIFORNIA GREEN BUILDING STANDARDS CODE
(CALGREEN).

D. CALIFORNIA HEALTH AND SAFETY CODE, SECTION 116875(b)
- CALIFORNIA LEAD-FREE PLUMBING LAW AB 1953.

E. STATE OF CALIFORNIA ENERGY CONSERVATION
STANDARDS, TITLE 24 2010.

F. 2013 CBC, CHAPTER 11B "ACCESSIBILITY TO PUBLIC
BUILDINGS, PUBLIC ACCOMMODATIONS, COMMERCIAL
BUILDINGS AND PUBLIC HOUSING".

G. CALTRANS STANDARD REQUIREMENTS.

PIPING LEGENDABBREVIATIONS

PLUMBING AND FIRE PROTECTION LEGEND AND ABBREVIATIONS

FIRE PROTECTION SCOPE OF WORK

GAS FLEXIBLE CONNECTOR

GAS SHUT OFF VALVE

A. THE CONTRACTOR FOR THIS DIVISION OF WORKS IS REQUIRED TO READ THE
SPECIFICATIONS, REPORTS AND REVIEW DRAWINGS FOR ALL DIVISIONS OF
WORK AND IS RESPONSIBLE FOR THE COORDINATION OF THIS WORK AND
THE WORK ALL SUBCONTRACTORS WITH ALL DIVISIONS OF WORK. IT IS
CONTRACTOR'S RESPONSIBILITY TO PROVIDE ALL SUBCONTRACTOR'S WITH
A COMPLETE SET OF BID DRAWINGS.

B. ALL PLUMBING WORK SHALL COMPLY WITH THE CURRENT 2013 CALIFORNIA
PLUMBING CODE.

C. THE CONTRACTOR, PRIOR TO BIDDING SHALL VISIT THE JOB SITE TO BE
FAMILIARIZED WITH THE EXISTING PLUMBING INSTALLATIONS CONDITIONS,
AND SYSTEMS RELATED TO THE SCOPE OF WORK.

D. ANY WORK INSTALLED INCORRECTLY, OR BEFORE APPROVAL HAS BEEN
OFFICIALLY GRANTED FOR THOSE ITEMS AT ISSUE, SHALL BE CORRECTED BY
THE PLUMBING CONTRACTOR AT NO CHARGE TO CLIENT.

E. ANY WORK SHOWN ON DRAWINGS IS IN PART SCHEMATIC, INTENDED TO
CONVEY SCOPE OF WORK AND GENERAL LAYOUT. PIPING WORK SHOWN IS
ESSENTIALLY DIAGRAMMATIC. CONTRACTOR SHALL INSTALL PLUMBING
WORK TO SUIT FIELD CONDITIONS AND THE COORDINATION REQUIREMENTS
OF OTHER TRADES.

F. ALL MATERIALS AND EQUIPMENT FURNISHED BY THE CONTRACTOR SHALL BE
NEW AND COMPLETELY SERVICEABLE.

G. CONTRACTOR TO VERIFY EXACT LOCATION OF UTILITIES IN THE FIELD
INCLUDING EXISTING GAS PIPING LOCATION.

H. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT LOCATIONS OF ALL
HEATER UNITS.

I. DRAWINGS ARE DIAGRAMMATIC AND DO NOT NECESSARILY SHOW ALL
OFFSETS OR FITTINGS REQUIRED. PLUMBING CONTRACTOR IS TO
COORDINATE WITH ALL OTHER TRADES TO AVOID CONFLICTS.

J. IT IS THE CONTRACTOR'S RESPONSIBILITY TO INSTALL ALL WORK TO MEET
OR EXCEED MINIMUM REQUIREMENTS STIPULATED IN CURRENT ISSUE OF
APPLICABLE STANDARDS. CODES, OR REGULATIONS.

K. ABSOLUTE ACCURACY OF DRAWINGS AND SPECIFICATIONS CANNOT BE
GUARANTEED. THE DRAWINGS ARE SCHEMATIC IN NATURE AND WHILE
EVERY EFFORT HAS BEEN MADE TO COORDINATE THE LOCATIONS OF
EQUIPMENT PIPING, AND ETC. WITH OTHER TRADES IT IS THE
RESPONSIBILITY OF THE CONTRACTOR TO COORDINATE EXACT
REQUIREMENTS GOVERNED BY ACTUAL JOB CONDITION.

L. THE CONTRACTOR SHALL REMOVE THE EXISTING COMPRESSED AIR PIPING,
EQUIPMENT AND ALL ASSOCIATED VALVING. REMOVED COMPRESSED AIR
SYSTEM AND TRIM SHALL REMAIN THE PROPERTY OF THE OWNER AND THE
CONTRACTOR SHALL STORE ON SITE OR REMOVE FROM SITE AS DIRECTED
BY THE OWNER.

A. HAZARD CLASSIFICATION FOR STORAGE: ORDINARY HAZARD GROUP II.

B. DESIGN DENSITY:

1.      ORDINARY HAZARD GROUP II: GENERAL STORAGE ROOMS:  THE
AUTOMATIC SPRINKLER SYSTEM WILL BE DESIGN  TO PROVIDE A
0.20GPM/SF DENSITY OVER THE MOST REMOTE 1,500 SQ. FT DESIGN
AREA. THE PROTECTION AREA PER QUICK  RESPONSE, STANDARD
COVERAGE PENDENT AND UPRIGHT SPRINKLERS INSTALLED IN
ORDINARY HAZARD GROUP 2  SHALL BE LIMITED TO A MAXIMUM OF 130SF
AND 100SF FOR QUICK RESPONSE, STANDARD COVERAGE HORIZONTAL
SIDEWALL SPRINKLER.

C. ALL NEW SPRINKLER HEADS SHALL CORRESPOND TO THE TYPE AND
TEMPERATURE RATINGS OF THE SPRINKLERS IN THE PROPERTY.

D. EARTHQUAKE PROTECTION: SCOPE OF WORK IS A COMPLETE SYSTEM
SUPPORT UPGRADE. ENTIRE SPRINKLER SYSTEM SHALL BE PROTECTED
FROM EARTHQUAKE DAMAGE IN ACCORDANCE WITH 2013 NFPA 13, SECTION
9.3.

E. NEW FIRE SPRINKLER SYSTEM CALIBRATION HYDRAULIC FLOW LABELS MUST
BE INSTALLED AT  FLOOR SHOWING REQUIRED INFORMATION AT
COMPLETION OF ALL SPRINKLER SYSTEM MODIFICATIONS.

F. SUBMIT FIRE SPRINKLER SYSTEM SHOP DRAWINGS AND HYDRAULICS
CALCULATIONS WITH THE SUBMITTAL OF PRODUCT DATA TOGETHER.

G. RAISED FLOOR: NO RAISED FLOOR IN THE PROJECT.

H. PREACTION SYSTEM AND OR/FIRE SUPPRESSION SYSTEM: NO

I. THE FIRE SPRINKLER SYSTEM DESIGN SHALL BE REVIEWED AND STAMPED
APPROVED BY THE STATE FIRE MARSHALL.

A. MODIFY EXISTING FIRE SPRINKLER SYSTEM PER CODE
MENTIONED IN THE "FIRE PROTECTION APPLICABLE
CODES AND STANDARDS" ON THIS PAGE FROM THE
POINT OF CONNECTION BETWEEN GRID LINE 6 AND 1.

B. MODIFICATION TO EXISTING FIRE PROTECTION SYSTEM
WILL REQUIRE SEISMIC UPGRADE TO ALL EXPOSED AND
ACCESSIBLE PORTIONS WITHIN THE WORK AREA
BETWEEN GRID LINE 1 AND 6 REFER TO SECTION 21 13
19 "FIRE PROTECTION SYSTEMS".

C. CONTRACTOR SHALL ADD NEW OR RELOCATE EXISTING
SPRINKLER HEADS, DESIGN AND LAYOUT PIPING AS
REQUIRED DUE TO ARCHITECTURAL LAYOUT.
COORDINATE  LOCATION OF SPRINKLER HEADS WITH
ALL OTHER TRADES.  INSTALL PIPING TO BEST SUIT
FIELD CONDITIONS. COORDINATE LAYOUT OF PIPING
WITH DUCT WORK AND EXISTING PIPING, AND OFF SET
PIPING AS REQUIRED. CONTRACTOR TO DETERMINE
SIZE OF EXISTING PIPING AND PROPER SIZING OF NEW
PIPING. CONTRACTOR TO PROVIDE ANY HYDRAULIC
CALCULATIONS REQUIRED BY LOCAL AUTHORITY
HAVING JURISDICTION. REFER TO FIRE PROTECTION
"DESIGN NOTES" AND "FIRE PROTECTION GENERAL
NOTES" ON THIS PAGE.

A. NO REVISIONS OR CHANGES OF ANY KIND MAY BE MADE
TO THE CONSTRUCTION PLANS WITHOUT THE CONSENT
OF OWNER AND ITS MANAGER. ANY PROPOSED
REVISIONS OR CHANGES MUST BE SUBMITTED TO
OWNER AND ITS MANAGER, FOR THEIR REVIEW AND
APPROVAL PRIOR TO COMMENCEMENT OF SUCH
CHANGES.

B. ANY NEW EQUIPMENT INSTALLED IN BUILDING SYSTEMS
WILL BE MAINTAINED AND REPAIRED AT TENANT
EXPENSE.

C. FIRE PROTECTION AND PLUMBING STANDARDS ARE TO
BE FOLLOWED. WRITTEN APPROVAL FOR ANY DEVIATION
MUST BE OBTAINED PRIOR TO BEGINNING
CONSTRUCTION OR INSTALLATION.

D. ALL PLUMBING DEVICES AT HARD LID  CEILINGS MUST
BE ACCESSIBLE FOR MAINTENANCE AND AS REQUIRED
BY CODE.

E. CONTRACTOR SHALL PROVIDE LANDLORD WITH A
COMPLETE AND ACCURATE SET OF AS-BUILT DRAWINGS
AT COMPLETION OF THE PROJECT.

F. REVIEW DRAWINGS WITH LANDLORD AND BUILDING
ENGINEER PRIOR TO CONSTRUCTION.

A. 2013 CALIFORNIA BUILDING CODE (2012 IBC)

B. 2013 CALIFORNIA FIRE CODE (2012 IFC).

C. NFPA 13 STANDARD, INSTALLATION OF SPRINKLER
SYSTEMS, 2013 EDITION.

D. NFPA 14 STANDARD, INSTALLATION STANDPIPE AND
HOSE SYSTEMS, 2013 EDITION.

E. NFPA 25, 2011CA EDITION, TESTING AND MAINTENANCE
OF WATER-BASED FIRE PROTECTION SYSTEMS.

F. NFPA 70, "NATIONAL ELECTRICAL CODE", 2011 EDITION.

G. NFPA 72, "NATIONAL FIRE ALARM CODE", 2013 EDITION.

H. CALTRANS STANDARD REQUIREMENTS.

I. FACTORY MUTUAL GLOBAL REQUIREMENTS: TO MEET
INCREASED DENSITY BY FACTORY MUTUAL GLOBAL
STANDARDS IS NOT REQUIRED FOR THIS PROJECT.

WATER HEATING SYSTEM GENERAL
INFORMATION

1. THESE IS NO WATER HEATER WITHIN THE WORK AREA.
TITLE-24 ENERGY INSPECTION FORMS ARE NOT
REQUIRED.
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A

B

C

1 1

1"G(90CFH)

(E)GAS P.O.C.

2

3

3

2

1"G(90CFH)

1-1/2"G(180CFH)

(E)2"G 4

CAP

(E)2"G 4

3

P201

G G G
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1 1

FIRE PROTECTION SCOPE OF WORK
REFER TO DRAWING P000
"FIRE PROTECTION SCOPE OF WORK" NOTES.
REFER TO DRAWING P000

4 5 6 7 8 9 10 11 12 13 14 15 16 17 18321

A

B

C

PREVIOUSLY
RENOVATED
AREA (N.I.C)

A. GAS PIPING SERVING NEW HEATERS IS SIZED BASED ON
400 FT OF TOTAL DEVELOPED LENGTH, AND TOTAL GAS
LOAD OF 180 CFH (2 HEATERS, 90 CFH EACH).

B. REQUIRED GAS PIPING SIZE IS BASED ON 2013 CPC,
CHAPTER 12 "FUEL GAS PIPING," TABLE 1216(1).

C. FIRE PROTECTION PIPING SHALL BE PROTECTED DURING
CONSTRUCTION.

D. EXISTING GAS LINE SERVING EXISTING GAS UNIT
HEATERS IS TO REMAIN. EXISTING LATERAL AND ELBOWS
FEEDING THE HEATERS SHOULD BE REMOVED AND
REINSTALLED AFTER SEISMIC UPGRADE.

E. CONTRACTOR TO REPAIR THE LEAK IN EXISTING ROOF
DRAIN NEAR GRID LINE B AND NEAR THE NORTH GRID
LINE C AND MAKE SURE THAT THE ROOFING MATERIAL
(MEMBRANE) IS PROPERLY ATTACHED TO THE DRAIN.
CONTRACTOR SHALL CHECK FOR ANY CRACKS AND
DEBRIS.

NUMBERED NOTES

NEW GAS UNIT HEATERS.

GAS SHUT-OFF VALVE TO BE ACCESSIBLE, RIGID
PIPING UPSTREAM FROM FLEXIBLE CONNECTOR. GAS
FLEX SHALL BE RATED TO SUPPLY MAXIMUM CFH
INPUT OF THE GAS UNIT HEATER.

LISTED GAS CONNECTOR IN COMPLIANCE WITH ANSI
Z21.24 "STANDARDS FOR CONNECTORS FOR GAS
APPLIANCES".

EXISTING 2" GAS LINE LOCATED IN CENTER OF
BUILDING SHALL BE REMOVED FOR ACCESS TO RIVETS
AND REPLACED WITH NEW GAS PIPING.

DF-1 (DRINKING FOUNTAIN), 2" SAN,1 1/2 " V & 1/2 " CW.

FIELD ROUTE AND CONNECT 2" SAN, 1 1/2" V, AND 1/2"
CW TO EXISTING MOP RECEPTOR PLUMBING SYSTEM.
MODIFY EXISTING PIPING AS REQUIRED FOR
COMPLETE CONNECTION.

AT THE CONTRACTOR'S OPTION THE EXISTING PIPING
MAY BE MODIFIED AND RE-USED UPON VERIFICATION
OF SATISFACTORY CONDITION.

CONTRACTOR TO SITE VERIFY ACTUAL POINT OF
CONNECTION TO EXISTING PLUMBING PIPING.

52" WCO

1 1/2" V
(ABOVE CEILING)

2" SAN
(BELOW FLOOR)

1/2" CW
(ABOVE
CEILING)

1/2" CW-DROP

2" SAN-DROP
(BELOW FLOOR)

7 8

10

A

B

DF-1

6
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 1/16" = 1'-0" 1OVERALL PLAN

 1/16" = 1'-0" 2OVERALL RCP
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