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7.60 Caltrans only Barber Ln Milpitas 1 SB 1mi Warning Assumed PG&E have franchise agreement with local agency.

7.60 Caltrans only Barber Ln Milpitas 1 SB VTMS Same service point as above.

2 8.35 Caltrans and Local S Abbott Ave Milpitas 1 NB 0.5mi Warning 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 106997038 6/26/2013 7/9/2013 Closest service point (underground) is located  on S Abbott Ave 0.4 mile away.  

8.66 Caltrans only Milpitas 2 NB Ex Ln Ent, Ex Ln End, REA 120/240 V, 3‐wire, 1 ph Assumed PG&E easements already existed in private property.

8.66 Caltrans only Milpitas 1 NB FTS 120/240 V, 3‐wire, 1 ph Same service point as above.

4 9.49 Caltrans only Milpitas 1 NB Fastrak Sign, REA 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 106997038 6/26/2013 7/9/2013
Add Fastrak Sign and Reader to Existing OH Structure. Potential SB OH Sign at PM 9.4. Assumed 

PG&E easements already existed in private property.

5 9.78 Caltrans only Milpitas 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997038 6/26/2013 7/9/2013
Replace Existing OH Sign Panel with VTMS. Potential SB OH Sign at PM 9.8. Assumed PG&E 

easements already existed in private property.

6 10.27 Caltrans only Milpitas 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997038 6/26/2013 7/9/2013 Assumed PG&E easements already existed in private property.

7 10.45 Caltrans only Milpitas 2 NB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 340 W 106997038 6/26/2013 7/9/2013

R0.85 Caltrans and Local Kato Rd Fremont 1 NB VTMS

R0.85 Caltrans only Kato Rd Fremont 2 NB FTS, FTS Same service point as above, see above for RW take

9 R1.6 Caltrans and Local Kato Rd Fremont 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013

10 R1.9 Caltrans and Local Kato Rd Fremont 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013

11 2.5 Caltrans and Private Kato Rd Fremont 2 NB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 9,510 W 106997037 6/26/2013 Unsure if Caltrans and Privateor public

12 2.75 Caltrans and Private Kato Rd Fremont 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Unsure if Caltrans and Privateor public

13 2.95 Caltrans and Local Landing Pkwy Fremont 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013

3.32 Caltrans and Private Fremont 1 NB Ex Ln Entrance

3.32 Caltrans only Fremont 2 NB FTS, FTS Same service point as above, see above for RW take

15 3.98 Caltrans and Local Enterprise Pl Fremont 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Crosses truck scale

16 4.56 Caltrans and Private Fremont 2 SB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 9,510 W 106997037 6/26/2013 Avoid two other parcels

17 5.14 Caltrans and Private Fremont 2 NB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 9,510 W 106997037 6/26/2013 Constrain to single parcel

18 5.85 Caltrans and Local Albrae St Fremont 2 SB VTMS, VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 7,200 W 106997037 6/26/2013 Avoid two Caltrans and Privateparcels

19 6.52 Caltrans and Local Mowry School Rd Newark 2 SB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 9,510 W 106997037 6/26/2013

20 7.1 Caltrans and Local Newpark Mall Rd Newark 1 SB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 Possibly within R/W

7.6 Caltrans and Private Newark 1 SB VTMS

7.6 Caltrans only Newark 1 SB FTS Same service point as above, see above for RW take

22 8.02 Caltrans and Local Timber St Newark 1 SB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 Avoid private, use sidewalk

23 8.9 Caltrans only Thornton Ave Fremont 2 NB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 9,510 W 106997037 6/26/2013 Conduit inside R/W

24 9.12 Caltrans and Private Fremont 1 NB Ex Ln Entrance 120/240 V, 3‐wire, 1 ph 100 amp 1 255 W 106997037 6/26/2013

25 9.65 Caltrans and Local Cabral Dr Fremont 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Avoid Caltrans and Privateparcels

9.92 Caltrans and Local Fremont 1 NB VTMS Avoid Caltrans and Privateparcel

9.92 Caltrans only Fremont 1 NB FTS Same service point as above, see above for RW take

27 10.28 Caltrans only Fremont 2 NB FTS, VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 8,355 W 106997037 6/26/2013 Conduit inside R/W

28 11.05 Caltrans and Local Sora Terrace Fremont 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Possible Caltrans and Privateparcel

29 11.4 Caltrans only Fremont Blvd Fremont 1 NB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 Conduit inside R/W

30 11.44 Caltrans only Fremont 1 NB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 Conduit inside R/W

31 11.48 Caltrans only Fremont 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Conduit inside R/W

32 12.05 Caltrans and Private Palm Dr Union City 2 NB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 9,510 W 106997037 6/26/2013

33 12.58 Caltrans and Private Union City 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Constrain to single parcel

34 12.9 Caltrans only Union City 1 SB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 Conduit inside R/W

35 13.6 Caltrans only UC/Hayward 2 SB VTMS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 8,355 W 106997037 6/26/2013 Conduit inside R/W

36 13.85 Caltrans and Private UC/Hayward 3 NB Ex Ln Entrance, FTS, VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 8,610 W 106997037 6/26/2013 Unsure if Caltrans and Privateor public

37 14.6 Caltrans only Industrial Pkwy West Hayward 1 SB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 Conduit inside R/W

15.05 Caltrans, Local and Private Folsom Ave Hayward 2 NB VTMS, VTMS Possible to move conduit to avoid Caltrans and Privateparcel

15.05 Caltrans only Folsom Ave Hayward 1 NB FTS Same service point as above, see above for RW take

15.67 Caltrans only Hayward 1 SB FTS Conduit inside R/W

15.67 Caltrans only Hayward 2 SB Ex Ln Entrance, FTS Conduit inside R/W

40 16.05 Caltrans and Local Peterman Ave Hayward 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Avoid public parcels, GIS shows POC as private?

41 16.55 Caltrans and Local Peterman Ave Hayward 1 SB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013

42 16.8 Caltrans only Hayward 1 SB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 Conduit inside R/W

17.64 Caltrans only Hayward 1 SB FTS Conduit inside R/W

17.64 Caltrans only Hayward 2 SB VTMS, FTS Conduit inside R/W

44 18 Caltrans and Private Hayward 2 SB VTMS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 8,355 W 106997037 6/26/2013 Possible to utilize adjacent public parcel

45 18.66 Caltrans and Local W Sunset Blvd San Lorenzo 2 SB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 9,510 W 106997037 6/26/2013 Could shorten conduit, less take

19.28 Caltrans and Local Hacienda Ave San Lorenzo 1 SB Ex Ln Ends Avoid public parcels

19.28 Caltrans only Hacienda Ave San Lorenzo 1 SB FTS Same service point as above, see above for RW take

47 20.9 Caltrans only San Leandro 2 NB FTS, Ex Ln Entrance 120/240 V, 3‐wire, 1 ph 100 amp 1 5,010 W 106997037 6/26/2013 Conduit inside R/W

48 21.2 Caltrans and Private San Leandro 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Constrain to single parcel

49 22.1 Caltrans, Local and Private Teagarden St San Leandro 1 NB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 May need to extend conduit, results in more public

50 22.4 Caltrans and Local Aladdin Ave San Leandro 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Avoid public parcel

51 22.85 Caltrans only San Leandro 1 NB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013 Conduit inside R/W

52 24.07 Caltrans and Local White Fir Dr San Leandro 1 NB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 106997036 6/26/2013 Assumed PG&E have franchise agreement with local agency.

53 24.65 Caltrans and Local Bernhardt Dr Oakland 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997036 6/26/2013 Move conduit east to avoid Caltrans and Privateparcel

54 24.85 Caltrans and Local Jones Ave Oakland 2 NB FTS, Ex Ln Entrance 120/240 V, 3‐wire, 1 ph 100 amp 1 340 W 106997036 6/26/2013 Assumed PG&E have franchise agreement with local agency.

55 25.6 Caltrans and Local Oakport St Oakland 1 SB 0.5mi Warning 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 106997036 6/26/2013 Assumed PG&E have franchise agreement with local agency.

56 26.15 Caltrans and Local Garretson Point Trail Oakland 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997036 6/26/2013 Assumed PG&E easements already existed in private property.

57 26.3 Caltrans and Local Garretson Point Trail Oakland 1 SB 1mi Warning 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 106997036 6/26/2013 Assumed PG&E easements already existed in private property.
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R20.4 Caltrans only Dublin Blvd Dublin 1 SB 1mi Warning Conduit inside R/W

R20.4 Caltrans only Dublin Blvd Dublin 1 SB VTMS Conduit inside R/W

2 R20.78 Caltrans only Dublin 1 NB 0.5mi Warning 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 106997039 6/26/2013 Conduit inside R/W

R21.33 Caltrans only Dublin 1 NB FTS, 2 Fwy LTG Assumed PG&E easements already existed in private property.

R21.33 Caltrans only Dublin 1 NB FTS REA Same service point as above

4 R0.32 Caltrans and Local San Ramon Valley Blvd Dublin 1 SB Ex Ln Ends, 2 Fwy LTG 120/240 V, 3‐wire, 1 ph 100 amp 1 790 W 106997039 6/26/2013 Assumed PG&E have franchise agreement with local agency.

5 R0.8 Caltrans and Local Tareyton San Ramon 1 NB FTS VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997039 6/26/2013 Assumed PG&E have franchise agreement with local agency.

6 R1.1 Caltrans and Local Tareyton (Sign Bridge) San Ramon 2 NB FTS, VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,770 W 106997039 6/26/2013 Assumed PG&E easements already existed in private property.

7 R1.51 Caltrans and Local San Ramon Valley Blvd San Ramon 2 SB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 340W 106997039 6/26/2013 Assumed PG&E have franchise agreement with local agency.

8 R2.45 Caltrans and Local Ascot Ct San Ramon 2 NB FTS, FTS VTMS, VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 7,200 W 106997039 6/26/2013 Avoid private property

9 R3.3 Caltrans and Local Bishop Dr San Ramon 2 NB VTMS, FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 340 W 106997060 6/26/2013 Assumed PG&E have franchise agreement with local agency.

10 R3.5 Caltrans and Local San Ramon Valley Blvd San Ramon 1 SB FTS VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997060 6/26/2013 Assumed PG&E have franchise agreement with local agency.

11 R3.78 Caltrans and Local San Ramon Valley Blvd San Ramon 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997060 6/26/2013 Assumed PG&E easements already existed in private property.

12 R4.2 Caltrans only Crow Canyon Rd San Ramon 1 SB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 106997060 6/26/2013 Service Point is not shown on PG&E Record Maps 

R4.4 Caltrans and Local Fostoria Wy San Ramon 1 NB FTS

R4.4 Caltrans only Fostoria Wy San Ramon 1 NB VTMS

R5.33 Caltrans only Greenbrook Dr Danville 1 SB FTS VTMS

R5.33 Caltrans only Greenbrook Dr Danville 1 SB FTS

15 R5.65 Caltrans and Local San Ramon Valley Blvd Danville 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 107025336 7/12/2013 VTMS removed per Toll System Consultant comment

16 R6.0 Caltrans and Local San Ramon Valley Blvd Danville 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 107025336 7/12/2013 VTMS removed per Toll System Consultant comment

17 R6.19 Caltrans and Local Camino Ramon Danville 1 NB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 107025336 7/12/2013 8/15/2013
Place service equipment enclosure next to PG&E termination point per 

Caltrans as‐builts plans.

18 R6.56 Caltrans only San Ramon Valley Blvd Danville 1 SB FTS VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 107025336 7/12/2013 8/15/2013 Conduit inside R/W

19 R7.25 Caltrans and Local Hardy Ct/Hartz Way Danville 2 SB FTS, FTS VTMS
120/240 V, 3‐wire, 1 ph

100 amp 1
3,770 W 107025336

7/12/2013 8/15/2013

Assumed PG&E have franchise agreement with local agency. Potential 

issues to run conduit over/under retaining walls.

20 R7.6 Caltrans only Diablo Rd/680 NB On Danville 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 107025336 7/12/2013 8/15/2013 Conduit inside R/W

21 R8.1 Caltrans only Adobe Dr Danville 1 NB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 107025336 7/12/2013 8/15/2013 Conduit inside R/W

22 R8.4 Caltrans only El Rio Rd Danville 2 NB FTS, FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 340 W 107025336 7/12/2013 8/15/2013 Conduit inside R/W

23 R9.25 Caltrans only La Gonda Wy Danville 2 SB FTS, FTS VTMS, VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 7,200 W 107025336 7/12/2013 8/15/2013 Conduit inside R/W

24 R9.94 Caltrans and Private Alamo 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 107025336 7/12/2013 VTMS removed per Toll System Consultant comment

R10.4 Caltrans only Stone Valley Rd Alamo 2 NB VTMS, FTS Conduit inside R/W

R10.4 Caltrans only Stone Valley Rd Alamo 1 NB FTS VTMS Conduit inside R/W

R11.32 Caltrans only Livorna Rd Alamo 2 SB FTS, FTS Conduit inside R/W

R11.32 Caltrans only Livorna Rd Alamo 1 SB Ex Ln Ends, 2 Fwy LTG Conduit inside R/W

27 R11.84 Caltrans and Private Candleston Pl Alamo 1 SB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 107025336 7/12/2013 8/15/2013 Assumed PG&E easements already existed in private property.

28 R12.38 Caltrans and Local Brookdale Ct Alamo/WC 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 107025336 7/12/2013 8/15/2013 Assumed PG&E have franchise agreement with local agency.

29 R12.61 Caltrans only Rudgear Rd WC 1 SB  NB FTS REA 120/240 V, 3‐wire, 1 ph 100 amp 1 107025336 7/12/2013 8/15/2013 Conduit inside R/W

30 R12.72 Caltrans and Local Creekside Dr/680 NB On WC 1 NB FTS, 2 Fwy LTG 120/240 V, 3‐wire, 1 ph 100 amp 1 790 W 107025336 7/12/2013 8/15/2013 Assumed PG&E have franchise agreement with local agency.

31 R13.31 Caltrans only Lancaster Rd WC 1 SB 0.5mi Warning 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 107025336 7/12/2013 8/15/2013 Conduit inside R/W

32 R13.54 Caltrans and Local Lilac Dr WC 1 SB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 107025336 7/12/2013 8/15/2013 Assumed PG&E have franchise agreement with local agency.

33 R13.85 Caltrans, Local and Private Paulson Ln WC 1 SB 1mi Warning 120/240 V, 3‐wire, 1 ph 100 amp 1 170 W 107025336 7/12/2013 8/15/2013
Assumed PG&E have franchise agreement with local agency, and 

easements already existed in private property.
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1 R3.9 Caltrans only Hayward 1 EB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Conduit inside R/W

2 R4.5 Caltrans and Local Eden Landing Rd Hayward 1 EB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 4,755 W 106997037 6/26/2013

R5.56 Caltrans and Local Cryer Pl Hayward 1 WB FTS

R5.56 Caltarns only Cryer Pl Hayward 1 WB Ex Ln Entrance Same service point as above, see above for RW take

4 R6.25 Caltrans and Local Peterman Ave Hayward 2 EB 0.5mi Warning, VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,855 W 106997037 6/26/2013

1 R3.9 Caltrans only Newark 1 WB FTS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Conduit inside R/W

R4.88 Caltrans only Ardenwood Blvd Newark 1 WB FTS Conduit inside R/W

R4.88 Caltrans only Ardenwood Blvd Newark 1 WB Ex Ln Entrance Conduit inside R/W, Same service point as above, see above for RW take

3 R5.43 Caltrans and Local Jarvis Ave Newark 1 EB 0.5mi Warning 120/240 V, 3‐wire, 1 ph 100 amp 1 255 W 106997037 6/26/2013

4 R5.82 Caltrans only Jarvis Ave Newark 1 EB VTMS 120/240 V, 3‐wire, 1 ph 100 amp 1 3,600 W 106997037 6/26/2013 Conduit inside R/W

5 R6.08 Caltrans only Decoto Rd Fremont 1 EB 1mi Warning 120/240 V, 3‐wire, 1 ph 100 amp 1 255 W 106997037 6/26/2013 Conduit inside R/W
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2 120/240 V, 3‐wire, 1 ph 100 amp 5,100 W1 106997037

106997037 6/26/2013

6/26/2013
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SR‐84 Corridor

3 120/240 V, 3‐wire, 1 ph 100 amp 5,010 W1
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